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Abstract - In this paper, a fast and robust voltage sag 

detection algorithm, named VPS2D, is introduced. Us

ing the DSOGI, the algorithm creates a virtual positive 

sequence voltage and monitories the fundamental voltage 

component of each phase. After calculating the aggre

gate value in the o:;3-reference frame, the algorithm can 

rapidly identify the starting and the ending of symmetric 

and asymmetric voltage sags, even if there are harmonics 

on the grid. Simulation and experimental results are given 

to validate the proposed algorithm. 

Keywords - The author shall provide a maximum of 6 
keywords (in alphabetical order) to help identify the major 

topics of the paper. 

I. INTRODUCTION 

Voltage sag is one of the major factors that contribute to 
the power quality deterioration, and it is usually caused due to 
short circuits, overloads and high power motors starting [1]. 
Applying the concept of aggregate voltage, first introduced in 
[2], it is not difficult to identify symmetric voltage sag. How
ever the most of the voltage sags are asymmetric, and more 
than 75% of them are single-phase voltage sags [1]. This fact 
has encouraged researches concerned with unbalanced voltage 
sag detection as in [3], where a nonlinear adaptive filter was 
used in order to track the amplitude of the sag. However, the 
proposed technique was not tested under distorted conditions. 

A synchronous rotating reference frame combined with a 
differentiator and a low pass filter was used in [4] to detect 
voltage sags. The differentiator was influenced by harmonics, 
In [5], an improvement of their previous work has been pre
sented, although it was used 0 pu voltage in the experimental 
results; that is not voltage sag but rather an interruption. 

The work developed in [6] regards to combine the dq pos
itive and negative sequence components, from a three-phase 
system, in a linear relationship. The recursive discrete Fourier 
transformer extracted the magnitude of the components. The 
detection time for symmetric and asymmetric sags was 6.6 ms, 
and 4 ms respectively. 

Using the measurements of line currents, the study in [7] 
proposed a technique for detecting sources of voltage sags. 
Change in the magnitude and phase of the instantaneous 
positive-sequence current was the criterion for proposed tech
nique 

The voltage sags have a negative influence in wind power 
generators connected to the grid, especially in the Doubly Fed 

Induction Generator, because this machine has the stator cir
cuit direct connected to the grid [8] [9]. Take into account the 
dynamic voltage restorer (DVR) to improve the LVRT capa
bility for wind power generators [10], [11], [12], [13], [14], 
and the new grid codes and their LVRT requirements for wind 
power system [15], [16], it is mandatory an accurate and fast 
voltage sag detection system that can be used for the DVR to 
help the wind turbine to overcome this stressful mishap. 

This paper addresses the design and implementation of 
a rapid and robust voltage sag detection algorithm named 
V P 52 D, that stands for Virtual Positive Sequence Sag De
tection. It creates a virtual positive sequence voltage in the 
0:;3 reference frame, and also monitors the fundamental com
ponent of the voltage for each phase. The V P 52 D is able to 
quickly and accurately detect symmetric and asymmetric volt
age sags, even within distorted voltage systems. Simulation 
and experimental results are shown to validate the proposed 
algorithm. 

The remainder of this paper is organized as follows: In sec
tion II, the voltage sag detection algorithm is explained. Sim
ulation and experimental results are given in sections III and 
IV respectively. Section V concludes this paper. 

II. ALGORITHM DESCRIPTION 

Considering an ABC three-phase voltage system from the 
grid, denoted by va(t), Vb(t) and vc(t). Delaying the volt
age va(t) of a quarter of the period T, it is possible to obtain 
va'T (t). The voltages vaoJt) = va(t) and vaj3(t) = va'T (t) 

comprise a single-phase voltage system in the 0:;3 reference 
frame. 

The Dual Second Order Generalized Integrator Frequency
Locked Loop (DSOGI-FLL) is a grid voltage synchronization 
method that uses an adaptive-frequency track structure [17]. 
Deploying the voltages vaoJt) and vaj3(t) as inputs of the 

DSOGI-FLL it generates four outputs that are v�o: (t), qv�o:(t), 

v�j3(t) and qV�j3(t). The V P52 D, by using the output signals, 
extracts the virtual positive sequence voltages. Indeed, there 
is no real positive or negative sequence in a single-phase sys
tem. Therefore, these voltages were named as virtual positive 
sequence voltages. The equations 1 and 2 show the compo
nents 0: and ;3 for the virtual positive sequence voltages in the 
phase A. The algorithm implements three DSOGI-FLLs, one 
for each phase. 

(1) 



(2) 

Where q = e-j:rj is a � radians phase-shift operator. 
Adopting the same procedure for phases B and C, the vir
tual positive sequence voltage components are vba (t), v� (t), 
v;+-a(t) and v�(t). It is important to highlight that the filtering 
characteristic of the DSOGI attenuates the effect of the har
monics from input to the output [16], [17],i.e., the virtual posi
tive sequence voltages are sinusoidal or quasi-sinusoidal wave 
forms, even if the original three-phase system contains har
monic components. The block diagram illustrating the extrac
tion of the virtual positive sequence components from phase 
A is depicted in Figure 1, assuming that w' is the angular fre
quency of grid voltage system tuned by the FLL, and the di
vision by J2VaRMS is used to represent the maximum value 

Vai\1 ax of Vda (t) and v�;3 (t) in per unit. VaRM S represents the 
root mean square value of the phase-A voltage. The circuit is 
repeated for the others phases. Similarly, the maximum values 
for the phases B and C are Vb11 ax and vet! ax· 

qv:, (t) 

Fig. 1. Extraction of the virtual positive sequence components of 

the phase A. 

The aggregate voltage for the virtual positive sequence in 
the a(3 reference frame, from now on called aggregated volt
age, can be written as 

(3) 

(5) 

Considering the phases B and C, the aggregate voltages are 
determined by the equations (6) and (7). 

(6) 

Vc�;3A
gg 

= vvta(t)2 + V:;3(t)2 = Ve�;3A
gg

· (7) 

Voltage sag in one phase makes the corresponding aggre
gate value become less than 1pu, hence the algorithm can eas
ily identify single-phase, two-phase and three-phase voltage 
sags as shown in Figure 2. 

v 
:a/3 (t)

1 equ.(7) I'-+-� 

V:a/3 (t) 

Fig. 2. The sag detection circuit. 

III. SIMULATION STUDIES 

In order to confirm the efficiency of the algorithm, simula
tions were carried out on MATLAB/Simulink environment. 

A. Single-Phase Sag Simulation 

Figure 3 and 4 show the voltage dip, the vsd signal and the 
aggregate voltage for 0.4 pu single-phase voltage sag. The 
aggregate voltage of the phases B and C were not affected 
(Vb�;3A

gg 
= Vc�;3A

gg 
= 1). The algorithm took 3.8 ms to 

detect the single-phase voltage. 
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Fig. 3. Single-phase voltage sag (0.4 pU.) 
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Fig. 4. The voltage sag detection signal (vsd) and the aggregate 

voltage of the phase A. 

B. Two-Phase Sag Simulation 

It was provoked 0.6 pu voltage sag in the phases A and B 
(Figure 5). Figure 6 depicted the voltage sag detection signal 
(vsd) and the the aggregate voltage for the phase B. 
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Fig. 5. Two-phase voltage sag (0.6 pu). 
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Fig. 6. The voltage sag detection signal (vsd) and the aggregate 

voltage of the phase B. 
IY. EXPERIMENTAL RESULTS 

The performance of the proposed generic voltage sag detec
tion algorithm was tested in a power electronic setup acting as 
a grid simulator. It generates the voltage sags and distortions 
required for the experiment. 

A. Grid Simulator 

The Grid Simulator was first presented in [18]. It consists of 
two inverters in back-to-back topology with a LCL input fil
ter and a LC output filter. It can produce voltage disturbances 
as sags, swells, flickers, and harmonic distortions. A dSPACE 
1006 allows the real-time management of the V PS2 D algo
rithm. The experiment was carried out in the Microgrid re
search laboratory . The experimental setup can be seen in 
Figure 7. Figure 8 shows the scheme of the Grid Simulator 
integrated with the dSPACE and the proposed algorithm. 

Fig. 7. Experimental setup. 
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Fig. 8. Scheme of the grid simulator. 

The reference voltages needed to produce the sags in the 
grid simulator are expressed in the a(3 reference frame. Ne
glecting the zero sequence components, the inverse of the 
Clarke transformation is derived as 

( ) 

kl V2Varms(t) . vCllcf t = -
V6 

- k
2
V(3rmssm(wt)· 

(8) 

(10) 

Where the subscript Ref stands for reference signal. The real 
variables k 1 and k2 are used to produce the desired voltage 
sags. Varms and V(3rms are the root mean square of the rated 
voltage of the system. 

A. Single-Phase Voltage Sag 

Setting kl = 0.4 and k2 = 1 the result is 0.4 pu voltage 
sag on phase A. But according to equations (8), (9) and (10), 
it also provoke 0.89 pu voltage sag on phases B and C (Figure 
9). Figure 10 shows the vsd signal. The sag length of time was 
392 ms and the detection time for this fault was 5 ms (Figure 
11). The relationship between the virtual positive aggregate 
voltage of the phase A and the vsd signal is highlighted in 
Figure 12. 

Time (s) 

Fig. 9. 0.4 pu single-phase voltage sag . 
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Fig. 10. The voltage sag detection signal (vsd). 



Fig. II. Sag detection time (Sms). 
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Fig. 12. The vsd signal and the aggregate voltage of the phase A. 

B. Single-phase Voltage Sag in a Three-phase Distorted 

System 

Due to the proliferation of non-linear loads, voltage dis
tortions have become a common problem in distribution net
work [19] as well as voltage sags in a distorted voltage system. 
This proposed algorithm also works under harmonic voltage 
conditions. 

A distorted three-phase voltage system composed by 10% 
of 5t h, 5% Of 7t h and 3% of 11 t h harmonics was produced 
by the grid simulator. The generated distortion is much more 
severe than the limits for harmonics outlined by IEEE standard 
519-1992 [20]. Figures 13 and 14 show the voltage sag, vsd 
signal and the nfl-aggregate voltage of the phase A. 

�1 00 

�� L-__ ---__ -----____ --�-------__ ���--� 
Tim�7 (s) 

Fig. 13. Detection time of the single-phase voltage sag. 
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Fig. 14. The voltage sag detection signal (vsd) and the aggregate 

voltage of the phase A. 

The signals vIa and v2a, previously showed on Figure 1, 
contain the information about voltage harmonics on phase A. 
When the voltage on phase A. B ore drops each harmonic 
component decreases in the same proportion. The V P S2 D 
needs to monitor only the virtual positive sequence of the fun
damental component. This characteristic of the algorithm per
mits sag identification under harmonic conditions without trip-

ping the output vsd signal. It is possible to observe the dis
torted voltage of the system in Figure 15. Figure 16 depicts the 
distorted vIa voltage and the virtual positive sequence voltage 
vda that present T H D = 11.58% and T H D = 1.73% re
spectively. 

t� 
0_5 Tin:te (s) 0.7 

Fig. 15. Voltages of the system in the a/3 - referenceframe. 

.Vb� (pu) .vla (pu) 

Time (s) 

Fig. 16. The virtual positive sequence voltage of the phase A and 

vIa. 
C. Two-Phase Voltage Sag 

Phase-to-Phase and Phase-to-Phase-to-Ground are types of 
two-phase voltage sags, and they represent 20% of the sag 
stochastic prediction [1]. The grid simulator produced 0.6 pu 
phase-to-phase-to-ground voltage sag in the phases B and C. 
The final instants of the voltage sag as well the vsd signal de
tecting the ending of the sag are depicted in Figures 17 and 
18. 

Fig. 17. The final instants of the two-phase voltage sag. 

Fig. 18. vsd signal detecting the ending of the sag. 

D. Three-Phase Voltage Sag 

Representing less than 5% of the sag occurrences [1], the 
three-phase is the most uncommon type of sag. In order to 
evaluate the performance of the proposed algorithm under this 
type of fault, 0.3 pu balanced voltage sag was generated by 
the grid simulator during 300 ms as depicted in Figure 19. 



During this contingency the voltage of each phase drops si
multaneously. The expected 0.3 pu for the aggregate voltages 
Va�;3A

gg
' Vb�;3A

gg 
and Vc�;3A

gg 
are confirmed by experimen

tal results, as illustrated in Figures 20, 21 and 22. The sag 
detection signal is also depicted in Figure 22. 

0.9 

Fig. 19. Three-phase voltage sag. 

Tim� (s) 

Fig. 20. Aggregated voltage of the phase A (Va";,SAgg)' 

" Time' (s) " 

Fig. 21. Aggregated voltage of the phase A (v;,�(3Agg)' 

Fig. 22. The vsd signal and the aggregated voltage of the phase A 

(Vc�(3Agg)' 

E. Balanced Voltage Sag in a Distorted System 

In this experiment, the grid simulator came up with three
phase voltage system comprised by 10% of 7t h harmonic and 
5% of 11 t h harmonic, and given rise a 0.3 pu balanced volt
age sag during 300 ms (Figure 23). For this case, the aggregate 
voltage for each phase has the same wave form. The sag de
tection signal is shown in Figure 24. 

Fig. 23. Distorted balanced voltage sag ( 7th and 11 th harmonics). 

O·'Time (s/' 

Fig. 24. The voltage sag detection in a distorted system. 

It is possible to observe the presence of harmonics on the 
a(3 reference frame, Figure 25. The virtual positive sequence 
voltages for each phase do not present harmonics, as shown in 
Figures 26, 27 and 28. 

� ���������= ==�=�=�--

Time (s) 

Fig. 25. The three-phase voltage in the a/3-reference . 

Fig. 26. Virtual positive sequence voltages in the phase A 

(vda,vt(3)' 

Fig. 27. Virtual positive sequence voltages in the phase B (vta'v�). 

Fig. 28. Virtual positive sequence voltages in the phase C (v;ta,vts)' 



The sag detection times for simulations and experiments are 
in tables I. The detection time in the simulation is smaller than 
in the experiment due to the analogue to digital conversion 
delay. 

TABLE I 

Sag detection time. 

Sag :0.4 pu 
Tipo Simulation Experiment 

Single·phase 3,8 !TIS 5,0 !TIS 
Two·phase 1,1 !TIS 4,9ms 

Three·phase 1,1 !TIS 4,9ms 

V. CONCLUSION 

A rapid and generic voltage sag detection algorithm, named 
V P 52 D, has been proposed in this paper. It is able to detect, 
fast and accurately, all kind of voltage sags. The virtual pos
itive sequence voltage, created by the algorithm, made it also 
suitable for distorted conditions. The grid simulator, presented 
in [18], accomplished the voltage sags required for the valida
tion. Experimental results have confirmed the effectiveness 
and robustness of the proposed algorithm 
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