Single phase cascaded H5 inverter with leakage current elimination for transformerless photovoltaic system
Guo, Xiaoqiang; Jia, X.; Lu, Z.; Guerrero, Josep M.

Published in:
Proceedings of 2016 IEEE Applied Power Electronics Conference and Exposition (APEC)

DOI (link to publication from Publisher):
10.1109/APEC.2016.7467903

Publication date:
2016

Document Version
Early version, also known as pre-print

Link to publication from Aalborg University

Citation for published version (APA):

General rights
Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights.

? Users may download and print one copy of any publication from the public portal for the purpose of private study or research.
? You may not further distribute the material or use it for any profit-making activity or commercial gain
? You may freely distribute the URL identifying the publication in the public portal?

Take down policy
If you believe that this document breaches copyright please contact us at vbn@aub.aau.dk providing details, and we will remove access to the work immediately and investigate your claim.
Abstract—Leakage current reduction is one of the important issues for the transformerless PV systems. In this paper, the transformerless single-phase cascaded H-bridge PV inverter is investigated. The common mode model for the cascaded H4 inverter is analyzed. And the reason why the conventional cascade H4 inverter fails to reduce the leakage current is clarified. In order to solve the problem, a new cascaded H5 inverter is proposed to solve the leakage current issue. Finally, the experimental results are presented to verify the effectiveness of the proposed topology with the leakage current reduction for the single-phase transformerless PV systems.

I. INTRODUCTION

The transformerless photovoltaic (PV) inverters have the advantages of low cost, small size, light weight and high efficiency [1]–[3]. However, the leakage current will arise due to lack of galvanic isolation. The undesirable leakage current may lead to electromagnetic inferences, current harmonic distortion and safety concerns. Therefore, it is crucial to eliminate the leakage current in transformerless PV systems.

Many interesting single-phase topologies have been reported such as Heric, H5, H6, and so on. But they are limited to three-level inverters [4]–[8]. On the other hand, the multilevel inverters can decrease the voltage stress of dv/dt on switches and increase the output waveform quality [9]–[11]. However, few papers have been reported regarding eliminating the leakage current for the single-phase cascaded multilevel inverters. A significant contribution by Zhou and Li is the filter-based leakage current suppression solution for the single-phase cascaded multilevel PV inverter [12]. But the topology-based solution is rarely discussed in literature, and needs further investigation.

The main contribution of this paper is to present a new cascaded H5 inverter to achieve the leakage current reduction. The experimental results are presented to verify the effectiveness of the proposed topology with the leakage current reduction for the single-phase transformerless PV systems.

II. SINGLE-PHASE CASCADED H4 INVERTER

The schematic diagram of the single-phase cascaded H4 inverter is shown in Fig.1. Since each H-bridge unit requires an independent dc source, it is necessary to consider the stray capacitance of each PV panel to the ground. The common mode voltage (CMV) and differential-mode voltage (DMV) for the upper and lower H-bridge unit are defined as follows:

\[
U_{cma} = \frac{U_{AN} + U_{RN}}{2}
\]

\[
U_{dma} = U_{AN} - U_{RN}
\]

\[
U_{cmb} = \frac{U_{AN} + U_{RN}}{2}
\]

\[
U_{dmb} = U_{AN} - U_{RN}
\]

Fig. 2 shows the common-mode model for single-phase cascaded H4 PV system, where \( C_{pva} = C_{pva1} + C_{pva2} \), \( C_{pva} = C_{pva1} + C_{pva2} \). Based on the common-mode model, the leakage current for the cascaded H4 inverter can be calculated as (5).
The following equations can be derived from Fig. 2.

\[
\begin{align*}
I_{o_c} &= \frac{U_{r0} - U_{o_m}}{Z_{cpva}} + \frac{U_{r0} + 0.5U_{dma}}{Z_{cpvb}} \\
I_{o_m} &= \frac{U_{q0} - U_{o_m}}{Z_{cpva}} - i + \frac{U_{q0} - 0.5U_{dmb}}{Z_{cpvb}} \\
U_{r0} &= 0.5U_{dma} + 0.5U_{dmb} \\
I_{o_c} &= \frac{U_{q0} + U_{o_m}}{Z_{cpva}} \\
I_{o_m} &= \frac{U_{q0} + U_{o_m}}{Z_{cpvb}}
\end{align*}
\]  
(5)

where \( Z_{cpva} = \frac{1}{sC_{pva}} \), \( Z_{cpvb} = \frac{1}{sC_{pvb}} \).

\[
\begin{align*}
I_{o_c} &= \frac{AU_{o_m} + BU_{dma} + CU_{dmb} + DU_{dmb}}{Z_{cpva}(Z_{cpva} + Z_{cpvb})Z_{Ld}Z_{Lb} + (Z_{Ld} + Z_{Lb})Z_{cpva}Z_{cpvb}} \\
I_{o_m} &= \frac{AU_{o_m} + B'U_{dma} + C'U_{dmb} + D'U_{dmb}}{Z_{cpvb}(Z_{cpva} + Z_{cpvb})Z_{Ld}Z_{Lb} + (Z_{Ld} + Z_{Lb})Z_{cpva}Z_{cpvb}}
\end{align*}
\]  
(6)

where \( Z_{Ld} = sL_a \), \( Z_{Lb} = sL_b \),
\( A = Z_{cpva}(Z_{Ld}Z_{Lb} + Z_{cpvb}Z_{Lb} + Z_{cpva}Z_{Ld}) \),
\( B = -0.5Z_{cpva}(Z_{Ld}Z_{Lb} - Z_{cpvb}Z_{Lb} + Z_{cpva}Z_{Ld}) \),
\( C = -Z_{cpva}Z_{Ld}Z_{Lb}, \ D = -0.5Z_{cpva}Z_{Ld}(Z_{Lb} + Z_{cpvb}) \),
\( A' = -Z_{cpvb}Z_{Ld}Z_{Lb}, B' = Z_{cpvb}Z_{Lb}(0.5Z_{Ld} + Z_{cpva}) \),
\( C' = Z_{cpvb}Z_{Ld}Z_{Lb} + Z_{cpva}Z_{Ld} + Z_{cpva}Z_{Ld} \),
\( D' = 0.5Z_{cpvb}Z_{Ld} + Z_{cpva}Z_{Ld} - Z_{cpva}Z_{Ld} \).

For (6), it can be concluded that the leakage current is dependent on many factors, e.g. the CMV and DMV of each H-bridge unit. Therefore, it is difficult to eliminate the leakage current of single-phase cascaded H4 inverter in an effective way.

### III. Proposed Cascaded H5 Inverter

In order to solve the abovementioned problem, a new single-phase cascaded H5 inverter is proposed, as shown in Fig. 3. The common-mode model of cascaded H5 inverter is shown in Fig. 4, from which the following equation can be derived.

\[
\begin{align*}
I_{o_c} &= \frac{U_{r0} + U_{dma}}{Z_{cpva} + Z_{Ld}} \\
I_{o_m} &= \frac{U_{r0} + U_{dmb}}{Z_{cpvb} + Z_{Lb}}
\end{align*}
\]  
(7)

Considering that the filter inductors are generally designed as the same value, the differential mode voltages \( U_{dma} = U_{dmb} = 0 \). So Eq. (7) can be rewritten as

\[
\begin{align*}
I_{o_c} &= \frac{U_{o_m}}{Z_{cpva} + Z_{Ld}} \\
I_{o_m} &= \frac{U_{o_m}}{Z_{cpvb} + Z_{Lb}}
\end{align*}
\]  
(8)
From (8), it can be concluded that the leakage current can be eliminated if the common mode voltage of each cascaded unit is constant. Fig. 6 shows the proposed modulation strategy for the cascaded H5 inverter. It can be observed that the proposed method can achieve both the constant common mode voltage and five-level output voltage. That is, the high quality output waveforms with the leakage current reduction can be achieved.

IV. EXPERIMENTAL RESULTS

The experimental prototype of the proposed cascaded H5 topology is controlled with TMS320F28335 DSP and XC3S400 FPGA. The experimental parameters are listed as follows. The dc link voltage of each cascaded unit is 120V, switching frequency is 10 kHz. The filter inductor is 5mH. The output filter capacitor is 9.4μF. The parasitic capacitance is 150nF.

The experimental results are shown in Fig. 6 and Fig. 7, from which, it can be observed that the both cascaded H4 and H5 topology can achieve five-level output waveforms. However, for the cascaded H4 topology, the voltage across the stray capacitor is polluted with the high frequency components, which result in very high leakage currents.

![Fig. 6. Proposed modulation strategy](image)

![Fig. 7. Experimental results of cascaded H4 topology](image)
suppression capability of single-phase cascaded H-bridge topologies for the transformerless PV systems. The experimental results indicate that the conventional single-phase cascaded H-bridge topology fail to reduce the leakage current. On the other hand, the proposed topology and new modulation strategy can ensure that the stray capacitor voltage is free of any high-frequency components, and the leakage current can be effectively reduced. Therefore, it is attractive for single-phase transformerless PV systems.

ACKNOWLEDGMENT

This work was supported by National Natural Science Foundation of China (51307149).

REFERENCES


V. CONCLUSIONS

This paper has presented the theoretical analysis and experimental verification of the leakage current suppression capability of single-phase cascaded H-bridge topologies for the transformerless PV systems. The experimental results indicate that the conventional single-phase cascaded H-bridge topology fail to reduce the leakage current. On the other hand, the proposed topology and new modulation strategy can ensure that the stray capacitor voltage is free of any high-frequency components, and the leakage current can be effectively reduced. Therefore, it is attractive for single-phase transformerless PV systems.