Analysis and Comparison of Notch Filter and Capacitor Voltage Feedforward Active Damping Techniques for LCL Grid-Connected Converters

Diaz, Enrique Rodriguez; Freijedo, Francisco D.; Quintero, Juan Carlos Vasquez; Guerrero, Josep M.

Published in:
IEEE Transactions on Power Electronics

DOI (link to publication from Publisher):
10.1109/TPEL.2018.2856634

Publication date:
2018

Document Version
Accepted author manuscript, peer reviewed version

Link to publication from Aalborg University

Citation for published version (APA):

General rights
Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights.

© Users may download and print one copy of any publication from the public portal for the purpose of private study or research.
© You may not further distribute the material or use it for any profit-making activity or commercial gain
© You may freely distribute the URL identifying the publication in the public portal

Take down policy
If you believe that this document breaches copyright please contact us at vbn@aub.aau.dk providing details, and we will remove access to the work immediately and investigate your claim.

Downloaded from vbn.aau.dk on: december 03, 2018
Analysis and Comparison of Notch Filter and Capacitor Voltage Feedforward Active Damping Techniques for LCL Grid-Connected Converters

Enrique Rodriguez-Diaz, Member, IEEE, Francisco D. Freijedo, Senior Member, IEEE, Juan C. Vasquez, Senior Member, IEEE, and Josep M. Guerrero, Fellow Member, IEEE.

Abstract—The use of LCL filters is a well accepted solution to attenuate the harmonics created by the pulsewidth modulation (PWM). However, inherently LCL filters have a resonance region where the unwanted harmonics are amplified, which can compromise stability. Several techniques have been developed in order to tackle this issue. At first the use of passive damping, by intentionally increasing the resistance of the LCL filter components, is a simple, robust and straightforward solution; however, it decreases the overall efficiency of the system, so in general is unwanted. Alternatively, active damping strategies, where the resonance damping is provided by the current controller, are of major interest. This paper analyses the robustness of the closed-loop dynamics when different active damping techniques are implemented. The analysed active damping techniques, which have been selected because of their readiness and simplicity, are: 1) filtered capacitor voltage feed-forward and 2) second order filters in cascade with the main current controller. The impedance/admittance stability formulation is used to model the system, which has been proven to be very convenient for the assessment of robustness. Experimental tests are provided in order to show the accuracy of the analysis and verify the findings. This paper proves that filtered capacitor voltage feed-forward is more robust and reliable solution than implementations based on cascade notch filters.

Index Terms—Ac/dc converter, active damping, notch filter, current control, converter control, LCL filter, weak grid.

I. INTRODUCTION

Grid-connected voltage source converters (VSC) usually work in current control mode: the PWM voltage reference is obtained from the current error in a closed loop. Current control mode of operation provides features such as peak current control and disturbance rejection. In a cascaded loops control structures, a suitable design guideline points to minimize the time constant of the innermost controllers [1], [2], which in most of the application this role is played by the current controllers. Moreover, fast dynamics are also demanded during faulty/weak grid situation in order to fulfil grid-code requirements [3], [4].

LCL output filters are utilised together with power electronic converters in order to improve the filtering of switching harmonics due to the PWM and fulfil harmonic grid standards. The selection of filter parameters is not a trivial task, since the internal resonance affects to the current controller dynamics [5]–[12]. The objective of damping techniques is to mitigate the LCL filter harmonic amplification around its resonance frequency, which is also related to the closed-loop stability of the system. Passive damping, which intentionally increases the resistance of the LCL components, is in general avoided because decreases the overall efficiency [8], even though is a simple and robust solution.

Active damping techniques, on the contrary, mitigate the effects of the LCL resonance by proper control actions [5], [9]–[11], [13]–[21]; where the use of a filtered capacitor voltage feed-forward [5], [15]–[18] as well as second order notch filters in cascade with the main current controller [21]–[25] are very common approaches, for which the implementation is straightforward.

The use of filtered capacitor voltage feed-forward mimics the capacitor current for the active damping action, since it is estimated by a derivative calculation (i.e., the capacitor current is estimated from a time derivative of the capacitor voltage) [5], [14]–[16]. On the other hand, notch-filters introduce and anti-resonance peak that aims to cancel out the resonance of the LCL filter. The notch is typically placed at the resonance frequency of the LCL filter [21], [23], [25] and the damping of the poles and zeros are used to determine the depth and width of the notch. A different approach is to place the anti-resonance peak of the notch filter separated from the expected LCL resonance frequency, in order to account for possible resonance frequency drifts due to change in the physical parameters [22]. Furthermore, an alternative strategy to systematically re-tune the notch filter for the resonance frequency measured on-site by signal injection methods [25]. This latest implementation is far more complex, nevertheless, it can effectively avoid frequency drifts created by the ageing of passive elements.

Overall, the chosen structures are convenient because of their readiness and simplicity, since they require minor modifications of the controllers implementation without needing any extra sensor. In practice, the use of filtered capacitor voltage feed-forward does not require extra-sensors, since the capacitor voltage is already measured for grid synchronization. On the other hand notch filters are simply cascaded to the main controller. At first, the notch filter approach seems more intuitive, but some drawbacks such as sensitivity to
The impedance/admittance formulation is used to solve the control problem. Analytical expressions for the derivation of the grid impedance and converter admittances, as a function of the system parameters, are presented. Theoretical assessments of stability, disturbance rejection, and robustness (i.e., uncertainty of grid impedance value) for both current controller structures, are provided. Subsequently, a set of representative experimental tests are provided, which includes: 1) current reference step change, 2) voltage dips, 3) response evaluation in weak grid conditions.

The rest of the paper is organised as follows. Section II describes the system of the LCL grid-connected converter, and the current controllers for the different active damping approaches. Section III provides the design methodology of the current controller. Section IV shows the theoretical comparison of the designed current controllers. Section V describes the lab-scale prototype used for the experimental verification, and the tests carried out to verify the findings. Finally the paper is concluded by summarizing the main findings and contribution.

II. SYSTEM DESCRIPTION AND METHODOLOGY

A. Circuit Modelling

Fig. 1 represents a LCL grid-connected VSC working in current control mode. The stiff grid voltage, point of connection and VSC voltage are represented by \( E \), \( E_c \) and \( U \) respectively. The LCL filter is formed by a transformed leakage inductance, filter capacitance and the converter side inductor. Both inductors are modelled as an inductance with a series resistance \( L_c \) and \( R_c \) for the converter side inductor, and \( L_t \) and \( R_t \) for the transformer leakage inductance and resistance. The capacitor filter is modelled by a capacitance with a series resistance, named \( C_p \) and \( R_p \) respectively. The voltage across the capacitors is used as the point of connection for the impedance/admittance formulation. The external grid impedance is represented by \( Z_e(j\omega) \), which depends on power system circuit and grid conditions [11], [26]. From the inverter point of view, the full-grid impedance \( (Z_g(j\omega)) \) is dominated by the transformer leakage inductance \( (L_t) \); but under weak-grid conditions when \( Z_e(j\omega) \) is non-negligible.

Furthermore, Fig. 1 shows the current controller structures for both active damping strategies, where \( K(z) \) is the main current controller, \( F_{ud}(z) \) and \( F_{nf}(z) \) the two analysed damping actions, which shape the converter admittances [15], [27].

B. Current Controller Structure

As shown in Fig. 1 there are two main controller structures that will be analysed, where only one of the active damping actions, \( F_{ud}(z) \) (filtered capacitor voltage feed-forward) or \( F_{nf}(z) \) (cascaded notch filters) will be used at a time. In both structures, the main controller, which in this work is a proportional-resonant (PR) controller, implemented in \( \alpha \beta \)-frame with \( k_p \) and \( k_i \) being the proportional and resonant gains, \( \omega_0 \) the fundamental frequency, and \( T_s = 2\pi/\omega_0 \) the controller sampling period.

\[
K(z) = k_p + k_i T_s \frac{1 - \cos(\omega_0 T_s)z^{-1}}{1 - 2\cos(\omega_0 T_s)z^{-1} + z^{-2}}
\]

The control action includes a feed-forward path that provides a filtered value of the voltage at the point of connection (cf. \( E_{c1} \) in Fig. 1) in order to improve the initial transient. [27].
C. LCL filter

The transformer leakage inductance imposes the hardware design in many relevant grid-connected applications, such as wind turbines. In practice, $L_s$ is set by the transformer leakage. Typical values for the secondary inductance are then in the range [0.06, 0.1] p.u. (wind turbine rated power is used for base calculations) [15].

Following LCL design basic guidelines, the secondary inductance also constrains the selection of the converter filter: a primary inductance equal to the transformer inductance is a reasonable design to optimize the switching harmonics filtering [5], [6]. For transformer-less applications, the design rule that considers $L_s = L_c$ is also a reasonable to optimize filtering of PWM harmonics. Therefore, using $L_s$ as an input constraint, in practice, the main degree of freedom of the LCL filter is the choice of the capacitance $C$. The rated LCL resonance frequency (angular) is

$$\omega_{lcl} = \sqrt{\frac{L_s + L_c}{L_s L_c C}}.\quad(2)$$

The selection of $\omega_{lcl}$ involves a trade-off between control interactions and filtering [5]. For active damping, typical values at which the capacitor voltage feedback is more effective are in the range $[0.1\omega_s, 0.2\omega_s]$ [5].

As shown in Fig. 1, if the inverter side current is used as feedback, the LCL filter is split in two parts, on one side the converter side inductor, formed by $L_c$ and $R_s$, is included in the converter admittance, while the capacitor branch ($C_p$ and $R_p$) and the grid side inductor ($L_s$ and $R_t$) are modelled as part of the grid impedance, $Z_g(j\omega)$. The explicit derivation is given as follows

\[ Z_g(j\omega) = Z_{gp}(j\omega) \parallel Z_{gs}(j\omega) \quad(3) \]

where

\[ Z_{gp}(j\omega) = \frac{1 + R_p C_p j\omega}{C_p j\omega} \quad(4) \]

and

\[ Z_{gs}(j\omega) = L_s j\omega + R_t + Z_c(j\omega) \quad(5) \]

with

\[ \omega_{res} = \sqrt{\frac{1}{(L_s + L_c)/C}} \quad(6) \]

being the resonance frequency of $Z_g(\omega)$.

D. Active Damping Actions

Two different active damping actions are modelled in this work.

1) Filtered Capacitor Voltage Feed-forward: The use of the filtered capacitor voltage includes a feed-forward path defined as

\[ F_{vd}(z) = k_{ad} C \frac{1 - z^{-1}}{T_i} \quad(7) \]

where $k_{ad}$ is the active damping gain, and $C$ the nominal value of the LCL filter capacitor. The discrete time implementation, based on the Backward-Euler rule, provides a dominant derivative action only for frequencies below $0.2\omega_s$; however, in practise $\omega_{lcl} < 0.2\omega_s$ is a quite reasonable assumption to the hardware design constraint [6], [15]. Alternatively, the non-ideal generalized integrators have been proposed for scenarios with higher $\omega_{lcl}$ [16]. Therefore, this implementation is also considered in the analysis, as shown in Section III-A.

2) Notch Filter: For active damping actions based on cascaded filters, notch filter provide higher robustness and resonance damping than other second-order filter topologies [5], [21], [22], [24]. The notch filter in the z-domain can be defined as

\[ F_{nf}(z) = A_2 z^{-2} + A_1 z^{-1} + A_0 \]

\[ B_2 z^{-2} + B_1 z^{-1} + B_0 \]

with

\[ A_2 = 4 - 4 \omega_{nf} \xi_p T_s + \omega_{nf}^2 T_s^2 \]

\[ A_1 = -8 + 2 \omega_{nf}^2 T_s^2 \quad(9) \]

\[ A_0 = 4 + 4 \omega_{nf} \xi_p T_s + \omega_{nf}^2 T_s^2 \]

\[ B_2 = 4 - 4 \omega_{nf} \xi_p T_s + \omega_{nf}^2 T_s^2 \]

\[ B_1 = -8 + 2 \omega_{nf}^2 T_s^2 \quad(10) \]

\[ B_0 = 4 + 4 \omega_{nf} \xi_p T_s + \omega_{nf}^2 T_s^2 \]

where $\omega_{nf}$ is the anti-resonance peak frequency, and $\xi_p$ and $\xi_c$ are the damping factor of the poles and zeros, respectively [for the physical discrete implementation, the gains of (14) are normalized: all the gains in (14) are divided by $B_0$].

E. Grid Impedance and Converter Admittances

The admittance/impedance formulation is used to analyse and assess the robustness of the current controllers with different active damping actions for LCL grid-connected converters. The main advantage of this approach is to disaggregate the effect of changes in the grid impedance and the controller structure, which eases the study of the different active damping techniques. The use of converter-side current as feedback signal is implicit in the conventional impedance/admittance modelling [7], [14], [27].

Fig. 3 shows the z-domain model of the system in Fig. 1. The z-domain expression have been obtained by considering
the sample and hold effects in the discretization of the plant: the ZOH method has been used to discretize the elements that drive into the discrete device, meanwhile the Tustin method is more accurate to represent the effects on the plant due to the disturbance $E_c(z)$ [3], [28], [29].

\[
P_{\text{zoh}}(z) = \frac{T_s z^{-1}}{L_c (1 - z^{-1}) + R_c T_s z^{-1}} \quad (15)
\]

\[
P_{\text{tustin}}(z) = \frac{T_s (1 + z^{-1})}{2L_c (1 - z^{-1}) + R_c T_s (1 + z^{-1})} \quad (16)
\]

The converter admittance defines the relation between the converter current $i_c(z)$, and the voltage at the point of connection $E_c(z)$. The explicit derivations of $Y(z)$ for the current controllers, with and without active damping, are obtained from Fig. 3, and the expressions are as follows

\[
Y(z) = \frac{i_c(z)}{E_c(z)_{\zeta = 0}} \quad (17)
\]

\[
Y_{\text{wo}}(z) = \frac{P_{\text{tustin}}(z)}{1 + k_p c^{-1} P_{\text{zoh}}(z)} \quad (18)
\]

\[
Y_{\text{ad}}(z) = \frac{P_{\text{tustin}} - P_{\text{zoh}} c^{-1} z^{-1}}{1 + k_p c^{-1} P_{\text{zoh}}(z)} \quad (19)
\]

\[
Y_{\text{nf}}(z) = \frac{P_{\text{tustin}} c^{-1} z^{-1}}{1 + k_p c^{-1} P_{\text{zoh}}(z)} \quad (20)
\]

where $Y_{\text{wo}}(z)$ is the converter admittance of the current controller without active damping, $Y_{\text{ad}}(z)$ is the converter admittance for the filtered capacitor voltage feed-forward strategy, and $Y_{\text{nf}}(z)$ is the converter admittance when the cascade notch filter implementation is used.

Ideally, in order to achieve perfect disturbance rejection, and fast and damped dynamics, the converter admittance would be shaped, with proper control structures and control gains tuning, to be $|Y(j\omega)| \approx 0$ at all frequencies. In practise this cannot be achieved, since it corresponds to an infinite bandwidth. However, it is expected that the active damping techniques improve the disturbance rejection at the critical frequencies, e.g., by reducing $|Y_{\text{ad}}(j\omega)|$ and $|Y_{\text{nf}}(j\omega)|$ when $\omega \approx \omega_{\text{res}}$.

By analysing (18) it can be derived that for low frequencies, i.e., when $z \approx 1$, $|Y_{\text{wo}}(z)| = 1/(R_c + k_p) \approx 1/k_p$, while at higher frequencies $|Y_{\text{wo}}(z)| \approx T_s/L_c(z - 1)$. The same conclusions can be derived from (19) and (20). Therefore, the active damping actions do not modify the converter admittance neither at low or high frequencies. Then, as shown in section III, the design goals should focus on shaping $Y_{\text{ad}}(j\omega)$ and $Y_{\text{nf}}(j\omega)$ to reduce dynamic interactions with $Z_g(j\omega)$ around the potential values of $\omega_{\text{res}}$.

F. Formulation for the Current Controllers Assessment

The Impedance/Admittance stability formulation is used in this work, in order to assess the robustness of the closed loop system. After the derivation of the converter admittances and grid impedance, the closed-loop dynamics are set by the interaction between these two components [27], as shown in

\[
i_c(z) = \frac{1}{1 + Y(z)Z_g(z)} \left[ G_c(z) i_c^*(z) + Y(z) E_c(z) \right]. \quad (21)
\]

It should be remarked that $Y(z)$ is a function of the interface filter in combination with the controller transfer functions. The effect of outer loops, such as phase-locked loop, dc-link or reactive power control, in $Y(z)$, can be neglected, as in practice the bandwidth of those outer loops should be much smaller than $\omega_{\text{res}}$ [30]–[33]. Using a similar reasoning, the path providing $E_c 1$, which improves the grid-connection initial transient [see Fig. 1], can be also neglected [27]. The impedance/admittance stability formulation can be also used to design the current controllers. As shown in [15], an optimal tuning, of the current controller using filtered capacitor voltage feed-forward, is obtained by the root-locus examination of the sensitivity function, defined by $S(z) = 1/[1 + Y(z)Z_g(z)]$ [see (21)]

In [15], the optimal tuning is calculated as the solution to the optimization problem that maximizes the real part of the dominant poles of a sensitivity function defined in the s-domain; i.e., placing the dominant poles the furthest from the unstable region. However, in this work the analysis has been performed in the z-domain, in order to obtain a better approximation of the system delays. Therefore, in the z-domain, the objective is to place the dominant poles the furthest away from the unity circle (i.e. unstable region), or in other words, to minimize the dominant poles radius.

III. DESIGN OF THE CURRENT CONTROLLERS

The theoretical approach and the current controllers tuning, have been based on the lab-scale prototype used for experimental verification. Table I shows the physical parameters employed for analysis and experimental verification.

It is clear that variations of the nominal parameters (i.e. switching frequency, filter parameters) would required a re-tuning of the current controllers, for instance, as seen in [12], $k_p$ and $k_{\text{ad}}$ are highly dependent on the filter inducances and filter capacitor, respectively. Furthermore , the notch filter is tuned for a specific resonance frequency, therefore a change in the filter parameters requires a re-tune of the notch filter as well.

However, since a key aspect of the analysis is to show how the different active damping actions change the closed loop dynamics, a relatively low resonance frequency is selected [5]. In fact, this is a correct hardware design in the sense that the converter gradually losses control action abilities at high frequencies. As explained in section II, $Z_c(s)$ is neglected.

Fig. 3: Model of Current control of LCL grid-connected VSC converter in Z-domain.
at rated conditions, since $|Z_c(s)| < |L_s + R|$ is an accurate assumption. Specially for low power scale circuits, because the leakage inductance of the transformer is much higher than other impedances in the path of the stiff grid.

In order to make a fair comparison between the two different active damping techniques, the main current controllers is designed for the same theoretical closed loop bandwidth (i.e. same $k_p$).

A. Design of Current Controller with Filtered Capacitor Voltage Feed-forward

A robust tuning procedure for the current controller using the filtered capacitor voltage feed-forward has been already presented [15], where the optimal tuning is obtained when placing the dominant poles of $S_{eq}(s)$ the furthest away from the stability region (i.e. right-hand plane), by maximizing the $|\Re(p_d(s))|$. Since, in this work the z-domain has been used during the modelling stage, the distance, of the dominant poles to the unity circle, has been maximized $|\Re(p_d)|$, see Fig. 5(b)], which for the parameters of the lab-scale prototype gives $k_p = 57.33$, $k_{ad} = 14.81$. Fig. 4(a) shows the results of the direct search method for the controller gains tuning.

Fig. 5 show a comparison of different implementations of the derivative action. The discrete time implementation based on the Backward-Euler rule provides an accurate magnitude match while the phase match degrades for frequencies above 0.2$\omega_0$. On the other hand, non-ideal generalized integrators (GI) provide a more accurate phase match for a longer frequency range, but at the cost of increasing the magnitude for frequencies above 0.2$\omega_0$. This magnitude mismatch create a resonance in the converter admittance, as shown in Fig. 5(c). The resonance is avoided if the damping parameter of the non-ideal GI (i.e. $\omega_c$ in [16]) is increased enough, so the frequency response well matches the one with the Backward-Euler implementation. Therefore, from the admittance shape, both the well damped GI and the Backward-Euler implementations have a best overall performance and both are equally suitable.

B. Design of Current Controller with Notch Filter

Different design criteria, for the selection of the notch filter parameters, have been discussed in the literature [21], [22]. An intuitive design criterion would be to place the notch filter at the resonance frequency ($\omega_{nf} = \omega_{res}$, being $\omega_{res}$ the resonance frequency of $Z_c$), in order to cancel out the resonance peak, meanwhile $\xi_c$ and $\xi_p$ set the width and the depth of the notch. A robust design is achieved when the width of the notch is selected to account for possible deviations of the resonance frequency [21], [23], [25]. Then $\xi_c$ and $\xi_p$ are selected to account for a 10% resonance frequency deviation ($\Delta \omega = 0.1\omega_{res}$) and an attenuation in the frequency range of $\omega_{res} \pm \Delta \omega$ equal to the resonance peak (cf. $a_{\Delta}$, $a_{peak}$, and $a_{nf} = 2a_{\Delta}$ in [21]). Applying this methodology the resulting current controller parameters are $k_p = 57.33$, $\xi_c = 0.02$, $\xi_p = 0.3$, and $\omega_{nf} = \omega_{res}$, for an attenuation at the resonance frequency of $a_{nf} \approx 20dB$. This configuration is referred as “high attenuation” tuning in the rest of the paper.

A different approach is presented in [22], where the notch filter is designed for a $\omega_{notch} \neq \omega_{res}$ to account for the frequency deviation caused by changes in the LCL filter parameters. This method uses the phase boost provided by the notch filter to stabilize the current control, when the resonance frequency of the LCL filter is place above $f_s/6$. Nevertheless this strategy could also provide higher robustness in weak grid conditions, when the LCL resonance frequency decreases. In order to perform a fair comparison, 10% resonance frequency deviation ($\Delta \omega = 0.1\omega_{res}$ ) has also been considered as design objective. Following the design guidelines provided in [22], The filter parameters are $\xi_c = 3$, $\lambda = 1$ and the rejection bandwidth $\Omega = 2\pi 500 \text{ rad/s}$. This configuration is named ”phase lead” tuning.

Alternatively, the tuning methodology shown in Section III-A, which well fits the impedance/admittance formulation, has been also used for the selection of the notch filter coefficients. First, it has been found that placing the notch filter at the resonance frequency, of grid impedance, maximizes
In this section, a comparison of the active damping implementations, based on the filtered capacitor voltage feed-forward and cascaded notch filters, is presented.

**A. Dynamic Response and Stability**

A comparison of the two implementations that have shown the highest stability margins within the different active damping approaches, backward-euler based capacitor voltage feed-forward and the "robust" tuning notch filter, are presented in Fig. 7.

In general sensitivity functions can be used to assess the stability of the closed-loop system. On one side, low maximum sensitivity peaks in $S_m(\omega)$ relate to a good relative stability margin [1], [29]; therefore, as seen in Fig. 7(b), both active damping techniques effectively reduce the sensitivity peak, bringing the system to a more stable position, while the backward-euler based capacitor voltage feed-forward approach provides the highest stability margin.

This trend can be also observed in Fig. 7(c), where the dominant poles of $S_{vd-\text{B}}(z)$ are the furthest away from the unity circle (unstable region).

Furthermore, the dynamic response can be assessed from the position of the dominant poles shown in Fig 7(c). The further away the dominant poles are from the unity circle, the faster and more damped dynamic response. Therefore, it is expected that the filtered capacitor voltage feed-forward approach offers a better dynamic response as well.

**IV. COMPARISON BETWEEN THE TWO ACTIVE DAMPING TECHNIQUES**

In this section, a comparison of the active damping implementations, based on the filtered capacitor voltage feed-forward and cascaded notch filters, is presented.
Furthermore, $\delta_{pd}$ can also be employed as a measure of robustness. Therefore, it is easily appreciated that again, the filtered capacitor voltage feed-forward approach offers higher robustness, when variations in the parameters of the physical system are expected [34], [35].

**B. Robustness against Weak Grid Conditions**

Variations of the physical system may compromise the stability, since current controller are generally tuned for a nominal physical system. This is specially critical in the implementation based on the notch filter, since with the notch filter is intended to cancel out the resonance frequency of the grid impedance. In practise, the external grid impedance, represented by $Z_e(\omega)$ in Fig. 1, can vary significantly, since it depends on the grid conditions [11], [26].

During the design stage, in section III, $Z_e(j\omega)$ has been neglected, because in normal conditions the grid impedance is dominated by the transformer leakage inductance. However,
under weak grid conditions, i.e. when $Z_g(j\omega)$ increases (inductive behaviour has been considered, $Z_g(j\omega) = L_g/j\omega$), the full grid impedance $Z_g(j\omega)$ is modified, therefore affecting the resonance frequency [$\omega_{rez}$ of $Z_g(j\omega)$], and the closed loop dynamics. In order to assess this effect, a sensitivity analysis for the grid impedance is performed for the different active damping approaches.

It is expected that the system that has the highest stability margin, in nominal conditions, would be the more robust against variation in the physical system. Fig. 8 shows the effect of a $L_e$ variation, from 0 to 0.2 p.u., on the dominant poles of $S_{nf}(j\omega)$ and $S_{vd}(j\omega)$ for different tunings. While the dominant poles of $S_{nf}(j\omega)$ move towards the unstable region for all analysed tunings, especially for the "high attenuation" and "phase lead" tuning, the dominant poles of $S_{vd}(j\omega)$ move away from the unity circle to a more stable position. This result also predicts a much higher robustness of the capacitor voltage active damping technique.

### C. Converter Admittance and Disturbance Rejection Capability

By inspecting the converter admittances magnitude, it can be appreciated that the filtered capacitor voltage feed-forward approach, based on the Backward-Euler implementation, improves the disturbance rejection capability around the critical frequencies $\omega_{rez}$ and $\omega_v/6$, since the $|Y_{vd}(j\omega)|$ is significantly smaller.

Also, it is interesting to notice that the converter admittance of the current controller with the filtered capacitor voltage feed-forward $[Y_{cd}(j\omega)]$ predicts a passive behaviour up to $\omega_v/3$, while the notch filter approach might significantly reduce the passive region, as seen in Fig. 6(a). This is an important feature, since the interest on design for passivity methodologies for grid-connected VSCs have grown due to the drastic increase of power electronics in renewable energy applications [14], [36]. As an example, input admittance passivity compliance is a requirement in traction standards [37], [38].

### V. EXPERIMENTAL RESULTS

Table I shows the physical parameters employed for the analysis and experimental verification. The theoretical analysis has shown that the use of the filtered capacitor voltage feed-forward for active damping offers higher relative stability and robustness, and a better disturbance rejection, when compared to the approach with a cascaded notch filters. In order to verify the findings, the different current controller structures have been tested in test-bed shown in Fig. 9.

![Fig. 9: Experimental test-bed](image)

**Table I: Physical System Parameters**

<table>
<thead>
<tr>
<th>Parameter</th>
<th>Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>Rated Power</td>
<td>$S = 2.24$ kVA</td>
</tr>
<tr>
<td>Rated Voltage (Line to line RMS)</td>
<td>$V = 400$ V</td>
</tr>
<tr>
<td>Converter inductance</td>
<td>$L_v = 8.6$ mH (0.123 p.u.)</td>
</tr>
<tr>
<td>Converter equivalent resistance</td>
<td>$R_v = 0.27$ $\Omega$ (0.012 p.u.)</td>
</tr>
<tr>
<td>Capacitor</td>
<td>$C_v = 4.5$ mF (0.039 p.u.)</td>
</tr>
<tr>
<td>Capacitor ESR</td>
<td>$R_{es} = 1$ m$\Omega$ (&lt; 0.001 p.u.)</td>
</tr>
<tr>
<td>Grid Side Inductance</td>
<td>$L_e = 4.7 + 1.8 = 6.5$ mH (0.097 p.u.)</td>
</tr>
<tr>
<td>Grid Side Resistor</td>
<td>$R_e = 0.22$ $\Omega$ (0.010 p.u.)</td>
</tr>
</tbody>
</table>

**Study Case 1**

<table>
<thead>
<tr>
<th>Parameter</th>
<th>Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>Switching frequency</td>
<td>$f_s = 10$ kHz</td>
</tr>
<tr>
<td>$F_{vd}$</td>
<td>$6.667 \times 10^{-5}z^{\frac{3}{2}} - 6.667 \times 10^{-1}$</td>
</tr>
<tr>
<td>$F_{vd-SIGA}$</td>
<td>$1.185z^{\frac{3}{2}} - 0.265z - 0.9239$</td>
</tr>
<tr>
<td>$F_{vd-HA}(z)$</td>
<td>$0.735z^{\frac{3}{2}} - 1.2236z + 0.7163$</td>
</tr>
<tr>
<td>$F_{vd-PL}(z)$</td>
<td>$0.836z^{\frac{3}{2}} - 1.455z + 0.8347$</td>
</tr>
<tr>
<td>$F_{vd-R}(z)$</td>
<td>$0.880z^{\frac{3}{2}} - 1.248z + 0.4813$</td>
</tr>
</tbody>
</table>

**Study Case 2**

<table>
<thead>
<tr>
<th>Parameter</th>
<th>Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>Switching frequency</td>
<td>$f_s = 7.5$ kHz</td>
</tr>
<tr>
<td>$F_{vd}$</td>
<td>$8.8 \times 10^{-5}z^{\frac{3}{2}} - 8.889 \times 10^{-3}$</td>
</tr>
<tr>
<td>$F_{vd-SIGA}$</td>
<td>$1.143z^{\frac{3}{2}} - 0.3226z - 0.8208$</td>
</tr>
<tr>
<td>$F_{vd-HA}(z)$</td>
<td>$0.69z^{\frac{3}{2}} - 0.999z + 0.6671$</td>
</tr>
<tr>
<td>$F_{vd-PL}(z)$</td>
<td>$0.8011z^{\frac{3}{2}} - 1.249z + 0.7991$</td>
</tr>
<tr>
<td>$F_{vd-R}(z)$</td>
<td>$0.802z^{\frac{3}{2}} - 1.073z + 0.6548$</td>
</tr>
</tbody>
</table>

Fig. 10 shows the grid current $i_g(t)$ for current steps commands of 5A (100% of converter’s rated power) and for voltage
Fig. 10: Reference tracking and disturbance rejection test of the current controllers for the implementation with $f_s = 10 \ kHz$. The yellow curve shows $E_c(t)$, while red, green, and blue curves represent $i_c(t)$. Filtered capacitor voltage feed-forward active damping with Backward-Euler implementation (a)-(b), and with non-ideal GI implementation(c)-(d). (e)-(f) "High attenuation" tuning notch filter active damping. (g)-(h): "Robust" tuning cascaded notch filter active damping. (i)-(j): "Phase Lead" tuning cascaded notch filter active damping.
dips of 80% of the nominal value at point of connection, \( E_c(t) \). Figs 10(a) and 10(c) show the current steps for the controllers using the filtered capacitor voltage feed-forward; as expected, the controller tracks the reference with a fast and damped transient, especially with the Backward-Euler implementation [15]. Figs 10(e), 10(i), and 10(g) show the current step for the controllers using the cascade notch filters, where more oscillatory responses are obtained, which has been expected from the theoretical analysis [see Figs. 5(d), 6(c)]. Similar observations are drawn from the grid voltage step tests.

The tests have also been carried out for an implementation with switching frequency, \( f_s = 7.5 \ kHz \), in order to tests the validity of the theoretical analysis for different switching frequencies: the LCL filter resonance is placed at \( \omega_{res} = \omega_r / 6 \). The results are shown in Fig. 11. The control parameters, for the different current control implementations, have been re-calculated for the specific switching frequency, following the same design guidelines of Section III. Overall, a reliable operation is also obtained with both implementations, which proves the suitability of both active damping strategies when the grid conditions are known. Both current and output voltage steps, with the different current controller implementations, show identical responses than the ones shown in Fig. 10.

During the case of an increment of \( L_c \) (i.e., weak grid condition), it has been also experimentally verified that the capacitor voltage feed-forward active damping action is more reliable with the Backward-Euler [or alternatively with a highly-damped GI] implementation than the case with an undamped GI based derivative filter [cf. Figs. 11(a)-11(b) vs Figs. 11(c)-11(d)].

In order to test this feature, the system with the filtered capacitor voltage feed-forward has been driven close to instability by increasing \( k_{ud} \) considerably, as shown in Fig. 12(a) (it has been shown in [15] that \( k_{ud} \) has a great impact in the stability, and a poor tuning can easily place the dominant poles of \( S_{ud}(j\omega) \) close to the stable region). Then, \( L_c \) has been increased from 0.008 p.u. and the test is repeated. The results of in Fig. 12(b) show how the system is now stabilized under weak grid conditions. This procedure has been found infeasible with the notch filter implementation.

The shape of the converter admittance serves to assess the disturbance rejection and harmonic distortion capability. Subsequently, \( Y(j\omega) \) measurements in the frequency domain are provided. The procedure to measure \( Y(j\omega) \) are inspired in the EN-50388 normative [38]: i) for each point, the voltage harmonic components are programmed at \( E_c(t) \) and their Fast Fourier Transform (FFT) are performed (magnitude and phase); ii) the converter control is activated with \( i_c(t) = 0 \) and its steady state is reached quickly; then the FFT for \( i_c(t) \) (magnitude and phase) is also performed; iii) \( Y(j\omega) \) and \( Y_v(j\omega) \) are calculated as

\[
Y(j\omega) = \frac{|i_c(j\omega)|_{\text{FFT}}}{|E_c(j\omega)|_{\text{FFT}}} \left( \angle \Phi^{\text{FFT}}_{i_c(j\omega)} - \angle \Phi^{\text{FFT}}_{E_c(j\omega)} \right),
\]

The measured converter admittances are shown in Fig. 13, which are in a good agreement with the theoretical expressions. The converter operation with the "high attenuation" and "phase lead" tunings, for the notch filter implementation, presents a region with poor harmonic rejection (i.e., a resonant peak), due to the low damping used in the filter design. On the other hand, the implementation based on the capacitor voltage feed-forward with Backward-Euler approximation shows a smooth harmonic rejection capability around \( \omega_{res} \).

The converter admittance can be used to assess the harmonic stability of the PCUs in parallel converter applications. The impedance/admittance stability criterion, employed in this work, is suitable for this kind of studies, since individual converter admittances can be lumped in an equivalent grid admittance for the stability assessment [39], [40]. Here, it is also reasonable to conclude that the capacitor voltage feed-forward is a more convenient solution for application with parallel PCUs.

Fig. 14 shows the harmonic spectrum of converter \( i_c(t) \) for different current controllers. The damping approaches effectively damp the LCL harmonic resonance around \( \omega_{res} \). The converter currents have an associated THD below 1%. Also, it is important to remark that, the system with cascade notch filter has a higher harmonic content in the range of frequencies between \( \omega_r/20 \) and \( \omega_r/10 \), this can be expected from Figs. 7(a) and 6(a) where \( Y_{nf-HA}(z) \) and \( Y_{nf-B}(z) \) magnitudes are bigger than \( Y_{vd-B}(z) \).

VI. CONCLUSIONS

This paper presents an original comparison between two common active damping approaches for current controlled LCL grid-connected converters: 1) filtered capacitor voltage feed-forward and 2) notch filters in cascade with the main current controller. The impedance/admittance stability formulation has been used for the design of the current controller, while effectively damping the LCL filter resonance. Analytical expressions, as a function of the parameter of the system, are derived for the calculation of the converter admittance.

The laboratory scale prototype has been modelled for the theoretical analysis, which predicts an overall higher performance for the active damping technique based on the filtered capacitor voltage feed-forward. The findings of the assessment has been summarised in Table II. Significantly important is the higher robustness achieved by the controller using the capacitor voltage feed-forward, under weak grid conditions: in this situation, the system increases its stability margin, rather decreases it, which is normally expected once the current controller has been tuned for a system with different parameters.

Experimental tests have been carried out in a laboratory scaled prototype, which includes, current reference step change, response in the presence of grid faults, evaluation in weak grid conditions, and grid harmonics injection for converter admittance measurement. The experimental results fully verify the theoretical analysis.

Finally, it is worth mentioning the suitability of the impedance/admittance stability criterion, employed in this work to address the paralleling of inverters. The superiority of the capacitor voltage feed-forward technique would suggest this technique as the one most suitable in order to reduce converters’ interactions and stability issues in ac microgrids.
Fig. 11: Reference tracking and disturbance rejection test of the current controllers for the implementation with $f_s = 7.5 \text{ kHz}$. The yellow curve shows $E_c(t)$, while red, green, and blue curves represent $i_c(t)$. Filtered capacitor voltage feed-forward active damping with Backward-Euler implementation (a)-(b), and with non-ideal un-damped GI implementation (c)-(d). (e)-(f) "High attenuation" tuning notch filter active damping. (g)-(h): "Robust" tuning cascaded notch filter active damping. (i)-(j): "Phase Lead" tuning cascaded notch filter active damping.
Table II: summary of the comparison.

<table>
<thead>
<tr>
<th></th>
<th>Notch filter</th>
<th>Capacitor voltage feedforward</th>
</tr>
</thead>
<tbody>
<tr>
<td>Disturbance Rejection</td>
<td>Worse at frequencies around $\omega_c/10$.</td>
<td>Good.</td>
</tr>
<tr>
<td>Converter Admittance</td>
<td>Low disturbance rejection peaks with very low $\xi_c$.</td>
<td>Predicted passive behaviour up to $\omega_c/3$.</td>
</tr>
<tr>
<td>Dynamic Response</td>
<td>Fast and damped.</td>
<td>Fast and damped.</td>
</tr>
<tr>
<td>Robustness at Nominal Conditions</td>
<td>Slightly lower (&quot;robust&quot; design).</td>
<td>High.</td>
</tr>
<tr>
<td>Resonant Frequency Drifts</td>
<td>Not very sensitive if taken into account in the design stage.</td>
<td>Not sensitive.</td>
</tr>
</tbody>
</table>

![Reference tracking of current controller with filtered capacitor voltage feed-forward action, $k_p = 57.33$ and $k_{ad} = 44$](image)

(a): System with normal grid conditions $L_c = 0$, (b): System with weak grid conditions $L_c = 0.08 \, p.u., k_p = 57.33$ and $k_{ad} = 44$.

Fig. 12: Reference tracking of current controller with filtered capacitor voltage feed-forward action, $k_p = 57.33$ and $k_{ad} = 44$

REFERENCES


Fig. 13: $Y_c(\omega)$ measurement test. (a): $Y_{vd-B}(\omega)$. (b): $Y_{vd-NIGI}(\omega)$. (c): $Y_{nf-HA}(\omega)$. (d): $Y_{nf-PL}(\omega)$. (e): $Y_{nf-R}(\omega)$.


Fig. 14: FFT Analysis of $i_c(t)$ for the current controllers, using filtered capacitor voltage feed-forward (green), and cascade notch filters with the “high attenuation” (red) and “robust” (blue) tuning.