A Direct Maximum Power Point Tracking Method for Single-Phase Grid-Connected PV Inverters

Faicel El Aamri, Hattab Maker, Dezsö Sera, Senior Member, IEEE, Sergiu Viorel Spataru, Josep M. Guerrero, Fellow, IEEE, and Azeddine Mouhсен

Abstract—A direct maximum power point tracking (MPPT) method for PV systems has been proposed in this work. This method solves two of the main drawbacks of the perturb and observe MPPT, namely: 1) the tradeoff between the speed and the oscillations in steady-state and 2) the poor effectiveness in dynamic conditions, especially in low irradiance when the measurement of signals becomes more sensitive to noise. The proposed MPPT is designed for single-phase single-stage grid-connected PV inverters and is based on estimating the ripple of the instantaneous PV power and voltage, using a second-order generalized integrator-based quadrature signal generator. We analyzed the global stability of the closed-loop control system and validated the proposed algorithm through simulation and experiments on an inverter test platform according to the EN 50530 standard. The experimental results confirm the performance of the proposed method in terms of both speed and tracking efficiency.

Index Terms—EN 50530 standard, Lyapunov stability, maximum power point tracking (MPPT), perturb and observe (P&O), single-stage PV inverter.

I. INTRODUCTION

ONE crucial component of the control system of any PV inverter is the maximum power point tracking (MPPT) algorithm, which controls the inverter power extraction and operation on the PV array’s nonlinear current-voltage (I-V) characteristic curve. As an added complexity, the PV array’s I-V characteristic is highly dependent on the incident solar irradiance and cell temperature. Therefore, fast changes in irradiance conditions due to moving clouds, cause fast changes in the maximum power point location on the I-V curve, which requires an efficient MPPT algorithm [1]–[3].

The perturb and observe (P&O) is one of the most popular MPPT algorithms, due to its simplicity, ease of implementation, and because it does not require any information about the PV array [4]. The basic algorithm uses a fixed voltage step to increase or decrease the PV array voltage, afterwards, the algorithm compares the current PV array power ($P_{pv}[k]$), with its previous value, where $\Delta P = P_{pv}[k] - P_{pv}[k-1]$. If the power increases $\Delta P > 0$, the algorithm continues to perturb the system in the same direction, alternatively if the power decreases $\Delta P < 0$, the system will be perturbed in the opposite direction. This process is repeated at each MPP tracking cycle until the MPP is accomplished $\Delta P \approx 0$.

However, the P&O algorithm has two main drawbacks: The MPP tracking speed and the efficiency in dynamic irradiance conditions [5]. First, the MPP tracking speed can be increased by using a bigger voltage step to perturb the PV array voltage, however, this will increase power loss due to oscillations around the MPP, whereas a smaller step reduces the oscillations, but it will take a longer time to reach the MPP [6]–[7]. To overcome the tradeoff between the speed and the oscillations, a variable step perturbation for P&O is proposed in [8], but it gives no remarkable improvement. An incremental conductance algorithm (IncCond) has been proposed in [9], however that is essentially the same algorithm as P&O.

The second issue is the poor tracking efficiency in dynamic conditions—rapidly changing solar irradiance. The P&O may track the MPP in the wrong direction, consequently the efficiency deteriorates. A solution for this issue has been presented in [5], where an improved version of the P&O is proposed. In [10], the authors proposed a multisampling P&O as an improvement, but it reaches MPP slowly in the start-up phase, as its principle requires to perform three iterations; increase the voltage with a fixed step, decrease it and increase it again (+++). The work in [11] proposes a model predictive control as a solution, however, it requires extensive computation and variable inverter switching frequency.

Moreover in the paper [12], the authors proposed a ripple correlation control method to regulate the maximum power, by means of a 1st order high-pass filter, used to generate the PV power and the PV voltage ripple. Next, a first order low-pass filter is used to determine the sign of the product of power and voltage ripple, necessary as a reference voltage for the conventional dc-link voltage controller. The main drawback of this method is a slow response under sudden and large variations of the solar irradiance [13].

However, as described in Fig. 1, the main components of the topology used in this paper are a voltage source inverter, an output filter and a transformer for the isolation function. The output filter is essential, it is needed to filter out the switching
frequency harmonics. Regardless the type of the filter (L, LC, or LCL), the purpose of the output filter is to ensure the grid injected current has low total harmonic distortion and will not affect the energy transfer between the dc source and the ac grid. As for the dc-link capacitor, its main purpose is to store the energy extracted from the PV generator and smooth the dc-link voltage ripple.

In this paper, the most common control structure for this topology as shown in Fig. 2 is an MPPT algorithm [14]–[19], the dc-link voltage controller, the current controller, and the synchronization algorithm based on phase locked loop (PLL) [20]. It should be noted that the dc-link capacitor behaves as a temporary energy storage device with the amount of energy stored proportional to the dc voltage. Thus, to consider the stability of the whole controller for single-stage grid-connected PV inverter, the Lyapunov function should be formed based on the energy variation across the dc-link capacitor.

In addition, indeed all works that have been done for single-stage grid-connected PV inverters ignore to take into consideration the stability on charging and discharging the dc-link capacitor. In Section III, the simulation results using both methods are presented, whereas the experimental setup and results are shown in Section IV. The conclusions are presented and summarized in Section V.

II. CONTROL STRATEGY

A. Power Flow Description

Considering the single-stage single-phase grid-connected photovoltaic inverter as shown in Fig. 1, and assuming no power losses in the inverter, dc-link capacitor and output filter, (so that the other terms accounting for the conduction losses can be neglected to obtain a simple expression), the equation describing the power balance in the dc link can be written as

$$ P_{\text{pv}}(t) = P_{C}(t) + P_{\text{grid}}(t). $$

(1)

The power fed into the grid $P_{\text{grid}}$ is equal to

$$ P_{\text{grid}}(t) = v_{g}i_{g} = V_{g}I_{g}(1 - \cos 2\omega t) $$

(2)

where $v_{g}$ and $i_{g}$ are the instantaneous grid voltage and grid current respectively. $I_{g}$ is the root mean square (rms) of the injected current, $V_{g}$ is the rms of the grid voltage, and $\omega$ is the grid pulsation. The power injected into single-phase grid $P_{\text{grid}}$, calculated as in (2), follows a sinusoidal waveform with twice the grid frequency. The PV generator could not be operated at the MPP if this pulsating power is not decoupled by means of an energy buffer. Therefore, a capacitor bank is typically used for buffering this energy.

The $P_{\text{av}}(t)$ is the instantaneous power flow in the dc-link capacitor and is equal to

$$ P_{C}(t) = C_{dc} \frac{dV_{dc}}{dt}. $$

(3)

The average power $P_{\text{av}}$ fed into the grid can be written as

$$ P_{\text{av}} = \frac{1}{T_{\text{grid}}} \int_{0}^{T_{\text{grid}}} V_{g}I_{g}(1 - \cos 2\omega t) = V_{g}I_{g} $$

(4)

where $T_{\text{grid}}$ is the grid voltage period.

B. Proposed Controller

The control system of the PV inverter can be divided into following three parts:

1) dc-link voltage controller;

solves both P&O drawbacks: 1) ensuring a fast tracking with considerably reduced oscillations in steady-state) and improved efficiency under rapidly changing irradiance.

The proposed method is based on the Lyapunov function without using a generic MPPT algorithm; it uses the instantaneous PV power ripple $P_{\text{pv}}$ and the instantaneous PV voltage ripple $V_{\text{pv}}$ across the dc-link capacitor. The ratio of $P_{\text{pv}}/V_{\text{pv}}$ determines the position of the operating point on the P-V curve. Thereafter, the ratio result $dP/dV$ is multiplied by a gain $K$ in order to regulate the power fed into the grid.

The remainder of this paper is organized as follows: in Section II, the mathematical model of the proposed controller is presented, which is based on the Lyapunov function that is formed by the variation of the stored energy across the dc-link capacitor. In Section III, the simulation results using both methods are presented, whereas the experimental setup and results are shown in Section IV. The conclusions are presented and summarized in Section V.
EL AAMRI et al.: DIRECT MAXIMUM POWER POINT TRACKING METHOD FOR SINGLE-PHASE GRID-CONNECTED PV INVERTERS 8963

2) current controller; and 3) grid synchronization controller.

The dc-link voltage controller is used to regulate the dc voltage at a desirable level for extracting the maximum power from the PV array. Considering that the PV characteristic is nonlinear, while the irradiance changes, the dc power will change accordingly, consequently, the MPP will also shift. In this case, since the grid voltage is fixed (this can be assumed in most cases), the power transferred to the grid is controlled only by the inverter output current.

The mathematical model describing the dynamics of the power flow is given by (5), where \( I_g^* \) represents the reference grid current of the inverter

\[
V_g I_g^* = I_{pv} V_{pv} - C_{dc} V_{dc} \frac{dV_{dc}}{dt} \tag{5}
\]

where \( V_{pv} \) and \( I_{pv} \) are periodic signals having the average components \( \bar{V}_{pv}, \bar{I}_{pv} \) and the ac components \( \tilde{V}_{pv}, \tilde{I}_{pv} \) with oscillation period \( T = 1/(2f_{grid}) \), and defined respectively as

\[
\begin{align*}
V_{pv} &= \bar{V}_{pv} + \tilde{V}_{pv} \\
I_{pv} &= \bar{I}_{pv} + \tilde{I}_{pv}
\end{align*} \tag{6}
\]

The power injected into the grid \( P_{av} \) is controlled according to (7), using a feed-forward power \( P_{pv} \) term, and a second term \( K dP/dV \) accounting for the dynamics of the PV inverter system

\[
P^* = P_{pv} + K \frac{dP}{dV} \tag{7}
\]

where \( P^* \) represents the reference power and \( K \) is a constant parameter which allows adjusting the amount of power in the controller to follow the maximum power point, and it will be discussed in detail later on. Hence, substituting (7) into (5) yields

\[
V_g I_g^* = P_{pv} + K \frac{dP}{dV} \tag{8}
\]

and by substituting (8) into (5) we get

\[
C_{dc} V_{dc} \frac{dV_{dc}}{dt} = -K \frac{dP}{dV}. \tag{9}
\]

Based on (9), we can deduce that the \( dP/dV \) is related to the dc-link capacitor dynamics.

The estimation method of the ac components (ripples) of the PV power \( \tilde{P}_{pv} \) and the dc-link voltage \( \tilde{V}_{dc} \), is based on a second-order generalized integrator-based quadrature signal generator (SOGI-QSG) [22], as presented in Fig. 3 and defined by the closed-loop transfer function in the following:

\[
F(s) = \frac{\omega_n s}{s^2 + \omega_n s + \omega_n^2} \tag{10}
\]

where \( \omega_n \) represents the resonance frequency, equal to double the grid frequency.

Fig. 4 shows the proposed control strategy. The computed value of the reference current is determined using the PV Power reference generated by the proposed controller as shown in Fig. 3 and the rms value of the grid voltage. The PLL extracts the phase angle of the grid voltage and is multiplied by the magnitude of the reference grid current. Then, the current controller is proceeding to regulate the grid current \( i_g \).

C. Stability Analysis

The stability of the closed-loop system will be determined primarily by the sign and magnitude of the controller parameter \( K \). In order to determine the sign of the parameter \( K \), we use Lyapunov’s stability theorem to study the overall system’s stability. According to [23], the Lyapunov function \( V(x) \) is a scalar energy function, the system is stable if \( V(x) \) satisfies that

\[
\frac{dV(x)}{dt} < 0 \text{ for all } x \neq 0.
\]

To achieve this, we derive the Lyapunov function \( V(E_n) \) as in (11), based on the energy variation across the dc-link capacitor, and assuming that the energy stored in the grid filter can be neglected

\[
V(E_n) = \frac{C_{dc}^2}{4} (V_{dc}^2 - V_{dc}^2)^2 \tag{11}
\]

where \( E_n \) refers the energy stored in dc-link capacitor and \( V_{dc}^* \) is the reference dc-link voltage.
To ensure global stability of the dynamic system, the condition \( V(E_n) \dot{V}(E_n) < 0 \) must hold for all \( E_n \neq 0 \). Consequently, \( V(E_n) > 0 \) and \( \dot{V}(E_n) < 0 \), where

\[
\frac{dV}{dt} \left( E_n \right) = \frac{C_{dc}^2}{2} \left( V_{dc}^2 - V_{dc}^2 \right) \left( 0 - 2V_{dc} \frac{dV_{dc}}{dt} \right).
\]

Finally, by arranging the terms it can be obtained as

\[
\frac{dV}{dt} \left( E_n \right) = -C_{dc}^2 V_{dc} \frac{dV_{dc}}{dt} \left( V_{dc}^2 - V_{dc}^2 \right).
\]

Therefore, to check the previous condition \( V(E_n) \dot{V}(E_n) < 0 \) for the controller stability and according to (13), if \( V_{dc} > V_{dc}^* \) and \( \dot{V}(E_n) < 0 \), this implies that \( dV_{dc}/dt < 0 \).

According to (9), \( C_{dc} V_{dc} \frac{dV_{dc}}{dt} < 0 \), which implies that \( -K \frac{dP}{dV} < 0 \).

Therefore, since the operating point is located on the right side because it was assumed that \( V_{dc} > V_{dc}^* \) as shown in Fig. 5, it gives \( dP/dV < 0 \), which means that \( K < 0 \).

The following equation summarizes the proof:

\[
\text{if } V_{dc} > V_{dc}^*, \quad \frac{dV}{dt} \left( E_n \right) < 0 \Rightarrow \frac{dV_{dc}}{dt} < 0 \Rightarrow K < 0. \tag{14}
\]

As for the other case, if \( V_{dc} < V_{dc}^* \) and since \( \dot{V}(E_n) \) should be negative, this implies that \( dV_{dc}/dt > 0 \).

According to (9), \( C_{dc} V_{dc} \frac{dV_{dc}}{dt} > 0 \), resulting that \( -K \frac{dP}{dV} > 0 \).

Therefore, since the operating point is located on the left side because it was assumed that \( V_{dc} < V_{dc}^* \), as shown in Fig. 5, it gives \( dP/dV > 0 \), which means that \( K < 0 \).

The following equation summarizes the proof:

\[
\text{if } V_{dc} < V_{dc}^*, \quad \frac{dV}{dt} \left( E_n \right) < 0 \Rightarrow \frac{dV_{dc}}{dt} > 0 \Rightarrow K < 0. \tag{15}
\]

However, it should be mentioned that during normal operation, the system will be subject to disturbances. The dc-link capacitor is used as a damping element to maintain the stability for the MPPT and the grid-connected inverter during these transitory states.

The dc-link capacitor is sized based on the allowable magnitude of the PV voltage ripple, therefore the PV power can be written as the equation below:

\[
P_{pv} = 2\pi f_{grid} C_{dc} V_{dc} \Delta V_{dc}. \tag{16}
\]

As shown in (16), the dc-link voltage ripple depends on the parameters; \( P_{pv} \) and \( V_{dc} \), which are related to the PV characteristic, to designate the capacitor value, it should be taken into consideration the low irradiation, in this case the PV power decreases considerably than the PV voltage, which impose to size the capacitor based on low irradiation in order to keep \( \Delta V_{dc} \) distinctive on the noise measurement.

As a consequence, the minimum capacitance required for this amount of the power and the dc-link voltage ripple is determined as follows:

\[
C_{dc} = \frac{P_{pv}}{2\pi f_{grid} V_{dc} \Delta V_{dc}}. \tag{17}
\]

In this paper, \( \Delta V_{dc} \) is set to 6 V at standard test conditions (STC). In addition, the parameter \( K \) should be calculated carefully for a given system to avoid the risk of operating the system in an unstable state.

Next, we can reformulate (7) as

\[
P^* = P_{pv} + \Delta P^* \tag{18}
\]

where \( \Delta P^* \) is the power adjustment, that controls the speed to reach the maximum power point. As long as \( \Delta P^* \) increases, the MPPT speed becomes faster, while the stability margin of the whole system decreases. Its expression contains two parameters, the first one is a constant \( K \) and the second one is a variable ratio \( dP/dV \) that depends on the operating point on the P-V curve.

In order to ensure the stability PV inverter system in the entire solar irradiation range (0–1000 W/m²), as \( K \) is just a constant, we will focus on the variable ratio \( dP/dV \).

In the vicinity of the maximum power point, the variation of \( P \), can be expressed as

\[
\tilde{P} = \Delta (I_{MPP} V_{MPP}) = V_{MPP} \tilde{v}_{pv} + I_{MPP} \tilde{i}_{pv}. \tag{19}
\]

By arranging the terms, we can get

\[
\frac{\tilde{P}_{pv}}{\tilde{v}_{pv}} = V_{MPP} \frac{\tilde{v}_{pv}}{v_{pv}} + I_{MPP} \frac{\tilde{i}_{pv}}{v_{pv}}. \tag{20}
\]

Based on [24], it can be assumed that

\[
\frac{\tilde{v}_{pv}}{v_{pv}} \bigg|_{MPP} = -\frac{I_{MPP}}{V_{MPP}}. \tag{21}
\]

Substituting (21) into (20) we get

\[
\frac{\tilde{P}_{pv}}{\tilde{v}_{pv}} = \tilde{v}_{pv} \tag{22}
\]

and by substituting (22) into (21) we get

\[
\frac{\tilde{P}_{pv}}{\tilde{v}_{pv}} = -\frac{\tilde{i}_{pv} I_{MPP}}{V_{MPP}}. \tag{23}
\]

In the equation above, we substitute the value of \( \Delta V \) in (16), as a result we get

\[
\frac{dP}{dV} = -\frac{1}{2.\pi f_{grid} C_{dc}} \frac{P_{MPP}^2}{V_{MPP}^2}. \tag{24}
\]

According to (24). Fig. 6 shows the absolute value of \( dP/dV \) at the maximum power point for nominal power of 1 kW in each irradiance level, it can be seen that as the irradiance decreases,
On the other hand, based on (18) and (24), in the steady-state at the vicinity of the MPP, the oscillation of the PV power can be written as

$$\Delta P_{\text{MPP}} = -\frac{K}{2 \pi f_{\text{grid}} C_{\text{dc}}} \frac{P_{\text{MPP}}^2}{V_{\text{MPP}}^3}$$  \hspace{1cm} (25)$$

which means that increasing the parameter $K$ in the proposed controller, the MPP will be reached faster, obviously at a certain limit, increasing $K$ does not yield significant improvements in speed, however, if $K$ is oversized, it will cause more power oscillations, as shown in Fig. 7.

With regard to partially shaded condition, the proposed method will behave similarly to P&O, i.e., will track the nearest MPP. The advantage of this method is the fast-tracking. PS detection and tracking features (such as I-V scan) can be added in a similar manner as for the P&O. However, we consider PS detection and tracking as outside the scope of this paper, since they are not specific to the proposed method.

### III. Simulation Study

The proposed control strategy has been evaluated and compared to the conventional P&O, through simulation in MATLAB/Simulink, for a single-stage single-phase grid-connected PV inverter. The parameters of PV system used in the simulation and experimental tests are summarized in the Table I.

#### A. Test Case 1—Steady-State Conditions

The first test case aims to evaluate the tracking efficiency of the proposed MPPT, under standard atmospheric test constant at 1000 W/m$^2$ and 25 °C, respectively, at this level of the irradiance, the simulated PV array has a MPP of $\sim$1 kW. The parameters P&O MPPT are: $f_{\text{MPPT}} = 10 \text{ Hz}$—tracking frequency, and $\Delta V = 1 \text{ V}$—increment step voltage, which were chosen to reduce the losses caused by permanent oscillations around the correct value of the MPP [25].

Fig. 8 shows the operation of the two MPPT control algorithms side by side. Both the proposed MPPT method (shown in red) and P&O (blue) start at time 0.4 s, which is the time when the dc-link capacitor has been completely charged, and its voltage is equal to open circuit voltage of the PV generator.

As can be observed, the proposed method reaches the MPP first and very fast, with a response time of only $t_r = 0.025 \text{ s}$, compared to P&O that converges with a fixed step and a response time equal to $t_r = 11.3 \text{ s}$. Moreover, we can observe that the P&O has slightly larger oscillations near the MPP voltage $V_{\text{MPP}} = 455 \text{ V}$- oscillating in the interval [451.5 V 459.5 V], compared to the proposed method, which oscillates in the interval [452 V 457.8 V]. From here we can conclude that the proposed MPPT method has better instantaneous efficiency in steady state than P&O. Regarding the efficiency, the P&O can also have high efficiency in steady state, however, the speed to reach the MPP will slow down.

#### B. Test Case 2—Dynamic Conditions

In the second test case, we analyze the dynamic efficiency of the proposed MPPT compared to P&O. This test considers a variable/trapezoidal solar irradiance profile, with a rate of change of 100 W/m$^2$/s, from 30% to 100% of STC irradiance, as shown in Fig. 9. Here, the black line represents the maximum power point MPP that can be generated by the PV generator.

From Fig. 9, we clearly see that the change of the solar irradiance has no influence at all on the tracking efficiency for the proposed method, the black line and the red line are overlapped.

<table>
<thead>
<tr>
<th>TABLE I</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Parameters for Simulation and Experiment</strong></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Parameter</th>
<th>Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>PV power</td>
<td>1 kW</td>
</tr>
<tr>
<td>$V_{\text{mpp}}$</td>
<td>455 V</td>
</tr>
<tr>
<td>$I_{sc}$</td>
<td>2.42 A</td>
</tr>
<tr>
<td>$V_{oc}$</td>
<td>568 V</td>
</tr>
<tr>
<td>DC-link capacitor</td>
<td>1200 μF</td>
</tr>
<tr>
<td>Switching frequency</td>
<td>8000 Hz</td>
</tr>
<tr>
<td>LCL-filter</td>
<td>$L_1 = 2.6 \text{ mH}; L_2 = 0.41 \text{ mH}; C_f = 2.2 \mu \text{F}$</td>
</tr>
<tr>
<td>Grid nominal voltage (rms)</td>
<td>230 V</td>
</tr>
<tr>
<td>Grid nominal frequency</td>
<td>50 Hz</td>
</tr>
</tbody>
</table>

$\Delta P_{\text{MPP}} = -\frac{K}{2 \pi f_{\text{grid}} C_{\text{dc}}} \frac{P_{\text{MPP}}^2}{V_{\text{MPP}}^3}$
As for the P&O method, we can observe in Fig. 10 that when the solar irradiance increases, the P&O cannot track the MPP accurately.

Moreover, Fig. 11 shows how the instantaneous efficiency of P&O drops about 25%, while the proposed method tracks the MPP with the same efficiency as in the steady-state operation.

IV. EXPERIMENTAL VALIDATION
A. Experimental Setup Description

In the experiment study, the test setup (shown in Figs. 12 and 13) consists of the following components: 1000 V/40 A high bandwidth PV simulator (Regatron TopCon Quadro with a linear postprocessing unit TC.LIN), a 2.2 kW Danfoss VLT-FC302 inverter, grid-connected through an LCL filter, and a 1:1 single-phase transformer. The PV simulator emulates a preloaded I-V curve of the PV array. The control structure has been implemented in Simulink, and the dSPACE 1103 Real-Time Control Platform.

As shown in Fig. 13, the dSPACE controller receives the signal values measured through LEM sensors from the grid voltage, grid current, dc-link capacitor voltage, and the PV output current.
The parameters used for the PI voltage controller in the conventional method P&O are

\[
\begin{align*}
K_{p_{\text{dc}}} & = 8e^{-5} \\
K_{i_{\text{dc}}} & = 8.5e^{-4}
\end{align*}
\]  

(26)

As for the proposed method, based on (25), the parameter \( K \) is chosen equal to 200 at standard conditions.

B. Experiment Results

To verify the simulation results, different laboratory tests were carried out in the same conditions as used in the simulation. Fig. 14 shows the first experimental results that demonstrate the ability of the MPPT to reach and keep the MPP under steady-state conditions. The MPPT in both the direct reaching and P&O test case, is enabled at \( t_0 = 5.6 \) s. From Fig. 14, we observe that the proposed method takes \( \sim 0.6 \) s to reach the MPP, while P&O takes \( \sim 11.3 \) s.

Fig. 15 shows the voltage response starting at time \( t_0 = 5.6 \) s and \( V_{oc} = 568 \) V. In both cases, the MPPT reaches \( V_{mpp} = 455 \) V but at different times. Moreover, we remark the larger oscillations around \( V_{mpp} \) in the case of the P&O, compared to the direct MPP reaching method. These findings match the simulation results, indicating that the P&O has less instantaneous efficiency compared to the proposed method.

The second experimental test case evaluates the dynamic efficiency of two MPPs for a trapezoidal solar irradiance profile with 100 W/m²/s slope. Figs. 16 and 17 show that the proposed MPPT tracks the maximum power very well, even in dynamic conditions. By comparison, the P&O fails to track the MPP accurately, having a dynamic efficiency of \( \eta = 92.97\% \), compared to the proposed MPPT of \( \eta = 99.8\% \).

C. EN 50530 Test

The final experiment test aims to evaluate the MPPT efficiency according to the EN 50530 inverter test standard for static and dynamic conditions [26]. In static conditions, the EN 50530 standard evaluates the MPPT efficiency at different power levels, according to European efficiency \( \eta_{\text{EUR}} \) and Californian
efficiency $\eta_{CEC}$:

$$\eta_{EUR} = 0.03 \cdot \eta_{5\%} + 0.06 \cdot \eta_{10\%} + 0.13 \cdot \eta_{20\%} + 0.1 \cdot \eta_{50\%} + 0.48 \cdot \eta_{75\%} + 0.2 \cdot \eta_{100\%}$$

$$\eta_{CEC} = 0.04 \cdot \eta_{10\%} + 0.05 \cdot \eta_{20\%} + 0.12 \cdot \eta_{30\%} + 0.21 \cdot \eta_{60\%} + 0.53 \cdot \eta_{75\%} + 0.05 \cdot \eta_{100\%}$$

where the $\eta_{5\%}, \eta_{10\%}$ and so on in the equations refer to MPPT efficiency at $i\%$ of STC. The equivalent static efficiencies can be calculated as below:

$$\eta_{stat,i} = \frac{\sum_{j} P_{PV,meas} \cdot \Delta T}{P_{mp} \cdot T_{M}}$$

where $P_{PV,meas}$ is the measured dc inverter power in each sampling time $\Delta T$, $P_{mp}$ is the maximum power of the PV array, $T_{M}$ represents the whole sampling time of the measurement, and $i$ is the power level for 5%, 10% and so on.

Fig. 18 shows the efficiency for both MPPT methods under a wide range of irradiance conditions from 50 to 1000 W/m². It shows that they exhibit a similar performance during high irradiance conditions, while the proposed method performance exceeds that of P&O at low irradiance levels. In this case, the PV array’s power-voltage characteristic is flatter, and the P&O method becomes more sensitive to measurement noise, as a consequence, the P&O’s efficiency decreases down to 87.48% for 50 W/m². Table II summarizes the experimental results for the proposed method and P&O. It can be seen from the comparison that the efficiencies of both methods are extremely close according to Californian efficiency $\eta_{CEC}$, while according to European efficiency $\eta_{EUR}$ the proposed method is slightly better than P&O.

In the dynamic test, the MPP changes due to trapezoidal irradiance profile variation, in two sequences: 1) the first one from 10% to 50% of STC irradiance and 2) the second from the 30% to 100% of STC irradiance, as described in Tables III and IV, and as shown in Figs. 19 and 20.

Each sequence has $N$ repetitions of the same trapezoidal characteristic. In this case, the equivalent dynamic efficiency can be calculated as below:

$$\eta_{dyn} = \frac{1}{N} \sum_{j=1}^{N} \eta_{dyn,j} \quad \text{where} \quad \eta_{dyn,j} = \frac{\sum_{j} P_{PV,meas} \cdot \Delta T}{\sum_{j} P_{mp} \cdot \Delta T}$$

In this paper, a shortened version of the EN 50530 dynamic test is considered, which takes around 1 h 15 min for checking completely both methods. Fig. 19 shows measured P&O tracked array power (blue) versus the real MPP of the PV array (black). Similarly, Fig. 20 shows the tracking performance of the proposed MPPT, from where we can observe a higher dynamic efficiency ($\eta_{dyn} = 99.74\%$), compared to P&O ($\eta_{dyn} = 98.16\%$).

Fig. 21 summarizes the efficiency of the two MPPTs during the 5-trapezoidal from low-to-medium irradiance sequences, shown in Figs. 19 and 20. The first two sequences show similar efficiency results, with a difference between them of 0.04% approximatively due to very slow ramp speed of 80 s and 40 s, respectively. Between sequence three and fifth, the efficiency of the P&O drops because of the high speed of the ramp, with 20 s, 13.3 s, and 8 s of each of them, respectively.

Fig. 22 compares the efficiency of the two MPPTs according to the second part of the EN 50530 test, from medium-to-high irradiance. In each sequence, the proposed method exhibits an efficiency between 99.77% and 99.79%, compared to P&O which shows much lower tracking efficiency in dynamic conditions.
Fig. 19. PV power for P&O under dynamic irradiance profile according to EN 50530.

Fig. 20. PV power for the proposed method under dynamic irradiance profile according to EN 50503.

Fig. 21. Efficiency comparison for the both methods from low-to-medium irradiance.

Fig. 22. Efficiency comparison for the both methods from medium-to-high irradiance.

V. CONCLUSION

This paper has described the design of an effective controller for direct reaching the maximum power point for a single-stage single-phase grid-connected PV inverters. The proposed method has been designed based on the stability analysis using the Lyapunov function that is formed from the variation of energy stored in the dc-link capacitor. From the simulations and experimental results on an advanced test platform and according to the EN 50530 standard, it was confirmed that the proposed method achieves high efficiency in both static and dynamic conditions. Furthermore, the proposed method is very fast to reach the MPP.

REFERENCES


Josep M. Guerrero (S’01–M’04–SM’08–F’15) received the B.S. degree in telecommunications engineering, the M.S. degree in electronics engineering, and the Ph.D. degree in power electronics from the Technical University of Catalonia, Barcelona, Spain, in 1997, 2000, and 2003, respectively.

Since 2011, he has been a Full Professor with the Department of Energy Technology, Aalborg University, Aalborg, Denmark, where he is responsible for the Microgrid Research Program (www.microgrids.et.aau.dk).

His research interests concern different microgrid aspects, including power electronics, distributed energy-storage systems, hierarchical and cooperative control, energy management systems, smart metering and the internet of things for ac/dc microgrid clusters and islanded minigrids. Recently, he has focused on maritime microgrids for ships, vessels, ferries, and seaports.

Prof. Guerrero is an Associate Editor for the IEEE TRANSACTIONS ON POWER ELECTRONICS, the IEEE TRANSACTIONS ON INDUSTRIAL ELECTRONICS, and the IEEE INDUSTRIAL ELECTRONICS MAGAZINE, and an Editor for the IEEE TRANSACTIONS ON SMART GRID and the IEEE TRANSACTIONS ON ENERGY CONVERSION.

Azeddine Mouhsen received the Ph.D. degree in instrumentation and measurements from Bordeaux University, Bordeaux, France, in 1995, and a state Ph.D. degree in physics from Moulay Ismail University, Meknes, Morocco, in 2001.

He is a Professor of physics with Hassan First University, Settat, Morocco, since 1996. He specializes in instrumentation and measurements, sensors, applied optics, energy transfer, and radiation-matter interactions. He has taught courses in physical sensors, chemical sensors, instrumentation, systems technology, digital electronics, and industrial data processing. He has published more than 20 papers and he is the co-inventor of several patents. He is the Director of the Laboratory of Radiation - Matter & Instrumentation, since 2014.