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Input-Admittance Passivity Compliance for
Grid-Connected Converters with LCL Filter

Enrique Rodriguez-Diaz, Member, IEEE, Francisco D. Freijedo, Senior Member, IEEE,
Josep M. Guerrero, Fellow Member, IEEE, Juan-Alberto Marrero-Sosa, and Drazen Dujic, Senior Member, IEEE

Abstract—This work presents a design methodology and
its experimental validation for the input-admittance pas-
sivity compliance of LCL grid-connected converters. The
designs of the LCL filter parameters and discrete con-
troller are addressed systematically, and suitable design
guidelines are provided. The controller design is devel-
oped in the z-domain, with capacitor voltage based active
damping used as degree of freedom to compensate for
system delay effects. The role of resistive components
in the circuit, which have inherent dissipative properties,
is also discussed. As an outcome of the design, a pas-
sive input admittance shaping is obtained. The theoretical
development is further verified in a low-scale prototype
supplied from a controllable grid simulator. For the sake of
generality, different combinations of resonant to sampling
frequency are tested. Experimental results fully prove the
input-admittance passivity compliance.

Index Terms—Admittance measurement, current control,
pulse width modulation converters, stability criteria.

I. INTRODUCTION

Stability of grid-tied voltage source converters (VSCs) con-
nected to highly variable grid conditions is a challenging issue.
This is the case of traction applications, in which the electric
circuit seen by the locomotive converter (i.e., the plant) is
continuously changing during operation [1], [2]. Looking at
renewable energy applications, high uncertainty in the plant
model is found in large wind farms due to elements such as
long cables, capacitor banks and transformers [3]–[5].

Classical closed-loop control theory approaches face im-
portant difficulties to deal with uncertainties of the plant
(i.e., the electric circuit at which the VSC is connected).
Alternatively, the input-admittance criterion successfully deals
with a limited knowledge of physical environment, since it pro-
vides a sufficient condition for stability [6]. Input-admittance
passivity compliance is a requirement in traction standards [1],
[2], [7]. More recently, the interest on design for passivity
methodologies for grid-connected VSCs has grown owing to
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the drastical increase of power electronics in renewable energy
applications [8]–[11].

Design for passivity methodologies, particularized for grid-
connected VSCs, can be summarized as follows:

i) the closed loop control problem is expressed in terms of
the impedance stability criterion [6], [8].

ii) the environment model is unknown, but it is assumed
to be passive. Defining Zg(ω) as a grid impedance that
defines the environment dynamics, Re{Zg(ω)} > 0, or
equivalently |6 Zg(ω)| ≤ π/2 rad, define the condition
for passivity.

iii) subsequently, stability is assured if the VSC input-
admittance, defined as Yg(ω), is also passive; i.e., the
VSC control and hardware designs should focus on
a Yg(ω) shaping, such that Re{Yg(ω)} > 0 (i.e.,
|6 Yg(ω)| ≤ π/2 rad).

Systematic procedures to set control filters and parameters is
provided with the goal of shaping the converter admittance to
be passive [8]–[11]. However, even though a comprehensive
work is identified in the recent state of the art, some open
problems could be still identified:

i) usually, the controller analyses are developed in the
continous domain [9], [11], which may imply some
discrepancies with discrete implementation. Alternative,
a controller in the discrete domain can be employed for
the calculation of the controller gains [10].

ii) The criterion to set a high frequency limit for the
controller design is not clear. In principle, the Nyquist
frequency is considered [8], [9], but the role of alias terms
on the stability have been also discussed recently [12].
However, the VSC control action effectiveness is reduced
to a relatively low frequency range of the spectrum [13],
[14].

iii) Most of the design for passivity efforts are focused on
the controller design, but the role of natural damping of
the system is usually overlooked.

In relation to the last two points, the LCL interface filter
has been suggested as a convenient structure to provide input-
admittance passivity compliance [10], which in principle may
seem contradictory: LCL filters are placed in order to attenuate
switching harmonics, but, as a side effect, they introduce a
resonance into the plant, which may compromise the VSC
stability [15]–[20]. An intuitive physical explanation for the
good stability properties given by the LCL filter is the fact
that the capacitor branch, which is in parallel to the VSC one,
absorbs most of the high frequency components from the grid;
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Fig. 1. LCL grid-connected converter with current control including a capacitor voltage based active damping.

therefore, the closed-loop control action is hardly affected by
high order harmonics perturbations in the grid side.

This work deepens on the input-admittance passivity com-
pliance considering the beneficial impact of the LCL filter.
With regard to the previous study in [10], two major contri-
butions are provided, say i) systematic guidelines for control
and hardware design are provided; ii) a comprehensive set
of experimental tests based on the EN50388 standard [7] is
provided, which fully prove the main theoretical hypotheses.

The rest of the paper is organized as follows. Section II
shows an overall description of a LCL grid-connected con-
verter and its discrete current controller. Section III presents
the core hypotheses and design guidelines to achieve an input-
admittance passivity compliant system. Section IV details the
experimental verification test-bed and includes figures of merit
to prove the input-admittance compliance. Finally, the main
conclusions of this work are summarized.

II. SYSTEM DESCRIPTION AND PROBLEM FORMULATION

Fig. 1 represents a LCL grid-connected VSC working in
current control mode. The voltages Eg , Ec and U repre-
sent the stiff grid, point of connection and VSC voltages,
respectively. The LCL output filter is formed by the converter
side inductance, a capacitive branch and grid side inductance,
presumably a transformer leakage model [4], [19], [20]. The
converter side inductive filter is defined by series inductance
Lc and resistance Rc. The capacitance is given by a parallel
capacitance C in series with a damping resistor Rd; Rd can
be considered a degree of freedom to physically increase the
damping of the LCL filter [16]. The secondary inductance is
given by Lg with Rg in series. The grid model is represented
by the grid impedance Zg . It depends on power system circuit
and grid conditions [3], [5], but for input-admittance passivity
compliance is assumed to be a passive environment.

A. Controller

Fig. 1 includes the current loop. K(z) represents the main
controller. A proportional resonant (PR) controller imple-
mented in αβ-frame is considered in this work:

K(z) = (kp + kiTs
1− cos(ω1Ts)z

−1

1− 2cos(ω1Ts)z−1 + z−2
)I (1)

with kp and ki being the proportional and resonant gains, ω1

the fundamental frequency and Ts = 2π/ωs the controller
sampling period, respectively. The resonant filter transfer func-
tion corresponds to the impulse-invariant method [21]. I is a
2x2 unity matrix, that means that K(z) is diagonal [20].

The control action calculation also includes an Ec voltage
feedforward double path, with the following objectives: i)
provide a filtered value of the main grid component to improve
the initial transient [8] and ii) an active damping action based
on capacitor voltage derivative term [9], [15]. The active
damping action using a backward-Euler discretization is

F(z) = (kad
1− z−1

Ts
)I. (2)

with kad being the active damping gain [15]. F(z) is also a
diagonal matrix defined in the αβ-frame.

A matrix notation has been employed until now in order to
differentiate three-phase signals and scalar variables. Subse-
quently, for the sake of generality scalar notation is used, as
no couplings between phases are considered. This assumption
is accurate for αβ-frame, as both the controller and physical
signal are defined diagonal [20], [22].

B. LCL filter

In most grid-connected applications, the hardware design
is imposed by the transformer leakage inductance, which sets
Lg [19], [23]. Typical values for the secondary inductance are
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then in the range [0.06, 0.1] p.u. (wind turbine rated power
is used for base calculations) [19]. Following LCL design
basic guidelines, the secondary inductance also constraints the
selection of the converter filter: a primary inductance equal to
the transformer inductance is a reasonable design to optimize
the switching harmonics filtering [15], [19], [20]. Using Lg

as a constraint, in practice, the main degree of freedom of the
LCL filter is the choice of the capacitance C. The rated LCL
resonance frequency (angular) is

ωres =

√
Lc + Lg

LcLgC
. (3)

The selection of ωres involves a trade-off between control in-
teractions and filtering [15]. For active damping, typical values
at which the capacitor voltage feedback is more effective are
in the range [0.1ωs, 0.2ωs] [15]. In this work, a transformer
has not been employed in the experiments. A grid simulator
is employed to form the low voltage ac grid, and physical
inductances set the per-branch Lg values.

III. PROPOSED APPROACH

By inspection of Fig. 1, Yc(ω) is the admittance defined
by the converter side inductor and the closed loop controller
actions (say from ωs/6 and beyond) [9], [20]. Due to system
delays, Yc(ω) tends to become non-passive at high frequencies,
which in principle compromises the passivity compliance [9].

However, the key observation is that the input-admittance
of the whole LCL grid-connected converter is the one defined
as Yg(ω) in Fig. 1, which is given by

Yg(ω) =
1

jωLg +Rg
// [Yp(ω) + Yc(ω)]︸ ︷︷ ︸

Yi(ω)≡inner-admittance

(4)

with

Yp(ω) =
jωC

jωCRd + 1
=
ω2C2Rd + jωC

1 + ω2C2R2
d

(5)

being the admittance defined by the capacitor branch. The
inner-admittance Yi(ω) is defined as the sum of Yc(ω) and
Yp(ω). As said, Yc(ω) tends to become non-passive in the
high frequency range. However, as |Yp(ω)| also increases with
frequency, the assumptions |Yp(ω)| >> |Yc(ω)|, and hence,
Yi(ω) ≈ Yp(ω) become reasonable for frequencies well above
ωres.

The physical meaning and its implications on passivity and
stability are clear: the high frequency components in the grid
side mainly flow through the capacitor branch and hardly reach
ic(t) closed-loop; therefore, the control actions derived from
the disturbance are negligible to cause positive feedback or
instability. Design guidelines to shape Yg(ω) passive in the
high frequency range are given next.

A. Guidelines for Controller Tuning

A z-domain approach is considered to shape the converter
admittance. Yc(z) is defined as a closed loop transfer function
that relates the current through Lc, say ic(z), with Ec(z)
assumed to be an ideal voltage source [i.e., for modelling

K(z)

kad
1−z−1

Ts

z−1 Tsz
−1
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Ts(1+z−1)

2Lc(1−z−1)
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−

Fig. 2. Z-domain model of the current controller.
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Fig. 3. Resonant controller influence on Yc(ω).

purposes Ec(z) is considered a pure disturbance of the cur-
rent controller] [10]. The whole system delay is accurately
modelled by a unit delay added to an extra half sample due
to PWM/ZOH operation [9], [10], [21], [24]. The z-domain
expression is obtained by considering the sample and hold
effects in the discretization of the plant: the control paths
that drive into the discrete device are discretized by ZOH
method, meanwhile the Tustin method is accurate to represent
the dynamics only due to the disturbance [10], [21], [22], [24],
[25].

Fig. 2 represents the disturbance to signal model employed
to derive Yc(z), which gives

Yc(z) =
ic(z)

Ec(z)
=

0.5z3 + 0.5z2 − kad/Tsz + kad/Ts
z[Lcs/Tsz2 − Lcs/Tsz +K(z)]

. (6)

1) Calculation of kad and kp: The resonant part is negli-
gible at frequencies not in the vicinity of ω1. In practice this
covers the spectrum at which passivity compliance is studied.
Fig. 3 shows the influence of the resonant regulator on the
converter admittance. It can be seen that for passivity-based
tuning purposes, the resonant filter in Fig. 1 can be neglected,
so assuming K(z) ≈ kp in the range of frequencies of interest,
a simpler expression is obtained

Yc(z) =
ic(z)

Ec(z)
=

0.5z3 + 0.5z2 − kad/Tsz + kad/Ts
z(Lc/Tsz2 − Lc/Tsz + kp)

. (7)

This expression is of third order and bi-proper, with zeros
and poles depending on kad and kp, respectively. A convenient
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combination of kad and kp produces a double zero-pole
cancellation and reduces Yc(z) to a first order expression, i.e.,

Yc(z) =
(az + b)

z
������������
(Lc/Tsz

2 − Lcs/Tsz + kp)

(Lc/Tsz2 − Lc/Tsz + kp)
. (8)

This order reduction is obtained with

kad =
2Ts
3

and kp =
2Lc

3Ts
(9)

giving rise to

Yc(z) =
1

2Lcfs

z + 2

z
=

π

Lcωs

z + 2

z
. (10)

The order reduction enhances the passivity as it reduces the
phase variations in the Yc(z) frequency response [i.e., phase
variations associated to poles and zeros at the region of
interest]. However, this expression is a non-minimum phase
that has a zero at −2. This zero is modeling the effect
of delay and introduces more and more phase-delay as the
frequency increases [26], [27]. The frequency domain response
is analytically obtained by Yc(ω) ≡ Yc(z = ejωTs). It can be
observed that, despite being a first order expression, the phase
delay reaches −180 deg at the Nyquist frequency. The critical
frequency at which Yc(ω) turns to be not passive is ωs/3.

2) Calculation of ki: In principle, a fast transient response
of the system is achieved with a relative high ki [8], [21], [24].
However, as previously discussed, the resonant gain should be
small enough so it does re-shape Yc(ω) at frequencies very
different from ω1. In order to find a good trade-off, a flexible
design rule is reported in [8], from which

0.1 ≤
√
kiLc

kp
≤ 0.5 (11)

is a reasonable range for ki. In principle, this rule provides
enough flexibility in order to find a good trade-off between
transient response and passivity compliance, as shown in the
experimental results.

B. A Conservative Criterion for Rd Selection
Addition of Rd is a standard passive damping method,

which aims to attenuate the peak of the LCL filter resonance
[16]–[18]. The main drawback of this approach is due to the
Rd dissipation losses, which eventually reduce the overall
converter efficiency [16]–[18]. From the point of view of
design, the effect of Rd in the stability of the system can
be studied by the frequency response of the input-admittance.
Clearly, the overall objective is to fulfill with the passivity
criteria with a minimum value of Rd.

The input-admittance Yg(ω), defined as in (4), can be also
evaluated in the frequency domain [Yc(ω) = Yc(z = ejωTs).]
A conservative design to keep Yg(ω) passive is given by
Re{Yp(ω)} > −Re{Yc(ω)} in the high frequency range
(cf. Fig. 4 ). Since Re{Yp(ω)} is monotonically increasing,
and −Re{Yc(ω)} reaches its maximum at ωs/2, a sufficient
condition is obtained by Re{Yp(ωs/3)} = −Re{Yc(ωs/2)},
giving rise to the design rule

Rd ≥
9π

LcC2ω3
s

. (12)
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Fig. 4. Rd influence in Yg(ω) passivity at the high-frequency region.

Fig. 5. A voltage harmonics signature programmed for admittance
measurement: phase-A line-to-neutral voltage (yellow, source of pertur-
bation) and phase-A grid current (red, response to the perturbation).

1) Effect of Natural Damping: It should be pointed out
that the use of (12) as a design rule is provided for a relative
high power industrial equipment working at rated conditions,
where non-linear dissipation effects (e.g., copper and iron
losses in magnetics due to switching harmonics [15], [28])
are negligible. However, an experimental verification in a
low-scale experimental set-up would be meaningless since,
as already reported in previous works such as [15], [20],
[29], [30], there is a significant dissipation reflected as a
high apparent Rc value [28]–[30]. E.g., taking representative
values from [30], which analyzes a similar test-bench as the
one employed in this work, Rc would be in the order of
a few Ω; however, using the values of our test-bench, (12)
gives a value lower than 1 Ω as a conservative one for Rd.
Clearly, the lab-scale system already has a high natural passive
damping, which drastically improves the closed loop dynamics
without needing much further action. For example, the effect
of adding/removing an external Rd resistor in our experiment
has been found negligible in practice.

IV. EXPERIMENTAL VERIFICATION

The system described in Fig. 1 is replicated in a low scale
lab prototype. The converter hardware is based on a low power
industrial drive by Danfoss. The control is implemented in
a rapid prototype target dSpace D1006. The grid is given
by a Chroma 61845 grid-simulator, which allows to program
harmonics up to the 50th component (cf. Fig. 5). The physical
parameters of the test-bed are shown in Table I. For the sake
of generality, two different sampling frequencies have been
considered; i.e., different resonance over sampling frequency
ratios. For the given power ratings, the LCL filter resonance
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TABLE I
PHYSICAL SYSTEM PARAMETERS

Circuit Parameters
Rated Power S = 2.5 kVA

Rated Voltage (Line to line RMS) V = 230 V
Converter inductance Lc = 8.6 mH

Converter equivalent resistance Rc ≈ 2 Ω (cf. [30])
Capacitor C = 27 uF

Passive damping (ESR from C) Rd = 3mΩ
Grid Side Inductance Lg = 8.6 mH

Grid Side Resistor Rg = 0.27 Ω
Resonance frequency fres = 467 Hz

Test-bench scenario 1
Switching/Sampling frequency fsw = fs = 4 kHz

Proportional gain kp = 22.93 Ω
Resonant gain ki = 2800 Ω/s

Active damping gain kad = 167e−6 s
Test-bench scenario 2

Switching/Sampling frequency fsw = fs = 3 kHz
Proportional gain kp = 17.20 Ω

Resonant gain ki = 2400 Ω/s
Active damping gain kad = 222e−6 s

frequency and the sampling/switching frequencies have been
selected low in order to take advantage of the grid simulator
harmonic injection capability, which, for the selected sam-
pling/switching frequencies, allows the admittances measure-
ment beyond ωs/2.

Before representation and discussion of frequency domain
curves, basic operation tests obtained with the converter design
provided in section III-A are depicted in Figs. 6 and 7. For
both test-cases, the current step (from 0 to 100% nominal
current) responses and the responses to grid faults (40%
voltage sag) are quick and damped, which are in a good
agreement with the expected responses form the theoretical

analysis, and overall proves the robustness of the system. As
expected, the test-case with higher switching frequency, shows
a slightly better current step response, and lower current peak
for the grid faults test. The grid fault tests are a good method
to evaluate the converter admittance, since by definition,
the converter admittance is the converter current response
against voltage variations [i.e., Yc(z) = ic(z)/Ec(z)]. The
lower current peaks obtained in Fig. 6(a) in comparison with
Fig. 7(a) is expected by the higher kp, since the disturbance
rejection capability at low frequencies, mostly depends on kp
[|Yc(jω)| ≈ 1/kp, ∀ω < ωc, being ωc the controller closed
loop bandwidth] [20]. This can be appreciated in Figs. 8(a)
and 8(c), where |Yc(jω ≈ 0)| is -27.23 dB and -24.75 dB for
values of kp of 22.93 and 17.20, respectively.

Subsequently, Yc(ω) and Yg(ω) measurements in the fre-
quency domain are provided. The procedure to measure Yc(ω)
and Yg(ω) are inspired in the EN-50388 normative [7]: i) for
each point, the voltage harmonic components are programmed
at Ec(t) or Eg(t) and their Fast Fourier Transform (FFT) are
performed (magnitude and phase); ii) the converter control is
activated with ic(t) = 0 and its steady state is reached quickly;
then the FFT for ic(t) or ig(t) (magnitude and phase) is also
performed; iii) Yc(ω) and Yg(ω) are calculated as

Yc,g(ω) =
|ic,g(ω)|FFT

|Ec,g(ω)|FFT
[ 6 φFFT

ic,g(ω) − 6 φ
FFT
Ec,g(ω)] (13)

with the FFT superscript referring to data obtained by spectral
analysis. As an example of the procedure, Fig. 5 shows
time domain responses of the input phase voltage waveform
with the programmed harmonic components, more specifically
with the 5-7-8-10-11-13-16-19-22-26-30-35-41-50th harmonic
components, and the resultant ig(ω) phase current.

(a) (b)

(c) (d)

Fig. 6. Reference tracking and disturbance rejection tests for the test-bench scenario 1. The yellow curve shows Ec(t) in all the cases; ic(t) or
ig(t) are shown depending on the test as described next. (a) ic(t) current command step; (b) ic(t) response to a voltage step (i.e., a grid fault) with
i∗c(t) = 0 ; (d) ig(t) for a current command step; (d) ig(t) response to a voltage step (i.e., a grid fault) with i∗c(t) = 0.
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(a) (b)

(c) (d)

Fig. 7. Reference tracking and disturbance rejection tests for the test-bench scenario 2. The yellow curve shows Ec(t) in all the cases; ic(t) or
ig(t) are shown depending on the test as described next. (a) ic(t) current command step; (b) ic(t) response to a voltage step (i.e., a grid fault) with
i∗c(t) = 0 ; (d) ig(t) for a current command step; (d) ig(t) response to a voltage step (i.e., a grid fault) with i∗c(t) = 0.

Fig. 8(a) shows Yc(ω) measurements over the theoretical
curve for the test-bench scenario 1 (cf. Table I). In the
low frequency range (up to ωs/6 region), the measurements
well match the theoretical expression given by (10). Passivity
compliance in the ωs/6 region is achieved thanks to the
effective active damping action [9]. At the high frequency
range (well beyond ωs/6), Yc(ω) also tends to comply with the
passivity requirement, conversely to the theoretical expression.
An explanation to this behaviour can be regarded to the
high inherent passive damping of typical low-power lab-scale
test-benches [15], [20], [29], [30] in combination with a
negligible effectiveness of the control action as the frequencies
approach the Nyquist limit [10], [13], [14]. Fig. 8(b) shows
Yg(ω) measurements for the test-bench scenario 1: passivity
compliance is fully achieved in all the spectrum. Fig. 8(c) and
Fig. 8(d) show the measurements for the test-bench scenario 2.
Similar observations as in the test-bench scenario 1 are found:
high parasitic damping and loss of effective control action are
reflected in Yc(ω); Yg(ω) passivity compliance is achieved.

Overall, the results shown in Figs. 8 prove the validity of
the approach, but it is also clear that the beneficial effect
of damping that may ease to obtain passivity compliance.
Presumably, a real scale system rated for a higher order of
magnitude in power, the natural dissipation of the circuit is
significantly smaller [30]. In order to evaluate the approach in
more demanding scenarios, the current controller is artificially
driven near unstable implementations; to do so, an extra delay
is added as method to artificially impair1 the Yc(ω) shaping
(cf. appendix). An accurate extra delay is added using all pass

1Other methods to artificially impair the dynamics of damped LCL
systems (e.g., for assessment of the kad tuning) are reported [15], [20].

filters of the form

A(z) =
−z0 + z−1

1− z0z−1
I. (14)

in series with the control action; by defining Ted as the
artificially added extra delay, the all pass-filter parameter is
given by z0 = (1− Ted/Ts)/(1 + Ted/Ts).

Fig. 9(a) shows Yc(ω) curves detailed in a high-frequency
region to show two main effects. For enough timed delay non-
passive regions are obtained, first in the highest frequency
region (as imposed by the grid-simulator), and for even bigger
delay also in the ωs/6 region. Fig. 9(b) shows Yg(ω) measure-
ments for the cases in which the LCL system is stable, which
also correspond to a Yg(ω) passivity compliant. However, the
whole LCL system was found unable to work when Yc(ω) is
not passive around the ωs/6 region (the grid-simulator issues
an over-current alarm in such scenarios). The same behaviour
is observed for the second tests case, for which figures of merit
are depicted in Figs. 9(c) and 9(b).

Overall, the experimental verification clearly proves the
main hypothesis of the work: the LCL filter naturally provides
passivity in the high frequency region, where the control action
naturally becomes ineffective. It can be also mentioned that,
at the ωs/6 region, shaping Yc(ω) for passivity is needed to
effectively damp the LCL resonance.

V. CONCLUSIONS

This work addresses the input-admittance passivity compli-
ance of LCL grid-connected VSCs. Design guidelines for the
controller design are developed in the z-domain, with capacitor
voltage based active damping used as degree of freedom.
The role of passive resistors is also discussed. As a main
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Fig. 8. Yc(ω) and Yg(ω) measurements for passivity compliance assessment. (a) Yc(ω) for test-bench scenario 1. (b) Yg(ω) for test-bench scenario
1.(c) Yc(ω) for test-bench scenario 2. (d) Yg(ω) for test-bench scenario 2.

hypothesis, it is stated that the LCL filter is a convenient
structure because it helps to provide passivity in the high
frequency range (well beyond ωs/6). A comprehensive set
of experiments, including a high performance grid simulator,
has been deployed. The experimental results prove how the
LCL structure is convenient for input-admittance passivity
compliance. The importance of shaping Yc(ω) passive in the
ωs/6 region has been also checked experimentally.

APPENDIX

This appendix provides a simplified analysis to show how
the system delay compromises the passivity and countermea-
sures the natural damping of the system. For the sake of sim-
plicity, a continuous-domain input-admittance without active
damping and resonant controller is considered as follows

Yc(jω) =
1

jωLc +Rc + kpe−jωTd
(15)

with Td being the system delay. In order to get the real part of
Yc(jω), the numerator and denominator of (15) are multiplied
by the complex conjugate of the denominator and the Euler

formula is used to substitute complex exponential terms by
sine/cosine functions. The resulting expression is

Real{Y2(ω)} =

Rc + kp cos(Tdω)

L2
cω

2 + k2p +R2
c − 2Lcωkp sin(Tdω) + 2Rckp cos(Tdω)

(16)

From basic property of complex numbers, the denominator of
(16) is positive. Therefore, the passivity condition is achieved
for the frequencies such that

Rc + kp cos(Tdω) ≥ 0 (17)

The critical frequency for passivity compliance is given by

ωcrit =
acos(−Rc/kp)

Td
(18)

From (18): i) ωcrit increases when Rc increases; ii) ωcrit
decreases when Td increases. Therefore, it is shown how
the system delay is a countermeasure to the damping of the
system. It may be noticed that if passive damping is neglected,
i.e., Rc ≈ 0, and also Td = 1.5/fs, then ωcrit = ωs/6, which
is in accordance to previous literature [9].
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Fig. 9. Yc(ω) and Yg(ω) measurements for passivity compliance assessment with consideration of extra delays for more demanding conditions. (a)
Yc(ω) for test-bench scenario 1. (b) Yg(ω) for test-bench scenario 1.(c) Yc(ω) for test-bench scenario 2. (d) Yg(ω) for test-bench scenario 2.
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