
 

  

 

Aalborg Universitet

Prospects for Computational Fluid Dynamics in Room Air Contaminant Control

Nielsen, Peter V.

Publication date:
1994

Document Version
Publisher's PDF, also known as Version of record

Link to publication from Aalborg University

Citation for published version (APA):
Nielsen, P. V. (1994). Prospects for Computational Fluid Dynamics in Room Air Contaminant Control. Dept. of
Building Technology and Structural Engineering. Indoor Environmental Technology Vol. R9446 No. 45

General rights
Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners
and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights.

            - Users may download and print one copy of any publication from the public portal for the purpose of private study or research.
            - You may not further distribute the material or use it for any profit-making activity or commercial gain
            - You may freely distribute the URL identifying the publication in the public portal -

Take down policy
If you believe that this document breaches copyright please contact us at vbn@aub.aau.dk providing details, and we will remove access to
the work immediately and investigate your claim.

Downloaded from vbn.aau.dk on: May 23, 2023

https://vbn.aau.dk/en/publications/9912b1f4-f6ac-43ff-a3ce-9bc6decde192


INSTITUTTET FOR BYGN NGSTEKNIK 
DEPT. OF BUILDING T ECHNOLOGY AND STRUCTURAL ENGINEERING 
AALBORG UNIVERSITET AUC e AALBORG • DANMARK 

ho!H=0.056, L IH=3 .0 

0.26 

INDOOR ENVIRONMENTAL TECH NOLOGY 
PAPER NO. 45 

Plenary Lecture at Ventilation '94, Stockholm 1994 

P. V. NIELSEN 

1.0 

0.30 

PROSPECTS FOR COMPUTATIONAL FLUID DYNAMICS IN ROOM AIR 
CONTAMINANT CONTROL 
DECEMBER 1994 ISSN 0902-7513 R9446 



The p apers on INDOOR ENVIRONMENTAL TECHNOLOGY are issued for 
early dissemination of research results from the Indoor Environmental Technol
ogy Group at the University of Aalborg . These papers are generally submi tteq 
to scientific meetings , conferences or journals and should therefore not be widely 
dist ributed . Whenever possible reference should be given to the final publications 
(proceedings , journals , etc .) and not to the paper in thi s series. 



IN STITU TTET FOR BYGNIN G ST EKN IK 
DEPT. OF BUILDING TECHNOLOGY AND STRUCTURAL ENGINEERING 
AALBORG UNIVERSITET • AUC • AALBORG • DANMARK 

INDOOR ENVIRONMENTAL TECHNOLOGY 
PAPER NO. 45 

Plenary Lecture at Ventilation '94, Stockholm 1994 

P . V. NIELSEN 
PROSPECTS FOR COMPUTATIONAL FLUID DYNAMICS IN ROOM AIR 
CONTAMINANT CONTROL 
DECEMBER 1994 ISSN 0902-7513 R9446 





PROSPECTS FOR COMPUTATIONAL FLUID DYNAMICS 
IN ROOM AIR CONTAMINANT CONTROL 

Introduction 

Peter V. Nielsen 

Department of Building Technology 
and Structural Engineering 

Aalborg University 

·· The fluid dynamics research is strongly influenced by the increasing computer 
power which has been available for the last decades . This development is obvious 
from the curve in figure 1 which shows the computation cost as a function of 
years. It is obvious that the cost for a given job will decrease by a factor 10 every 
eight years . 
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Figure 1. Trend of relative computation cost for a given flow and algorithm. 
Chap man (1) . 

The trend shows not only a decreasing cost but the computation time is also 
decreasing . Chapman cites an impressive example of this trend in computing 
efficiency , (1) . He mentions that a numerical calculation of the flow over an 
airfoil would take 30 years if it was started in 1960 and it would cost $ 10 
million. Twenty years later - in 1980 - the same calculation would take half an 
hour and cost $ 1000. The same calculation will not be worth mentioning today 
in the 'nineties. 

There are various reasons for this trend. Firstly, the computer speed is 
increasing more rapidly than the computer cost and this tendency seems to 
continue . Secondly, a development takes place which increases the flexibility of 
different types of software as pre- and post-processor software and there is a 
continuous development of new software. Improvements in the fundamental 
routines as for example the grid generation procedure and the numerical method 
do also contribute to an increasing speed. 



The above-mentioned tendencies have also influenced the indoor environ
mental technology. One of the first examples of a prediction based on Computa
tional Fluid Dynamics (CFD) in indoor environmental technology was inter
nationally published in 1973, (2). The activities have increased dramatically since 
that time and especially during the last years. It can be mentioned that all CFD 
papers at the first ROOMVENT conference in Stockholm in 1987 were presented 
within a single session, while half of all papers at the third ROOMVENT 
conference in Aalborg in 1992 were based on, or included, CFD calculations. 

CFD is not only an important tool for the prediction of flow and contaminant 
distribution in ventilated spaces, it is also useful for research on local exhaust 
arrangements as laboratory fume hoods, paint booths, push-pull systems, canopy 
hoods etc . 

Computational Fluid Dynamics for contaminant control is based on different 
equation systems as shown in the next chapter, and the chapter after that will 
discuss a variety of different developments of the numerical method. 

A short discussion of the results from the activities sponsored by the 
International Energy Agency (lEA) during the period 1988 to 1991 will be 
me~ioned and the main part of the paper will contain results from CFD predic
tion of contaminant transport in ventilated areas and a terminating chapter on 
contaminant control with local exhaust openings. 

Transport equations 
It is in some applications possible to consider the flow as steady, in

compressible, inviscid and irrotational. This assumption can especially be made 
for flow which is directed against a local exhaust opening without being 
influenced by surfaces and changes in directions . It means that the Laplace 
equation applies to the flow 

(1) 

where <1> is the velocity potential and x and y are Cartesian coordinates. The 
flow is described as a potential flow or an ideal flow and the velocities are given 
as derivatives of the potential function. 

The general situation with recirculating flow, velocity gradients and viscosity 
can be described by transport equations for mass and momentum. An equation 
system for steady, isothermal and incompressible flow is given by the equation 
of continuity 

au av aw -- 0 +- + ax ay az (2) 

and by three momentum equations 

au au au 
pu - + pv- + pw-ax ay az 

Bp + 2 _j_ (~ au) ax ax eff ax 
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+ - ~e - + - + - ~eff - + -a ( ( av au)) a ( ( aw au)) ay if! ax ay az ax az (3) 

where equation (3) is valid for the x -direction. Equations (2) and (3) are time

averaged equations. u, v and w are mean velocities in three coordinate 

directions, p is the pressure and p is the density. The effective viscosity l!eff is 
a combination of dynamic viscosity and eddy viscosity. The eddy viscosity can 
be considered as an additional viscosity from the turbulence and it is a reformula
tion pf the Reynolds stresses (Boussinesq approximation). It is necessary to have 

further expressions for prediction of lletf as discussed at the end of this chapter. 
A flow with temperature distribution may be influenced by a buoyancy effect 

as for example in cases with thermal plumes and stratified flow. It is in such a 
case necessary to extend the equations with the energy equation and to apply a 
buoyancy term in the vertical direction momentum equation (y -direction). 

The contaminant distribution in a flow field can be found from a transport 
equation f~r mass fraction and a given velocity distribution. The velocity 
distribution can either be measured, predicted as potential flow (equation (1)) or 
be predicted from the more general equation system ((2) and (3)). 

The transport equation for mass fraction is given by 

1 p U ac + p V ac + p W ac = ~ ( lle.ff a cl 
ax ay az ax a c ax 

(4) 

where c can be mass fraction of a gas or mass fraction of particles or droplet 

number density, see (3). a c is the turbulent Schmidt number and S )s a source 
term which is different from zero in areas where contaminant is supplied to or 
extracted from the flow. 

The concentration of a gas (mass fraction) is often low in indoor environment 
and, therefore, it is not necessary to take account of the density of the gas in the 
generally well-mixed flow, but it may be necessary to consider the effect close 
to some types of emission sources. 

Equation ( 4) is only valid for particles or droplets which are so small that the 
settling velocity can be ignored in comparison with the air velocities in the room. 
The transport of large particles can be found from the equation 

pu - + p (v +vs) - + pw- = - - -ac ac ac a ( ~eff acl 
ax ay az ax a c ax 

(5) 

where vs is the settling velocity and Se is a source term which also can be a 
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correction term which takes account of coagulation etc., see Murakami et al. (4). 
Equations (4) and (5) are treating the particles and the fluid carrier as continuous 
media (an Eulerian approach). 

It might be necessary to describe a particle contaminant source as a 
distribution of particle sizes with initial velocity different from the local air 
velocity. A typical example of this situation is the particle distribution and particle 
trajectory from a grinding wheel. The particle inertia is important in this and in 
other situations and this makes it necessary to work with a model where the 
particles are treated individually through solution of a particle motion equation. 

Lu, Fontaine and Aubertin (5) give the following simplified equations which 
govern the motion of a spherical particle (inertia equals drag and gravity forces). 

and 

av 3 p 
Pp -dt = - - - CD (V - 0) 10 - PI + (Pp - P)C 

4 dp 

ax 
dt 

(6) 

(7) 

V and 0 are instantaneous particle and fluid velocity, respectively, X is particle 

position, pP and p are particle and fluid density, respectively, dP is particle 

diameter, g is acceleration on account of gravity and CD is the drag coefficient. 
Equations (6) and (7) make it possible to follow a finite number of particles 

in a known velocity field, a Lagrangian approach and reference (5) show how the 
method can be used for prediction of concentration level and concentration 
distribution in cases which have steady particle sources. 

It is necessary to have a description of the turbulence - the eddy viscosity -
to close the equation system (2) and (3) as well as to obtain solutions to the 
transport equations of the types (4) and (5) . The most simple solution is to 
prescribe a distribution of the eddy viscosity found from earlier experience with 
flow of a similar type. 

A widely used method is to predict the eddy viscosity from a k-e turbulence 
model consisting of two transport equations for turbulent kinetic energy k and 
dissipation of turbulent kinetic energy e, see Launder et al. (6). The k-e 
turbulence model is only valid for a fully developed turbulent flow. The flow in 
a room will not always be a high Reynolds number flow which is fully developed 
everywhere in the room, but good predictions are generally obtained in areas with 
a certain velocity level. Low turbulence effects can be predicted in near wall 
regions with for example a Launder-Sharma Low Reynolds Number model (7), 
but the model is not suitable in a general form for prediction of turbulence far 
from surfaces. 

The turbulence can also be predicted with more elaborated models as e.g. the 
Reynolds stress model. This model will close the equation system (2) and (3) with 
an additional number of transport equations for the Reynolds stresses, see 
Leschziner (8). The Reynolds stress model is superior to the standard k-e model 
because anisotropic effects of turbulence are taken into account. Murakami (9) 
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shows promising results with Reynolds stress model but continuing study and 
validation are needed before it can be widely used for room airflow prediction. 

Large eddy simulation (LES) is another description of turbulent flow based 
on the hypothesis that the turbulence can be separated into large and small eddies, 
so that the separation between the two does not have a significant effect on the 
evolution of large eddies, Deardorff (10). The LES method is based on the 
fundamental Navier-Stokes equations and the continuity equation all filtered with 
respect to grid space but not to time. The equation system is closed by an 
expression for subgrid scale Reynolds stresses, see Murakami (9) for predictions 
of room air movement. 

Discretization and solution of the equations 
It is not possible to make a directly analytical solution of differential 

equations of the types (2), (3), (4) and (5). Therefore, it is necessary to 
reformulate the differential equations into difference equations for which solution 
can be found in a number of grid points by a numerical method . 

The development in the numerical code - during the years - can be illustrated 
by the follO<Wing examples based on a simple transport equation for contaminant. 

The equation is a one-dimensional version of ( 4) with constant J.1. eff" 

(8) 

Different finite difference equations are developed in the grid distribution 
shown in figure 2, where P is the central grid point and h is the distance 
between evenly distributed points. 

ww 

X -
w w p 

h 

e E EE 

Figure 2. One-dimensional grid distribution. Grid points (capital letters) and 
control-volume surfaces (small letters). 

A straight way to obtain a difference equation is to replace the derivatives 
with expressions from Taylor-series expansions, as for example 

(9) 

(10) 

where O(h 2) is a second-order truncation error. 
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The difference equation will obtain different orders of accuracy according to 
the accuracy of the Taylor-series expansions used. First- and second-order 
accuracies can be obtained for a three-point representation of equation (8) ( W, P 

and E) and a fourth-order accuracy is obtained for a five-point representation of 

equation (8) (WW, W, P, E and EE). 
One of the earliest attempts to obtain a numerical solution of elliptic equations 

like (2) to (5) with finite difference expressions like (9) and (10) was made by 
Thorn (11) in 1933. He managed to solve the equations for Reynolds numbers up 
to 50. 

Taylor-series formulation provides little insight into the physical meaning of 
the terms in the difference equation. This is, on the other hand, obtained by 
means of a control-volume formulation where the differential equation is 
integrated over a volume which is located around each grid point. The control 
volume in figure 2 covers the area between w to e and the one-dimensional 
equation (8) will have the following form in the integrated version 

_c)= lletf [(ac) _ (ac)] + j Sdx 
w ac ax e ax w w 

(11) 

The most important feature is the integral conservation of quantities such as 
mass, momentum and energy. This feature is valid, not only for each control 
volume, but also for the total flow domain and it is independent of the grid dis
tribution. Even a coarse-grid solution exhibits exact integral balances, see 
Patankar (12). Many commercial programmes rely on this feature and use the 
scheme as a sort of zonal model scheme. 

A finite difference equation can be formulated from equation (11) if surface 
values are expressed by point values as e.g. 

(12) 

the diffusion term (actax)e by a central difference as (9) and the source term by 

S Ph . Other assumptions may also be used in a control-volume formulation. 
Experience shows that unstable (oscillatory or wiggly) solutions are obtained 

in the case of an increased velocity u or increased grid point distance h . It can 
be shown that the Peclet number 

Pe 
hpuac 

lleff 
(13) 

must be smaller than 2 to ensure convergence and stable solutions. This is a very 
disadvantageous situation because most engineering applications have a high 
Reynolds number or a high convective flux and a small diffusion. 

This situation is typical of the possibilities that were present in the 'fifties and 
in the 'sixties. Solutions with increasing Reynolds numbers were obtained by 
decreasing the distance between the grid points. On the other hand, this remedy 
leads in many practical situations to a number of grid points which were far too 
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high for computers of that time. 
A large step forward was taken when Courant et al. (13) suggested the 

upwind scheme which gives a difference scheme with almost unconditional 
stability. The upwind scheme defines the values on the control-volume surface e 
in the convection term by 

(14 a) 

(14 b) 

in stead of the mean value given in (12). An equivalent formulation is used at w. 
In the early 'seventies it seemed that the use of upwind scheme had opened 

the way to making numerical simulations of flow phenomena at indefinitely high 
Reynold numbers. Before the end of the decade, however, it had become clear 
that there were errors in the predictions, although high stability was obtained. The 
error is connected with situations where the flow has an angle to the grid lines 
and it has :a maximum at 45°. A "false diffusion" takes place and this diffusion 
is proportional to the velocity and to the distance between the grid points. Huang 
et al. (14) conclude that many studies at the end of the 'seventies had a false 
diffusion which is larger than diffusion of physical kind. 

The QUICK scheme by Leonard (15) is an improved scheme for the 
convection term which will have a small false diffusion and a higher accuracy -
second-order accuracy - in comparison with the first-order accuracy of the upwind 
scheme. The scheme can be interpreted as a central difference scheme with a 
stabilizing upstream weighted curvature correction arising from the second-order 
pol'ynomial fit. The value ce on the control-volume surface of equation (11) will 
have the formulation 

(15 a) 

(15 b) 

in a QUICK scheme and will replace (14 a) and (14 b) in the difference equation. 
The scheme is unbounded, which means that the face value ce can be larger 

than max(cw, cP, cE). Davidson and Fontaine (16) have shown that the scheme 
can improve the prediction of recirculation flow, but also that large errors may 
be obtained in the case of a coarse grid distribution and steep gradients. 

The finite difference equations formulated from differential equations like (2) 
and (3) are solved by an iteration procedure. A Gauss-Seidel procedure was used 
earlier in the 'sixties, while a Tri-Diagonal-Matrix is used together with a line-by
line solver today, see (12). 

The coupling between pressure and velocity is handled by a SIMPLE 
procedure. This procedure uses a staggered grid for the velocities in order to 
avoid unphysical oscillations in the pressure field and, furthermore, the continuity 
equation is rewritten into an equation for pressure correction. A detailed 
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description is given by Patankar (12). 
Baker (17) shows the development of a finite element method in stead of the 

finite volume method described above and predictions for room air distribution . 
with a finite element method are given by Baker et al. (18). 

International research cooperation in room air movement 
An international research programme on air distribution in rooms was 

sponsored by the International Energy Agency (lEA) during the period 1988 to 
1991. The programme was given the name "Airflow Pattern within Buildings" and 

. it was an important event because a number of countries joined a research 
cooperation in which both full-scale experiments, scale-model experiments and 
Computational Fluid Dynamics were performed, see reference (19). 

Eleven countries joined the CFD part of this lEA project. The air movements 
in a room with the length, width and height equal to 4.2 m, 3.6 m and 2.5 m 
were predicted for isothermal flow and for non-isothermal flow with a warm 
window surface. The prediction was based on the continuity equation (2), the 
momentum equation (3) and a k-e turbulence model as well as the energy 
equation in the case of non-isothermal flow. 

Figure 3 shows the prediction of the mean velocity um in the occupied zone 
versus the air change rate in the case of isothermal flow found by the countries. 
Measurements of the mean velocity are also shown in the figure. 

urn [m/s] 
0.4 

o simulation 

0.3 o measurements 
0 

8 
Cl 

0 .2 0 
0 

0 

0.1 ~ 0 

~ 0 

§ 0 
0 

0 .00 1 2 3 4 5 6 7 n[h- 1
] 

Figure 3. Mean velocity um versus air change rate n for the lEA project. 
Isothermal flow, (19, 20) . 

The figure shows that the results from the participating countries varied 
considerably. The variation may be a result of different codes, different 
descriptions of boundary conditions and perhaps also of different grid distributions 
and number of grid points . The description of boundary conditions at the inlet 
may be one of the important problems because the flow close to a diffuser is very 
complicated. 
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Improvements of the boundary condition at the supply opening will be one 
of the remedies for better predictions. Figure 4 shows the results for a Simplified 
Boundary Condition (SBC) where the supply area, momentum flow and direction 
of velocity are preserved in the boundary conditions. Comparison with measure
ments shows that the maximum velocity in the occupied zone is overestimated by 
40%. 

Urm[m/s] 
0.6 ~-----------------------------, 

o measurements 

0.5 

0.4 

0 .3 0 

0 .2 

0 .1 

0 . 0 l__---<)------'------'------'------'------'-..J 

0 1 2 3 4 5 6 n[h- 1
] 

Figure 4. Maximum velocity in the occupied zone versus air change rate. 
Measurements and predictions in connection with the lEA, Annex 20 work. SBC: 
Simplified boundary conditions . PV: Prescribed velocity method. Reference (21). 

Figure 4 shows that it is possible to make a large improvement of the 
predictions by use of a more advanced description of the boundary conditions at 
the supply opening. The prescribed velocity method (PV) is addressed by Nielsen 
in reference (22) and it is given by an analytical description of one or two of the 
velocity components in a small volume in front of the opening . All other variables 
in the volume are predicted by the numerical method. 

Continuous development of the computer capacity will undoubtedly make the 
direct methods as e.g. local grid refinement possible in the future. 

The work within the lEA-project generally concludes that two-dimensional 
isothermal flow is well-predicted by CFD and that skill and experience are 
required to use codes for practical three-dimensional situations with isothermal 
and non-isothermal flow. 

It is difficult to deal with natural and mixed convection close to cold or warm 
surfaces. The k-e model, whis is generally used in the lEA-project, is 
insufficient in the near-wall region where the local Reynolds number is very low 
and computed heat exchange coefficients can obtain a deviation from the 
measured heat exchange coefficients, Chen and Jiang (23). 

The lEA-project shows that it is not always sufficient to compute only half 
a room under symmetrical boundary conditions because the air movement may be 
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unsymmetrical in full-size flow. It should also be recognized that two-dimensional 
flows are rare and that three-dimensional simulations may be needed to investigate 
characteristics of interest. 

Ventilation for contaminant control in rooms 
The basic idea of the general ventilation is to create a flow which will absorb 

the contaminant from different sources in such a way that the local concentration 
is low everywhere in the room. A transport of contaminant must on the other 
hand both involve a turbulent diffusion and a convection which will give rise to 
.concentration gradients as it will be shown in the following chapter. 

The concentration c R in the return opening of a ventilation system is 

dependent on the airflow rate to the room q
0 

and the contaminant emission S . c R 

will be given from 

(16) 

in the:"Case of constant emission and steady flow. 

hJH=0.056, LIH=3.0 
--~------~------------------------------~ 

1.0 

0.30 

Figure 5. Concentration distribution in a room with isothermal two-dimensional 

flow and a contaminant source covering the whole floor. h
0

, H and L are slot 

height, room height and room length, respectively. The velocity u is local 

velocity and U
0 

is supply velocity. Reference (24). 

Figure 5 shows computer prediction of the concentration distribution in a 
room with a supply slot, two-dimensional isothermal flow and a contaminant 
source which covers the whole floor. The predictions are based on the continuity 
equation, the momentum equations and the convection-diffusion approach 
(Eulerian formulation) given by equation (4). The eddy viscosity is given by a 

k-e model. 

The local concentration in figure 5 is normalized by the concentration cR. 

The concentration in the left side of the room below the supply slot is four times 
as large as the concentration in the return opening, so it is obvious that significant 
gradients in rooms with mixing ventilation will be found. A smaller supply slot, 

h
0
/H = 0.01, will reduce the concentration to a level of two times the return 

concentration but it is still a significant gradient which is necessary to take into 
account when a system is designed. 
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The local velocity level uju
0 

is also shown in figure 5. It is seen that low 
concentration is connected to high velocity and high concentration to low velocity 
or stagnant surroundings. 

-
( ) 1.0 

1.25 

l 11~ 
~ 

U /uo=0.13 

-
(.~ 1.0 

~-
1.5 

2.0\ 

3~ 
U /uo=0.06 

Figure 6. Concentration distribution c/cR for different locations of a line source. 

Two-dimensional isothermal flow, h
0
/H = 0.01 and L/H = 3.0. Reference (24). 

Figure 6 shows an example of computer predicted concentration distribution 
from a line source. It can be seen that the location of the contaminant source is 
important for the concentration distribution and the concentration level. The line 
source is located close to the area with the maximum velocity in the occupied 
zone in the upper sketch. The maximum value of the concentration has a level of 
1.25 - 1.5 eR in the area below the supply slot. The concentration will increase 

to a level of 3. 0 c R if the source is located below the supply slot in the stagnant 
air as shown in the lower sketch. 
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Figure 7. Velocity distribution and contaminant distribution in a deep room. Two
dimensional isothermal flow . From reference (25) . 

The air distribution system will cover a deep room in many old industrial 
buildings as shown in figure 7. The supply slot generates a plane wall jet with a 
penetration length - or separation length - up to 7H. This length is independent 

of the supply velocity u
0 

in the case of isothermal flow . It is shown that the 
maximum velocity in the occupied zone is 20% of the supply velocity and that the 
velocity is approximately 3% in large areas of the occupied zone. 

The lower sketch in figure 7 shows the concentration distribution with an 
emission source which covers the whole floor. The dimensionless concentration 
distribution has an even distribution, but it should be considered that the 

I 

dimensioned value can be very high because the exhaust concentration c R at 

x/H = 14.5 contains emission from the total room length. 

--.--____,..,JI I 
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Figure 8 . Predicted concentration distribution in a clean room contaminated with 
large particles . Murakami et al . ( 4) . 

Figure 8 shows predictions by a contaminant transport equation which takes 

account of particle diameter and settling velocity vs (equation (5)). A settling 
velocity of zero corresponds to the conventional transport equation and the figure 
shows a typical contaminant distribution in a part of a clean room in this 

situation. The contaminant source S is located on top of the work place. Particle 

sizes of 10 1-1m give a settling velocity of 0.3 cm/s and the figure shows the 
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change in contaminant distribution in the room. Predictions with even larger 

particles (50 1.1. m) will reduce the area with particles to a small volume above the 
work place and most particles will accumulate and be deposited on the work place 
without being exhausted from the room. 

Figures 5, 6, 7, 8 show the use of CFD for a conventional prediction of 
concentration distribution. CFD can also be used for the predictions of parameters 
which are important in the evaluation of an air distribution system but very time
consuming or difficult to measure by full-scale experiments. The prediction of 

purging flow rate is a typical example. The purging flow rate UP is defined as a 
local source divided by the obtained concentration in the control volume around 

the source (UP = SP/cP). 

;--';·~~ _____ :::::: : : 
I'~-------------

C: ;-. :--:: _ _: ....:: ...:: ...:: ...:: :. : : : _. _. _. _. : ----- - - - - --- - ~ 

·- ., ____________________ 0.3 - ----

Figure 9 . Velocity field and purging flow rate divided by supply flow rate. 
Prediction by Davidson and Olsson (26). 

Figure 9 shows the velocity distribution and the distribution of purging flow 
rate in a room. It is obvious from the figure that a high purging flow rate is 
connected to areas with high velocities. 

Measurement of velocity distribution and concentration distribution in rooms 
shows Low Reynolds Number effect, see reference (27). It is not possible to 
handle this effect with the turbulence models used for the predictions shown in the 
figures 5, 6, 7, 8 and 9 and this may cause errors at low airflow rates. 

The contaminant source geometry used in the figures 5, 6 and 7 is very 
uncomplicated. Experiments with different contaminant sources and different 
geometry around the sources show that skill and experience are required in more 
general situations in order to obtain reliable boundary conditions for the emission. 

The last example in this chapter on ventilation for contaminant control shows 
an exposure model by Tjelflaat (28) which can be used both on measured and 
predicted concentration distribution in a room. The model combines the effect of 
concentration level at a given position and the metabolic rate which is connected 
to the work made at the work place. Figure 10 illustrates the method used on a 
production line in a factory. The building has a volume of 4300 m3 and it is 
ventilated by displacement ventilation at a rate of 30000 m3 /h. The concentration 
distribution is predicted in the factory and the inhaled dose of contaminant is 
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accumulated during a workday as a function of positions during the day and the 
metabolic rate of the worker. 

Inhaled dose of contaminant 

-

WAl 
M2 

WAl 
Ml 

WA2 
Ml 

WA : working area, M: metabolic rate 

Figure 10. The accumulated inhaled dose of contaminant for one worker during 
a workday for three combinations of work places and worker metabolism. 
Tjelflaat (28). 

' 

The effect of process automation (to decrease the activity level) and the effect 
of transfer of the work place in order to avoid the most contaminated zones are 
analysed in figure 10. The original situation is the one marked W A 1, M2. A 
lower metabolic rate in the same area, W A1, M1 will more than halve the inhaled 
dose rate. The position of the breathing zone, as a function of time, is the same 
in both cases. The transfer of the work place from the original position WA1 to 
a position on the opposite side of the production line W A2 gives a further 
reduction in the inhaled dose of contaminant. 

Contaminant control with local exhaust openings 
Local exhaust hoods of various configurations are used extensively in the 

industry to control the dispersion of harmful contaminants at the work place . 
Prediction of the effectiveness of a hood requires, among other things, knowledge 
of the air velocity field which it generates. 

Research has shown that the Laplace equation (1) in terms of the velocity 
potential in some situations can describe the flow close to the exhaust hoods. Ana
lytical solutions of the Laplace equation are available for infinitely flanged con
figurations, but it is not possible to obtain analytical solutions for unflanged hoods 
and other more complex configurations . A reformulation of the Laplace equation 
into a finite element description makes it possible to obtain a numerical prediction 
of the flow in many configurations as it will be shown in the following chapter. 

Exhaust configuration which will generate large velocity gradients and 
recirculating flow can only be studied with a description containing the continuity 
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equation (2) and the three momentum equations (3) (Navier-Stokes equations) as 
well as a turbulent model for eddy viscosity . 

. . . . . . . . . Measurements 
--- Numerical "Potential flow solution" 
------ Numerical ''Navier-Stokes solution" 

Figure 11. Velocity contour in front of an unflanged circular exhaust opening. 
Measurements are compared with a numerical potential flow solution and a 
numerical solution of Navier-Stokes equations. The contours correspond to 
relative velocities of 0.6, 0.3, 0.2 and 0.1. 

Alenius and Jansson (29) show different numerical solutions of the flow in 
front of an unflanged circular exhaust opening, see figure 11. Both a numerical 

1 solution of the Lap lace equation and a solution of the general flow equations agree 
very well with the measurements. 

Figure 12 shows the velocity distribution for different configurations by a 
finite element modelling of the Laplace equation. Different designs of the hood 

' with contractions or small flanges will only have an influence close to the 
opening. Figures A and B show that the flange on the opening generates a small 
modification of the plane flow around the exhaust slot, but the flow is uninflu
enced some distance away from the slot. Surfaces and the wall close to the 
exhaust slot will influence the velocity level. A surface parallel with the slot will 
double the velocity level as seen in the figures A and C (principle of mirror 
image). A comparison of the velocity level in the figures C and D indicates that 
a restricted area for the potential flow will give an expected increase in velocity. 
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Figure 12. Velocity distribution in percentage of face velocity for different 
configurations of an unflanged exhaust slot. A and B show an exhaust slot far 
from a surface. C and D are combinations of an exhaust slot and a surface, see 
Garrison et al. (30). 

Push-pull systems and single and double-sided exhaust systems will generate 
a velocity field with large velocity gradients and areas with recirculating flow . 
The flow must be described by an equation system which will take viscous effects 
and turbulence in consideration. A proper description consists of the continuity 

equation (2) and the momentum equations (3) as well as a k-e turbulence model. 
The addition of a transport equation for contaminant ( 4) makes it possible to study 
the concentration distribution around the system both in undisturbed surroundings 
and in case of a draft around the system. Examples of predictions are given by 
Heinen and Zeller (31) and by Braconnier et al. (32). 

An Eulerian approach based on equation (4) is used for flow of a gas and, 
furthermore, it can also be used for small particles. A flow of larger particles is 
simulated by equation (5) in cases where initial particle velocity and particle 
inertia can be ignored . 

The Lagrangian approach is suitable for flow where initial particle velocity 
and particle inertia are important. Figure 13 shows a CFD prediction which 
illustrates the method. Figure A shows the velocity distribution close to an 
exhaust hood at a location with a slight cross draft. The prediction is based on the 

flow equations (2) and (3) and on a k-e turbulence model. Figure 13 B shows a 

source of 60 ~m particles emitted with an initial velocity of 10 m/s perpendicular 
to the exhaust opening . The particle velocity distribution shown in figure B is 
predicted from the individual particle trajectories given by equations (6) and (7) . 
It is obvious that the initial velocity is an important factor as well as the influence 
of particle drag and gravity forces . 
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Figure 13 . Flow pattern of air (A) and particles (B) in front of an exhaust 
opening. Madsen (33). 

Fontaine et al. (34) have studied the particle flow in a fume cupboard. The 
front opening is a sliding door which is open for operations, see figure 14. There 
will be a slight recirculation of air inside the cupboard and this flow will move 
30 1.1 m particles to the upper internal exhaust slot, see figure 14A. The prediction 

with 70 1.1 m particles shows that they are all moving toward the lower exhaust 
slot on account of the gravity effect. 

Figure 14. Computed concentration distribution in a fume cupboard in the case 
of a source with two different particle sizes. 

The capture efficiency of an exhaust system is defined as the contaminant 
captured by an exhaust hood divided by the total emission of the source connected 
to the hood. The captured contaminant should only include gas or particles which 
flow directly to the exhaust hood as pointed out by Jansson (35). It is difficult to 
find this flow in practice, but the Lagrangian approach is an efficient method for 
the prediction of the flow and the capture efficiency as shown by Madsen et al . 
(36). 
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Figure 15. Capture efficiency versus particle size for the combined effect of initial 
particle ¥elocity and cross draft. Madsen (33). 

The last example of a Lagrangian approach is the prediction of capture 
efficiency for particles with initial velocity towards an opening as well as a cross 

draft in the area, see figure 15. Particles with a diameter larger than 30 Jl m are 
not influenced by the cross draft, while the initial momentum of the smaller 
particles is insufficient to make them enter the capture zone of the exhaust and the 
movement of the particles is governed by the cross draft. The local exhaust is 
therefore more efficient for large than for small particles. 

Such flow situations may occur at many processes in the industry including 
grinding . Particles of a high momentum are emitted tangentially to the grinding 
wheel, whereas particles of a low momentum remain within the boundary layer 
until this layer is distorted by some obtacles as indicated in figure 15 B. 

Conclusion 
Three areas are important for the development of Computational Fluid 

Dynamics. These areas are the computation cost, the mathematical description of 
the physical processes involved in contaminant transport and, at last, the 
accessibility of efficient numerical methods. 

It is shown that the development in computation cost has been decreasing 
during the last decades with a factor 10 every eight years and that the computatio
nal speed has increased rapidly during the same period. 

A variety of mathematical descriptions of contaminant transport is available 
for different situations, but they must be selected with care in each situation. 

The numerical method, including discretization and solution of the different 
transport equations, has also been developing during the last decades. It was only 
possible to make predictions for small Reynolds numbers in the 'fifties and in the 
'sixties while progress in the numerical scheme makes it possible today to obtain 
predictions for any Reynolds number. 

Special attention has been given to CFD prediction of room air motion by the 
lEA sponsored research "Air Flow Pattern within Building" . Many countries were 
involved in the work with different types of CFD codes and it was generally 
concluded that two-dimensional isothermal flow is well-predicted and that skill 
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and experience are required to use codes for practical three-dimensional situations 
with isothermal and non-isothermal flow. 

It is possible to study the use of the general ventilation system for contam
inant control in rooms both in the case of contamination with gas and contamina
tion with particles of different sizes. The information can be used for optimizing 
of the air distribution system. The flow will in some areas of a room be a low 
turbulent flow which may course some problems in predicting the exact level of 
concentration in that area. 

Experiments with different tracer gas sources show that skill and experience 
a.re required in order to obtain reliable boundary conditions which also will be the 
case for CFD predictions. 

Predictions of velocity and contaminant distribution close to exhaust openings 
agree in many cases very well with the measurements . Computational Fluid 
Dynamics is an efficient tool for the dimensioning of exhaust hoods of different 
designs and it is possible to si.udy parameters which are difficult or time
consuming to measure. 

A Lagrangrian approach with initial particle velocity at the source is a new 
and promising type of CFD predictions which can be used in many practical 
situations in the industry. 
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