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ENGLISH ABSTRACT 

The usage of grid-connected Voltage Source Inverters (VSI) enables the Power 

Electronics (PE) based power system and brings new harmonic issues such as the 

switching harmonic attenuation for high power VSIs and harmonic instability, where 

high order harmonic resonance arises from the interactions between the VSIs and the 

grid impedance. Damping of the resonances becomes important with more VSIs 

connected to the grid, since they will cause the VSIs to be disconnected undesirably. 

The series LC filtered VSI, which has been used to emulate virtual impedance at the 

harmonic frequencies, is effective to dampen the harmonic resonance and stabilize 

the PE based power system with reduced power rating and dc-link voltage. 

Impedance modelling is an effective way to analyze the harmonic interaction within 

a PE based power system. The Norton equivalent model of a grid-connected VSI 

consists of a current source, which is determined by the current reference and the 

closed-loop gain, and the output admittance, which is the transfer function from the 

disturbance to the output. However, in existing studies on the control of the series 

LC filtered VSI, the output admittance is often neglected, which leads to some 

limitations in the applications. For the series LC filtered active damper, the 

resonance frequency should be calculated online in order to tune the current 

controller; for the series LC filtered Resistive-Active Power Filter (R-APF), the 

harmonic voltages must be measured to obtain the current reference. Active Power 

Filtering (APF) for the switching harmonic attenuation of the high power VSI with 

low switching frequency is also challenging due to the limited current control 

bandwidth of the VSI.  

In this thesis, the operation principles of the series LC filtered VSI are investigated 

for three objectives: 1) harmonic stabilization of PE based power system, 2) 

switching harmonic attenuation of the high power VSI with low switching frequency 

and 3) resistance emulation at low order harmonics. All the control strategies 

derived in this thesis are based on the impedance model of the series LC filtered VSI. 

In order to stabilize the PE based power system, impedance based stability analysis 

of the PE based power system is first carried out, which indicates that the negative 

real part of the output admittance of the VSIs are the origin of the instability. Instead 

of mimicking the behavior of a resistor, the operating principle of the active damper 

is changed to enhance the passivity of the system. A simple control scheme based on 

a proportional current controller and a low-pass filter is also proposed for the active 

damper. Since the resonant current controller is not needed, the online detection of 

the resonance becomes unnecessary. 

The physical representation of the current controller of the series LC filtered VSI is 

further studied with the help of Thevenin equivalent circuit. In the output impedance, 

virtual resistance and capacitance can be introduced by proportional and integral 

current controllers, respectively. An output impedance shaping method that 
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introduces zero output impedance is also proposed. With the proposed output 

impedance shaping method, the series LC filtered VSI can be used to bypass the 

switching harmonics of the high power VSI, whose frequency range is at kilo Hertz 

level. Compared with the traditional high frequency APF, the current reference of 

the Active Trap Filter (ATF) is set to zero and the design of the current controller is 

much easier. A low order harmonic compensation method for the high power VSI is 

also proposed. With the proposed ATF, the output current of the high power VSI 

maintains sinusoidal even in the presence of a distorted grid voltage. 

In order to dampen the low order harmonic resonance, an AC voltage sensorless R-

APF is proposed. Instead of tracking a special current reference obtained from the 

harmonic voltage information, the output impedance of the series LC filtered VSI is 

used to emulate the damping resistance. Thus, the harmonic voltage does not need to 

be measured. Also, a fundamental voltage estimation method is proposed, which 

allows the DC-link voltage control. As a result, the AC voltage sensor can be 

removed in the R-APF. The system cost of the R-APF can be reduced and the 

isolation between the control circuit and the power circuit can be improved.  

It is concluded at the end of this thesis that the impedance model of the series LC 

filtered VSI offers more possibility to mitigate the harmonics in a power electronics 

based power system.  

Keywords:  Power electronics, harmonics, grid-connected voltage source inverter, 

series LC filter, impedance model, high power, active power filter, stability, 

resonance, passivity, switching harmonic attenuation, resonance damping. 

.
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DANSK RESUME 

Brug af net-tilsluttede spændings-kilde baserede invertere (VSI) gør det muligt at 

udvikle effekt elektronisk (PE) baserede el-systemer, men det giver også nye 

harmoniske problemer såsom at dæmpe harmoniske af switchningerne samt 

harmonisk ustabilitet, hvor højere ordens harmoniske resonanser udspringer af 

interaktioner mellem VSIer samt impedansen i el-nettet. Dæmpning af resonanser 

bliver vigtigt med flere VSIs tilsluttet til el-nettet, da de uønsket vil forårsage VSIs 

til at blive afbrudt. En serieforbundet LC filtreret VSI, som er blevet brugt til at 

emulere virtual impedans ved de harmoniske frekvenser, er effektiv til at dæmpe de 

harmoniske resonanser og stabilisere det PE baserede el-system med reduceret effekt 

rating og dc-link spænding. 

Impedans modellering er en effektiv måde at analysere den harmoniske interaktion i 

et PE baseret el-system. En ækvivalent Norton model af en net-tilsluttete VSI består 

af en strømkilde, som bestemmes af strøm referencen, det lukkede kredsløbs 

forstærkning, og output admittans, som er overførselsfunktionen fra forstyrrelsen til 

outputtet. Men i eksisterende undersøgelser af kontrol af serie-forbundne LC filtreret 

VSI, output admittansen er ofte negligeret, hvilket fører til nogle begrænsninger i 

anvendelsen. For en serieforbundet LC filtreret aktiv dæmper, on-line målinger af 

resonansfrekvenser er nødvendig for at kunne designe strøm kontrolleren og for 

serie-forbunden LC filtreret resistente-aktiv Power Filter (R-APF), de harmoniske 

spændinger skal måles for at opnå en strøm reference. En Aktiv Power Filtrering 

(APF) af den skiftende harmoniske dæmpning af høj effekt VSI med lav switch 

frequency er heller ikke let på grund af den begrænsede strømkontrol båndbredde af 

VSIer. 

I denne afhandling, er principperne for serie-forbundne LC filtreret VSI undersøgt 

for tre for mål: 1) harmonisk stabilisering af PE baseret el-system, 2) skiftende 

harmonisk dæmpning af højeffekt VSI med lav switch frequency og 3) modstands 

emulering ved lav ordens harmoniske. Alle de kontrolstrategier, der er udledt i dette 

afhandling, er baseret på impedans modellen for serie-forbundne LC filtreret VSI. 

For at stabilisere et PE baseret el-system, er en impedans baseret stabilitetsanalyse af 

et PE baseret el-system først foretaget, som angiver at den negative reelle del af 

output admittansen af VSIer og som er grunden til ustabiliteten. I stedet for at 

efterligne opførslen af en modstand, er arbejdsprincippet for den aktive dæmper 

ændret for at forbedre passiviteten af systemet. En simpel kontrolstrategi baseret på 

proportional strøm-kontrollere og et lav-pass filter er også foreslået for den aktive 

dæmper.  

Den fysiske repræsentation af strøm-kontrolleren for den serie-forbundne LC 

filtreret VSI er yderligere undersøgt ved hjælp af et ækvivalent Thevenin kredsløb. I 

output impedansen kan virtuelle modstande og kondensator indføres af hhv. 

proportional og integrerende strøm-kontrollere. Der foreslås også en udgangs 
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impedance formende metode, der introducerer ingen output impedans. Med den 

foreslåede udgangs impedans formende metode, kan den serie-forbundne LC 

filtreret VSI bruges til at omgå de skiftende harmoniske af høj-effekt VSI, hvis 

frekvensområde er i kilo Hertz området. Sammenlignet med den traditionelle 

højfrekvente APF, er strøm referencen til den Aktive Trap Filter (ATF) angivet til 

nul, og design af strøm-kontrolleren er meget lettere. En lav ordens harmonisk 

kompensations metode for høj-effekt VSIer foreslået med ATF baseret på impedans 

modellen af systemet. Med det foreslåede princip fastholdes output strømmen af høj-

effekt delen af VSI selv i det tilfælde miden forvrænget spænding i elnettet. 

For at dæmpe lav ordens harmoniske resonanser er en resistente-aktiv Power Filter 

uden spændingssensorer også foreslået. I stedet for at bruge en særlig strømreference 

beregnet ud fra oplysninger om harmoniske spændinger, er output impedansen af det 

serie-forbundne LC filtreret VSI brugt til at emulere en dæmpningsmodstand. Den 

harmoniske spænding skal således ikke måles. Derudover foreslås en spænding 

estimering metode, som muliggør en DC-link spændings kontrol i konverteren. Som 

et resultat, kan AC spændings-sensoren fjernes i R-APF. System omkostninger af R-

APF kan derved reduceres og isoleringen i mellem styringskredsløbet og effekt 

kredsløb et kan derved forbedres. 

Det konkluderes i slutningen af denne afhandling, at impedans modellen af en 

serieforbundet LC filtreret VSI tilbyder flere muligheder for at dæmpe harmoniske i 

et effektelektronik baseret el-system og vil være et potentiale konverter i fremtidens 

el-system. 

Nøgleords: Power elektronik, harmonier, net-tilsluttede spænding kilde inverter, 

serieforbundet LC filter, impedans model, høj effekt, aktive power filter, stabilitet, 

resonans, passivitet, skiftende harmonisk dæmpning, resonans dæmpning. 
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CHAPTER 1. INTRODUCTION 

1.1. HARMONIC ISSUES IN POWER ELECTRONICS BASED 
POWER SYSTEM 

Nowadays, the Power Electronics (PE) based power converters are widely used in 

the power systems, enabling the “PE based power systems” as mentioned in many 

literatures [1]-[5]. A typical structure of the PE based power system is shown in Fig. 

1-1. Compared with traditional AC power systems, various PE based converters, 

especially the Voltage Source Inverters (VSI), as well as many linear and non-linear 

loads are connected to the main grid. On the generation side, the PE based power 

system allows more types of energy sources to be connected to the grid, such as the 

wind and the solar energy [16]-[21]. On the load side, the PE based power 

converters improve the controllability and input power factor of the load, such as the 

AC motor drive and Power Factor Correction (PFC) rectifiers [24]-[32]. The 

harmonics are the sine-shaped oscillations in the voltage and current whose 

frequency is an integral multiple of the fundamental frequency. Like the traditional 

power system, the PE based power system is challenged by harmonics. The effects 

of the harmonic voltage and current can be summarized as follows [6]-[8], [11]-[13]. 

Standards have been established regarding the amplitude of the harmonics, some of 

which are listed in Table 1.1 and Table 1. 2, and they are continuously emerging. 

 Mechanical vibration of the motor; 

 Increased loss and overheating of transformers; 

 Series and parallel harmonic resonance in the system voltage; 

 Undesired trigger of the power system protection. 

Voltage Source 
Inverters

Solar System

Wind System

Electrical Viechle

Non-linear Load

Linear Load

Main Grid

 

Figure 1-1. Power Electronics based power system with connection to the main grid. 
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Table 1.1 Harmonic current limits (% of rated current) 

 

Harmonic 

order 

h 

IEEE 519(1) 

[LV & MV] 

IEC  

61000-3-2(2) 

[LV] 

IEC  

61000-3-12 

[LV] 

BDEW(3) 

[MV] 

GB 14549 

[LV & MV] 

3 4 14.4 - - 8.16 

5 4 8.8 10.7 2.06 14.1 

7 4 4.8 7.2 2.84 10 

11 2 2 3.1 1.8 6.38 

13 2 7.5/h 2 1.32 5.47 

17 1.5 7.5/h - 0.76 0.76 

19 1.5 7.5/h - 0.62 0.62 

23 0.6 7.5/h - 0.42 0.42 

25 0.6 7.5/h - 0.32 0.32 

29-33 0.6 7.5/h - 8.67/h 8.67/h 

35-37 0.3 7.5/h - 8.67/h 8.67/h 

41-49 0.3 - - 6.24/h 6.24/h 

53-179 - - - 6.24/h 6.24/h 
(1) 

ISC/IL < 20, where 

ISC  = maximum short-circuit , and 

IL = maximum demand load current under normal operating condition. 
(2) 

Base current is set to 16A. 
(3) 

Calculated for 400 V and ISC/IL =20 

 

Table 1.2  Harmonic voltage limits (% of rated voltage) 

 

Harmonic 

order 

h 

EN  

61000-2-2(1) 

[LV] 

EN  

50160 

[LV & MV] 

BDEW(2) 

[MV] 

GB 

14549(3)(4) 

[LV & MV] 

3 5 5 - 4 

5 6 6 0.5 4 

7 5 5 1 4 

11 3.5 3.3 1 4 

13 3 2 0.85 4 

17 2 1.5 0.65 4 

19 1.8 1.5 0.6 4 

23 1.4 1.5 0.5 4 

25 1.3 - 0.4 4 

29-37 38.6/h-0.27 - 0.4 4 
(1) only odd harmonics are considered above 29th. 
(2) only odd harmonics are considered between 29th ~ 37th. 
(3) specified for 0.38 kV system. 
(4) only odd harmonics are considered between 29th ~ 37th. 
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Based on whether the harmonics are introduced by the harmonics sources or by the 

stability issues in the PE based system, the harmonics can be categorized into the 

following two classes.  

 Source-related harmonics 

 Stability-related harmonics.  

1.1.1. SOURCE-RELATED HARMONICS 

The source-related harmonics can be introduced by both the non-linear behavior of 

Line Commutated Converters (LCC) and the fast switching behavior of the PE based 

power converters.  

1) LCC originated harmonics. Most harmonic pollution in the power system comes 

from LCC-fed loads, such as the diode rectifiers [39] and the thyristor converters. 

Low-order harmonic currents are generated by these loads, which in turn distort the 

feeder voltage. Among the LCC-fed loads, the diode rectifiers are the most widely 

used one. The characteristic harmonic orders of the diode rectifier are [2], [4]-[6], [9] 

 1, 1,2,3...h kq k    (1.1) 

where q is the number of pulses. It should be noted that the dominating harmonics 

generated by an LCC are usually below 40th order [6]-[8].  

2) Switching harmonics. The switching frequencies of VSIs range from several 

hundred Hertz to hundreds of kilo Hertz [40], [41]. Electromagnetic Interference 

(EMI) can be introduced by the switching ripple of the output current of the VSIs. 

For the widely used Pulse Width Modulated (PWM) Voltage Source Inverters (VSIs) 

and the PFC rectifier, the spectrum of the switching harmonics are distributed at the 

sidebands of the integer times of the switching frequency [40]. Passive filters are 

widely used to attenuate the switching harmonics is most cases. 

1.1.2. STABILITY-RELATED HARMONICS 

Compared with the LCCs, the PWM VSIs provide people more flexibility to control 

the terminal voltage and the output current of the converters. Unfortunately, the 

closed-loop controlled systems inevitably introduce stability issues [22]-[25], [33]-

[39]. For the PE based power converters, the unstable operation of different control 

loops can introduce harmonic resonances at different frequency ranges [51]-[59]. 

Based on the frequency range, the stability-related harmonics can be roughly 

categorized into two classes, namely the harmonic resonance and the near-

synchronous resonance [22], [57], [59].  
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Figure 1-2. Frequency ranges of different harmonics in the PE based power system. 

 

1) Harmonic resonance. The harmonic resonance ranges from several hundred Hertz 

to several kilo Hertz [22]. This kind of resonance is introduced by the instability of 

the inner control loops, i.e. current control loop for the VSIs or the AC voltage 

control loop for the Current Source Inverters (CSIs) [14], [22], [23], [33]-[38]. The 

main causes for these harmonic instabilities are the total time delay in the control 

loop and the grid impedance.  

2) Near-synchronous resonance. The near-synchronous resonance ranges from 

below fundamental frequency to roughly several hundred hertz [22]-[25]. This kind 

of harmonic resonance is mainly introduced by the outer control loops of the 

converters, such as the PLL and the dc-link control loop [18], [22]-[25], [54].  

The frequency ranges of the harmonics in a PE based power system are roughly 

illustrated in Figure 1-2. 

1.2. BACKGROUND TO HARMONIC FILTERING & RESONANCE 
DAMPING 

For the LCC-originated harmonics, both the Passive Power Filter (PPFs) and the 

Active Power Filters (APF) technologies have been well established. For the 

stability-related harmonics, a lot of research have been carried out for stabiltiy 

analysis and improvement of the grid-connected VSIs.  

1.2.1. LCC-ORIGINATED HARMONICS MITIGATION 

1) Passive Power Filters. The PPFs have long been used due to their low cost and 

high efficiency [60], [61], [65]-[67]. For most LCC-fed loads, the harmonics are 

mainly located at the characteristic orders in the frequency domain [4]-[6]. The PPFs 

use LC branches to form series or parallel resonances at the characteristic frquencies. 

Basic structures of the PPFs include the tuned trap filters and high pass filters [65].  
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Figure 1-3. Passive tuned filters: (a) single tuned filter, and (b) double tuned filter. 

 

The structures of single and double tuned PPFs are shown in Figure 1-3. Though the 

PPFs are robust and cost-effective, they have their shortcomings, which can be 

summarized as [61], [65]–[67]: 

 The performance of the PPFs is dependent on the network impedance [65]; 

 The capacitors in the filters introduce harmonic resonance with the load and 

network impedance [67]; 

 The tolerance and the degradation effect of the passive components can also 

lead to detuning of the filters [61].   

2) Active Power Filters. The APFs use a PE based power converter to generate the 

desired output current or voltage. The APFs can be integrated into the system in 

series or in parallel, or in both forms [69], which is denoted as the Unified Power 

Quality Conditioner (UPQC) [70]. Compared with the Current Source Inverters 

(CSIs), most APF applications adopt the VSI since it has a higher efficiency. The 

structures of the series APF, shunt APF and the UPQC are shown in Figure 1-4. 

The shunt APFs can be installed in the power system without shutting down the 

power line and compensate the harmonic current directly. For the harmonic voltage 

source, the shunt APF will increase the magnitude of the load harmonic current [68]. 

The series APF is connected to the power line through the matching transformer. 

The series APF is not fit for harmonic current sources, however, it can be used 

together with the PPFs [63], [68]–[70]. The UPQC is fit for both harmonic voltage 

source and harmonic current source. The main drawbacks of the UPQC are its high 

hardware cost [69] and complicated structure.  

The basic operation principles of the shunt APF are shown in Figure 1-5. The shunt 

APF can be controlled either in the current compensating mode or the Resistive-APF  
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Figure 1-4. Active Power Filters (APF), (a) shunt APF, (b) series APF, and (c) 

Unified Power Quality Conditioner (UPQC). 
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Figure 1-5. Operation principles of the shunt APF. 

 

(R-APF) mode [74]–[76]. In the current compensating mode, the APF controls its 

output currents so that they are in the opposite phase with the load harmonic currents. 

Either the iS (feedback control) or iL (feedforward control) is measured to formulate 

the current reference iF
*  [77]. The harmonic current can be extracted with a low-pass 

filter or a band-pass filters [78].  

 *

F

feedback control

       feedforward control

c Sh

Lh

K i
i

i


 


  (1.2) 
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For the R-APFs, the output current of the APF is controlled in order to mimic the 

behavior of a virtual resistor at the harmonic frequencies. The R-APF is effective at 

isolating the harmonic voltage from propagating through the transmission line [75], 

[76], [79]–[81]. The current references of the R-APFs are obtained by dividing the 

harmonic voltage with a virtual resistor, as given by (1.3). The R-APF allows the 

distributed damping of the resonance without communication between the R-APFs 

[81]–[83], and has been widely adopted to limit the THD of the feeder voltage and 

dampen the low order harmonic resonances.  

 
*

F PCCh

d

1
i V

R
   (1.3) 

3) Hybrid Active Power Filters (HAPFs). The Hybrid-APFs (HAPF) are the 

combination of APFs and the tuned PPFs [80], [84]–[87]. Compared with the APFs, 

the HAPFs have lower power rating of the VSI and hence lower cost. Even though 

many topologies have been proposed for the HAPFs, a capacitor that sustains the 

bulk of the PCC voltage can be found in many of them. The terminal voltage of the 

VSI is greatly reduced by the capacitor, which leads to a reduced dc-link voltage and 

the voltage stress of the semiconductor switches. There are mainly two topologies of 

the HAPFs, which are named the type I HAPF and the type II HAPF in some 

literatures [88], [89]. The topologies of type I HAPF and type II HAPF are shown in 

Figure 1-6 (a) and Figure 1-6 (b), respectively.  

For the type I HAPF, the VSI is connected to the PCC through a series LC filter. The 

advantage of the type I HAPF is that the filter current iF is directly controlled by the 

HAPF. However, all the fundamental current flows through the VSI and startup 

resistors are needed to limit the inrush current. The power rating of the type I HAPF 

is typically 70% lower than the traditional APFs shown in Figure 1-2 (a) [89]. For 

type II HAPF, the VSI is connected in parallel with the filter inductor. The reactive 

current is shared between the VSI and the filter inductor. Compared with type I 

HAPF, the current rating of the VSI for type II HAPF can be even lower [89]. 

However, the filter current iF cannot be directly controlled by the shunt APF.  

(a) (b)

iS iL

iF

Nonlinear load

Shunt APFPPF

iS iL

iF

Nonlinear load

Shunt APF

VS

PPF

VS

LS Lf

L1

L2

L1

LS Lf

 

Figure 1-6. Topologies of the Hybrid APF, (a) HAPF type I, and (b) HAPF type II. 
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1.2.2. SWITCHING HARMONIC MITIGATION 

1) Passive filters. The simplest passive filter for the switching harmonic attenuation 

is an L filter, which is shown in Figure 1-7(a). The frequency response of the L filter 

is given by (1.4) and shown in Figure 1-7(b), where a -20 dB/decade attenuation 

ratio can be observed. Larger inductor is needed for better harmonic filtering. 

Although it is simple and robust, the L filter is bulky and costly compared with the 

high order filters [45].  

 
1

1
LY

L s
   (1.4) 

The LCL filter provides much better performance than the L filter with the same size 

of passive components [43]-[45]. The structure of an LCL filter is shown in Figure 

1-8(a). The shunt capacitor provides a low impedance path for the switching 

harmonics. The frequency response of the LCL filter is given by (1.5) and shown in 

Figure 1-8(b), where a -60 dB/decade of attenuation ratio can be observed above the 

resonance of the LCL filter, or the cross-over frequency. At the resonance frequency, 

there is a peak, which may destabilize the control system of the converter [44]-[46]. 

In order to achieve satisfying attenuation of the switching ripples, the resonance 

frequency should be tuned between 1/6 and ½ of the switching frequency [44].  

 
 2 2

1 2

1 2

1
,

.

LCL

r

r

Y
sC s

L L

CL L











  (1.5) 

For high power applications, it is sometimes difficult for the LCL filter to tune its 

resonance frequency well below the switching frequency yet above the desired 

current control bandwidth [51]. For VSIs with constant swithcing frequency, the 

LLCL filter can be used. The structure of an LLCL filter is shown in Figure 1-9(a). 

At the resonance of the LC branch, the impedance is close to zero and the switching 

ripple can be bypassed by the LC branch. The frequency characteristic of the LLCL 

filter is given by (1.6) and shown in Figure 1-9(b). There is also a resonance peak, 

which may lead to instability of the current control loop. Above the resonance 

frequency, the harmonic attenuation rate is -20 dB/decade.  

 
   

 

2

3

2 2

1 2 1 2 3

1 2

1 2 1 2 3

1
,

.

LLCL

r

r

L Cs
Y

C L L L L L s s

L L

C L L L L L








    




   

  (1.6) 



HARMONIC MITIGATION AND RESONANCE DAMPING BASED ON IMPEDANCE MODEL USING SERIES LC FILTERED 
VSI 

 
 

11 

Frequency (Hz)

M
ag

n
it

u
d

e 
(d

B
)

(a)

VSVSC

L1

(b)

10
2

10
3

10
4

10
5

-60

-40

-20

0

M
a
g
n
itu

d
e
 (

d
B

)

Bode Diagram

Frequency  (Hz)

-20 dB/decade
VPoC

LS

 

Figure 1-7. L filter, (a) structure of an L filtered VSI, and (b) Bode plot of 

admittance of the L filter.  
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Figure 1-8. LCL filter, (a) structure of an LCL filtered VSI, and (b) Bode plot of 

admittance of the LCL filter. 
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Figure 1-9. LLCL filter, (a) structure of an LLCL filtered VSI, and (b) bode plot of 

admittance of the LLCL filter. 

2) Active filters. For the high power VSIs with low pulse-ratio, the application of the 

passive filters is challenged by the following issues: 

 The sideband harmonics of the switching harmonics are not concentrated in 

the frequency domain [40] , especially where the system frequency is high, 

e.g., motor drive system and power system on an airplane; 
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 The Variable Switching Frequency (VSF) VSIs are becoming popular due 

to the excellence in reducing the switching loss, EMI noise and acoustic 

noise [90]–[92]. The passive trap filters cannot be adopted for the VSF 

VSIs due to their fixed frequency characteristic.  

In order to solve the problems of the passive filters, active filters have been proposed 

for the high power VSIs [62]–[64]. The direct manner is to use a shunt VSI based 

APF to compensate the switching harmonics generated by the high power VSI. The 

topology of such a system is shown in Figure 1-10 [63]. The operation principle of 

the APF in Figure 1-10 is given by  

 
F SWi i  . (1.7) 

It should be noted that the frequencies of the switching harmonics can go up to 

several kilo Hertz, which is much higher than the low order harmonics seen by the 

power system. Considering the fact that the common operation frequency of the 

IGBT is below 20 kHz, accurate closed-loop current control at this frequency range  

 

iL iL

iF

Shunt APF
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High power VSC
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Figure 1-10. System topology of high power VSI with VSI based shunt APF. 
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Figure 1-11. System topology of high power VSI with CSI based shunt APF. 
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is not trivial. Also, the accurate switching harmonic measurement is challenging due 

to the low Signal-Noise-Rate (SNR) at the switching harmonic frequencies. In order 

to achieve a high current control bandwidth, the Current Source Inverter (CSI) is 

used as the power converter for the shunt APF in [63], [64]. The topology of the 

system with CSI based shunt APF is shown in Figure 1-11. Even though the current 

regulation is fast for the CSI, the dc-link inductor increases the system cost and 

weight, which are the inherent disadvantages of the CSI.  

1.2.3. STABILITY ENHANCEMENT OF PE BASED POWER SYSTEMS 

Due to the better harmonic attenuation capability, the LCL filter and other high order 

filters are widely used [14]. The capacitive components of the filters are able to 

introduce harmonic resonance, or the harmonic instabilities, if the grid impedance is 

high [38].  

The problem of harmonic instability has not raised much attention until recent years, 

when several accidents cause the grid-connected VSIs to be disconnected 

undesirably from the grid. In Dutch distribution network with high penetration of PV 

generation, inverters were switched off due to the interactions between the inverters 

and the grid impedance [35]. In Switzerland, a large number of locomotives were 

shut down, when an unusually high concentration of active-front-end (i.e., VSI-

equipped) locomotives, triggered the resonance destabilization [34].  

Researches have been focused on the stability analysis of the grid-connected VSIs 

and the stability enhancement of the grid-connected VSIs, which includes the 

passive damper design, active damping control of grid-connected VSIs and the 

active damper for PE based power system. 

1) Stability Analysis of Grid-Connected VSIs. Many modeling methods are proposed 

to analyze the stability of grid-connected VSIs. Among them, the Root-Locus 

Analysis (RLA) [95] and the Impedance Based Stability (IBS) methods [38] are the 

dominating ones. With the RLA method, the grid impedance is integrated into the 

plant model of the VSI, and the root-locus is investigated to see if there are roots in 

the right hand side in the s-domain or outside the unit cycle in the z-domain. The 

advantages of the RLA method are that the system damping ratio and system 

resonance frequency can be observed directly. For multiple VSI system, the transfer 

matrix can be deduced and the eigenvalues of the matrix are calculated. The system 

resonance modes and damping ratio of each mode can be obtained like described in 

[96]–[98]. The disadvantages of the RLA method are that the exact grid impedance 

value needs to be obtained, which is not practical for large and complicated systems. 

Also, the order of the transfer matrix increases with the number of energy-storing 

components in the system. As a result, the modelling of the system becomes very 

complex for paralleled VSIs with different parameters and sampling rates.  
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For the IBS method, the output admittance (impedance) of the VSIs is deduced 

considering both the output filter and the current controller of the VSI. The 

impedance ratio between the VSI and the network is investigated using the Nyquist 

plot. The Nyquist Criterion can be applied to the impedance ratio [38]. The 

advantage of the IBS method is that the large scale system can be split into small 

subsystems[14], [36], [38], [99]–[101]. The modelling of each subsystem is simple 

and can be used to form the impedance model of the full system. Also, the detailed 

grid impedance value in not needed to identify the stability. The disadvantage of the 

IBS method is that it is difficult to use the IBS method to calculate the damping ratio 

and resonance mode. 

2) Passive Damper of Grid-Connected VSIs. Passive damping is the most widely 

used method to improve the stability of LCL filtered VSIs. The target of the passive 

damping is to reduce the peak value of the admittance shown in Figure 1-8(b). The 

simplest damping manner is to insert a resistor in series with the filter capacitor, 

which is shown in Figure 1-12(a). All the reactive current flows through the resistor, 

leading to a great amount of power loss [42], [102]. Also the harmonic filtering 

performance is deteriorated, since the impedance of the capacitor branch is increased. 

Other passive damping methods are proposed to reduce the power loss and improve 

the filtering performance, which are shown in Figure 1-12(b)~(f). Nevertheless, the 

method increases the system cost and reduce the efficiency. 
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Figure 1-12. Configurations of passive damping resistor, (a) series R damper, (b) 

shunt RC damper, (c) series RLC damper, (d)shunt RLC damper, (e) third order 

damper, (f) single tuned damper.  
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3) Active Damping of Grid-Connected VSIs. In order to avoid the power loss 

introduced by the damping resistor, various active damping methods have been 

proposed [94], [103]–[105]. Most active damping methods introduce additional 

feedback signal to dampen the resonance peak of the LCL filter, the signals used in 

the literatures include: 

 Capacitor current feedback [104]; 

 Capacitor voltage feedback [106]–[108]. 

Modification of the current reference and grid voltage feedforward can also be 

applied to stabilize the VSI. Since the time delay of the PWM process may lead to 

the phase crossing of -180 degrees of the open loop gain, delay compensation is also 

investigated to improve the stability of the VSIs [109]–[111]. Even though the active 

damping method is effective for single VSI for inductive grid impedance, the 

effectiveness of them are corrupted when multiple VSIs are paralleled. Also, for 

high power VSI with low switching frequency, the active damping method may not 

be effective due to the limited control bandwidth [30].  

4) Active Damper for PE based Power System. The active damper has recently been 

proposed to stabilize the PE based power system [33], [112]–[115]. The topologies 

of the L filtered and LC filtered active damper are shown in Figure 1-13. It re-shapes 

the grid impedance seen by each VSI by mimicking the behavior of a damping 

resistor, thus it is more effective and reliable for complex grid conditions. Unlike the 

traditional R-APF, the active damper suppresses the harmonic resonance caused by 

the interactions among the VSIs, which has much higher order and varies in a wide 

frequency range [33]. Proportional and Resonant (PR) controller has been used to 

control the output current of the active damper at the harmonic resonance frequency.  

Shunt active damper

VS

LCL filtered VSC

LC filter

L filter

 

Figure 1-13. Topology of active damper configurations. 



CHAPTER 1. INTRODUCTION 

16 

Since the resonance frequency is unknown and may not be integer times of the 

fundamental frequency, online frequency detection is needed and has been proposed 

[113]. Nevertheless, the real-time resonance frequency detection is challenging and 

remains to be further improved. 

1.3. APPLICATION OF SERIES-LC FILTERED VSI IN PE BASED 
POWER SYSTEMS 

As mentioned above, the APF technologies have been used to mitigate all the 

harmonics appearing in a PE based power system, except for the near-synchronous 

resonance. Compared with the traditional L or LCL filtered APFs, the HAPFs shown 

in Figure 1-6 have some proven advantages, such as reduced power rating of the VSI 

and system cost. Furthermore, the type I HAPF, or the series LC filtered VSI, has 

been reported in several literatures to provide the resonance damping and harmonic 

filtering service for the grid [80], [84]-[86], [112], [116]. Also, the current flowing 

into the HAPF can be directly controlled by the VSI. In this section, the application 

of the series LC filtered VSI is briefly reviewed.  

1.3.1. RESONANCE DAMPING FOR PASSIVE POWER FILTERS 

In [80], [116], the Passive Power Filters (PPFs) tuned at the dominating harmonics 

are utilized as the series LC filter for the HAPF, while the capacitor is designed to 

provide the desired reactive power compensation. The typical topology of the system 

is shown in Figure 1-14. Due to the existence of capacitive components, harmonic 

resonance can be introduced which may cause overcurrent and overheating of the 

PPFs. The VSI is used to emulate a damping resistor to dampen the harmonic 

resonance and protect the passive filters from overheating and overcurrent.  The 

control circuit of the HAPF is shown in Figure 1-15(a). The harmonic component of 

the source current iS or the filter current iF is extracted and multiplied by the control  

VS

Nonlinear load

PFC capacitor

Series LC filtered VSI

iF

iS

LC

LS

 

Figure 1-14. Network model of system equipped with nonlinear load and series LC 

filtered VSI.  
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Figure 1-15. Control circuit of the HAPF and equivalent model, (a) control circuit, 

(b) equivalent model. 

 

gain Kv to form the voltage reference. Since the LC filter is tuned at the dominating 

harmonics (often the 5th harmonic), the VSI can then be regarded as a damping 

resistor with Kv ohm.  

The equivalent circuit of the system in Fig. 1-14 is shown in Figure 1-15(b). For the 

filter current iF feedback, the virtual resistance is connected in series with the LC 

filter. For the source current iS feedback, the virtual resistance is connected in series 

with the grid impedance. With the virtual resistance, harmonic resonance at the the 

5th can be effectively dampened. The virtual resistance Kv can be adjusted online 

based on the amplitude of the 5th order harmonic. 

1.3.2. SERIES LC FILTERED R-APF  

The HAPF can also be controlled as the R-APF, where the VSI and the series LC 

filters can be viewed as a resistor together. The control structure of the series LC 

filtered R-APF is shown in Figure 1-16. Like the traditional R-APFs, the voltage at 

the PCC is measured to generate the current reference. Different control targets can 

be achieved by changing the current reference of the R-APF. A current controller is 

used to track the reference and online adjustment of the virtual resistance can be 

achieved by comparing the THD of the voltage to a given value [80]-[82]. In order 

to achieve unity closed-loop gain, paralleled Resonant (R) controllers tuned at the 

harmonics are used to increase the open loop gain of the current control loop.  Due 

to the high open loop gain, the PCC voltage has little influence on the output current. 
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Figure 1-16.  Control structure of the series LC filtered active damper as an R-APF.  

 

The series LC filtered VSI can also be used to suppress the harmonic resonance 

caused by the instability issue, which is denoted as the “active damper” (active 

stabilizer) in some literatures [113], [117]. The control system of the active damper 

is similar with that of an R-APF. However, online resonance frequency detection is 

needed to tune the resonant part of the current controller [113]. Even though various 

frequency detection algorithms have been proposed, they increase the computational 

burden of the control system greatly, which confines the real applications of the 

active dampers. 

1.4. PROJECT MOTIVATION 

1.4.1. PROBLEM STATEMENT 

In present researches on the control of the series LC filtered VSIs, either the VSI 

emulates the virtual resistance (Figure 1-14) or the whole HAPF emulates the 

resistance (Figure 1-16). For the PE based power system, the latter one is better 

since it offers more controllability at the system level. Research on using the series 

LC filtered VSI to mitigate the switching harmonics of a high power VSI has not 

been reported.  

For the series LC filtered R-APF and the active damper, the VSI is controlled to be a 

current source. Even though the reference current is dependent on the harmonic 

component of the PCC voltage, the influence of the PCC voltage as a disturbance for 

the current control loop of the APF is neglected. However, given the wide frequency 

range of the harmonics in a PE based power system, the targeted frequencies for the 

APFs can be both unknown and too high for the APFs to track. To be more specific, 

there are following challenges for the application of series LC filtered VSIs. 
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 For the active dampers, the emulation of damping resistance at unknown 

frequencies is challenging. The frequencies of the harmonic resonance can 

be inter-harmonics. Without the knowledge the resonance frequency, it is 

difficult to tune the resonant controllers and achieve unity closed-loop gain 

for the current control loop.  

 For the APFs used to mitigate the switching frequency of a high power VSI, 

the targeted frequencies are at kilo Hertz level and are much higher than the 

normal APFs intended for the LCC-originated harmonics. The current 

control at those frequencies is not trivial since they are above the normal 

control bandwidth of VSIs switching which is below 20 kHz.  

1.4.2. IMPEDANCE MODEL OF SERIES LC FILTERED VSI 

For the current controlled VSIs, the Norton equivalent model is shown in Figure 1-

17. In the figure, the current source IS represents the current introduced by the 

current reference and the closed-loop system. The output admittance Yo reflects the 

influence of the disturbance on the final output current. Usually, the output 

admittance is very low and can be neglected. As a result, in most existing researches, 

the current controlled APFs are represented by a current source. The impedance 

model of LC filtered VSI has not received much attention, while the impedance 

model of the LCL filtered grid-connected VSIs has been studied intensively [58]-

[62]. 

Meanwhile, in the output admittance, the current controller of the VSI can be 

represented physically. The proportional controller introduces a virtual resistance 

and the integral or resonant controller introduces a virtual capacitance in the Norton 

equivalent model. With the physical representation of the current controllers, the 

output admittance of the APFs may bring new possibilities for the control system 

design of the series LC filtered VSIs. Apparently, the following hypothesizes can be 

established: 

 The virtual resistance introduced by proportional controller of the active 

damper can provide the damping resistance for the PE based power system; 

 With the passive LC filter and the virtual impedance introduced by the 

current controller, various impedances can be synthesized by the series LC 

filtered VSI without any accurate current reference tracking.  
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Figure 1-17.   Norton equivalent model of the current controlled VSI. 
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1.4.3. PROJECT MOTIVATION 

As discussed above, the accurate current reference tracking is the obstacle for the 

application of the series LC filtered VSI for resonance damping at unknown 

frequencies and switching harmonic attenuation for the high power VSIs. Meanwhile, 

it is possible to use the output admittance of the series LC filtered VSI for the 

harmonic damping and mitigation in a PE based power system, as hypothesized 

above. As a result, this thesis is motivated to explore the possibilities of using the 

output admittance of the current controlled series LC filtered VSI to mitigate the 

harmonics and reduce instability. 

1.5. RESEARCH OBJECTIVES 

In this thesis, the impedance model of current controlled VSIs including the normal 

LCL filtered grid-connected inverter and the series LC filtered VSI are first 

investigated. The objective is to develop the control strategies of the series LC 

filtered VSI to achieve the following targets based on the impedance model: 

1) Harmonic stabilization in PE based power system; 

2) Integration of series LC filtered VSI to high power VSI to improve the 

output current quality; 

3) Damping of the LCC-originated harmonics in the PE based power system. 

1.5.1. HARMONIC STABILIZATION OF PE BASED POWER SYSTEM 

In order to study the harmonic stabilization of the PE based power system using the 

series LC filtered VSI, the following research targets are covered: 

 Review of the existing research on the stability analysis and enhancement 

methods for grid-connected VSIs with LCL filter; 

 Investigation on the mechanism on how the series LC filtered active 

damper stabilizes the harmonic instability of PE based system; 

 Simplification of the control system of the active damper based on the 

developed impedance model. 

In the research on IBS analysis of grid connected VSIs, the concept of passivity will 

also be applied [60]-[62]. If the output admittance of a VSI is passive in a frequency 

range, it means the current control loop is stable under ideal grid voltage and it can 

dissipate energy in the passive frequency range. As long as the real part of the output 

admittance of the series LC filtered active damper is positive, the active damper can 

always provide damping for the system.  

The control target of the series LC filtered active damper in this thesis is changed 

from mimicking the behavior of resistor to enhancing the passivity of the PE based 
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system. The real part of the output admittance of the active damper with only a 

proportional current controller is investigated. As a result, the online detection of the 

resonance frequency is not needed for the active damper.  

1.5.2. INTEGRATION OF SERIES LC FILTERED VSI WITH HIGH 
POWER VSI  

The detailed research objectives in this part include the following: 

 Switching harmonic attenuation of switching harmonics of high power VSI 

based on series LC filtered VSI; 

 Low order harmonic distribution analysis and mitigation of the high power 

VSI based on series LC filtered VSI. 

The limitation of the conventional VSI-based APF in the switching harmonic 

attenuation of a high power VSI is mainly the current control at high frequency. 

Instead of tracking certain current reference, this thesis explores the possibility to 

use the series LC filtered VSI to provide low impedance path to bypass the 

switching ripples of a high power VSI. Based on the output impedance of the series 

LC filtered VSI, the low impedance path can be synthesized with a special current 

controller, while the current reference can be set to zero.  

In order to develop proper control system of the series LC filtered VSI, the 

impedance model of the system with a high power VSI and the series LC filtered 

VSI will be investigated at the low order harmonics. Note that two impedance 

models are needed to describe the system since at two different frequency ranges. At 

the switching frequency of the high power VSI, it can not be modelled using the 

impedance based method since it is above its Nyquist frequency. At the low order 

harmonics, both the high power VSI and the series LC filtered VSI can be modeled 

using the IBS method. The operation principles can then be derived based on the two 

impedance models.  

1.5.3. DAMPING OF THE LCC-ORIGINATED HARMONICS IN PE 
BASED POWER SYSTEM 

For the series LC filtered R-APF, the output impedance of the VSI will be 

investigated to provide the desired virtual resistance at the harmonic frequencies. 

Since the output impedance is independent on the current reference, the harmonic 

grid voltage is not measured for the reference generation. However, the grid voltage 

needs to be measured for synchronization, which is necessary for the dc-link voltage 

control. Hence, the elimination of the AC side voltage sensor can only be expected if 

the dc-link control can be carried out without any AC voltage sensor. In this part of 

the research, there are two specific goals: 



CHAPTER 1. INTRODUCTION 

22 

 Virtual resistance synthetization with the output impedance of the series LC 

filtered VSI; 

 AC voltage sensorless control of the dc-link voltage. 

1.6. THESIS OUTLINE 

This thesis starts with the harmonic stablization of the PE based power system using 

the series LC fitlered VSI in Chapter 2 and Chapter 3. Impedance Based Stability 

(IBS) analysis of the normal grid-connected LCL filtered VSIs and the 

corresponding experimental verification are carried out in Chapter 2. Next, the IBS 

is carried out for the series LC filtered VSI in Chapter 3, where the system stablility 

is impoved by controlling the LC filtered VSI as the “active damper” [119]. 

Investigation on the mechanism on how the series LC filtered active damper 

stabilizes the PE based system is carried out in this paper. Also, the control system 

of the active damper is simplified based on the developed impedance model.  

Next, the impedance model of the series LC filtered VSI is further utilized for 

switching harmonic attenuation in Chapter 4. The “active trap filter” is proposed in 

this chapter, which is effective at by-passing the switching harmonics of the high 

power VSI with low switching frequencies [120]. Chapter 5 continues the work on 

the active trap filter and analyses the low order harmonic distribution within the 

system of a high power VSI and the active trap filter. Control strategy is developed 

so that the active trap filter can mitigate also the low order harmonics introduced by 

the background distortion in the grid [121].  

In Chapter 6, the control strategy of the series LC filtered VSI is proposed to 

dampen the LCC-originated harmonics. The impedance model of the series LC 

filtered VSI is utilzed again to emulate damping resistance at the low order 

harmonics, enabling the voltage sensorless Resistive-APF (R-APF) [122].  

Finally, Chapter 7 summarizes the main conclusions ans points out the future works 

of this thesis. Each chapter from Chapter 2 to 6 is composed of a journal paper. The 

short introductions from Chapters 2 to 6 are listed below:  

Chapter 2 gives the first paper, published in the IEEE Transactions on Industrial 

Applications. In this paper, the IBS analysis is first carried out for a renewable 

energy power plant with multiple LCL filtered VSIs. The non-passive frequency 

ranges of the output admittance of the VSIs are calculated. It is shown that the non-

passive frequency range is related to the LCL parameter, control strategy and the 

time delay in the current control loop. Analytical expressions of the non-passive 

frequency region are derived. Then, a passivity enhancement method is proposed. 

Instead of using VSIs with the same parameter, this paper suggests to adopt VSIs 

with different LCL parameters, control strategies and sampling frequencies, which 

are dependent on the power rating. In such a way, the negative-real part of the output 
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admittance will be cancelled among the VSIs. The power plant as well as individual 

VSI will remain stable with both inductive and capacitive grid impedance. 

Chapter 3 gives the second paper, published in the IEEE Transactions on Industrial 

Electronics. In this paper, the Norton equivalent circuit of the series LC filtered 

active damper is developed, which consists of a current source and an output 

admittance. The output admittance has been neglected in many literatures, but it is 

investigated in this paper. By controlling the current source as a virtual resistor, the 

current source can be viewed as an additional admittance connected in parallel with 

the output admittance of the active damper. The proportional current control is used 

for the active damper and the online detection of the resonance frequency is not 

needed. It is shown that above the current control bandwidth, the additional 

admittance introduced by the current source will have a negative real part, which 

corrupts the stability of the system. To solve this problem, a low-pass filter is 

connected in series with the current controller. The resultant total output admittance 

of the active damper becomes passive in a wide frequency range. 

Chapter 4 gives the third paper, published in the IEEE Transactions on Power 

Electronics. In this paper, an Active Trap Filter (ATF) based on the series LC 

filtered VSI is proposed to attenuate the switching harmonics of a high power VSI 

with low pulse ratio. The sideband frequencies of the switching harmonics of the 

high power VSI can be up to several kilo Hertz. The current control at this frequency 

level with limited switching frequency (below 20 kHz) is challenging. The operation 

principle of the ATF is to provide zero output impedance at the sideband frequencies 

of the high power VSI. In such a way, the ATF can be viewed as a current-controlled 

voltage source and the current reference can simply be set to zero. The performance 

of the ATF is not dependent on the current control bandwidth, thus the normal IGBT 

with an operation frequency below 20 kHz can be used. The impedance model of the 

grid-connected VSI has been studied intensively for the IBS analysis. It is the 

contribution of this paper to use the impedance model for harmonic attenuation.  

Chapter 5 gives the fourth paper, submitted to the IEEE Journal of Emerging and 

Selected Topics on Power Electronics. Due to the low control bandwidth of high 

power VSIs, the background harmonic in the grid voltage causes the distortion of the 

output current on the high power VSI. In this paper, both the switching harmonics 

and the low order harmonics in the output current of a high power VSI is 

compensated with the series LC filtered VSI, whose power rating is low. The 

operation principle of the low power VSI is obtained by the impedance model of the 

system. At the low order harmonics, the low power VSI acts as a current source 

controlled by the converter side current of the high power VSI. At the swtching 

harmonics, the low power VSI should provide zero output impedance. A modified 

PR controller is used as the current controller of the low power VSI.  
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Chapter 6 gives the fifth paper, accepted by the IEEE Transactions on Power 

Electronics, where a AC voltage sensorless R-APF is proposed. Unlike the 

traditional R-APF, which controls its output current to track the reference that is 

obtained with the harmonc voltage information, the output impedance of the 

proposed R-APF emulates a damping resistor. The current reference is set to zero 

and the current controller is composed of proportional controller and paralleled 

Quadrature Signal Generators (QSGs). What is more, for the dc-link voltage control, 

the traditional control method needs to measure the grid voltage for the purpose of 

synchronization. In this paper, a grid voltage estimation method is proposed to 

obtain the fundamental component of the grid votlage. Hence, the AC voltage sensor 

can be removed, which not only reduces the system cost but also improves the 

isolation between the control loop and the power loop of the R-APFs. 
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2.1. BRIEF SUMMARY 

Nowadays, more and more Renewable Energy Source (RES) based power plants are 

being installed in the power systems, where multiple LCL filtered grid connected 

inverters are connected to the same Point of Common Coupling (PCC) [1]-[3]. The 

grid impedance between the PCC and the voltage feeder or the ideal voltage source 

can either be inductive or be capacitive. The typical topology of such a power plant 

is shown in Figure 2-1. In order to increase the power capability of the power plant, 

more inverters should be paralleled. However, the number of the inverters is 

sometimes limited by the stability issues since the equivalent grid impedance seen 

by each inverter increases with the number of paralleled inverters [26].  

In this paper, the stability of RES based power plant with multiple grid-connected 

converters is first analyzed using the impedance based technique. The impedance 

model of the system shown in Figure 2-1 is drawn in Figure 2-2, where each inverter 

is represented by its Norton equivalent model. Based on the model, the total current 

Ig_t and the output current of the ith inverter Ig_i can be obtained as [118]
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Figure 2-1. Topology of the RES based power plant with multiple grid-connected 

inverters in parallel, quoted from [118]. 
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are the admittance ratio between the total output admittance of the power plant Yoct 

and the grid admittance and the ith output admittance Yoci and the grid admittance.

The system stability can be judged by the admittance ratio Tm through the Nyquist 

criterion [5]. Next, the passivity or net damping of the whole system is investigated 

regarding the parameters of each individual inverter. The passivity is a desired 

property of the impedance model of the inverters. If the inverter is passive, it means 

that the real part of its output admittance is positive and it contributes to the net 

damping of the whole system [22]. If each inverter is passive, then the system will 

be stable. However, due to the time delay in the current control loop, the non-

passive frequency ranges are introduced, where the real part becomes negative. The 

non-passive frequency ranges have been calculated for both the grid and inverter 

current controlled inverters. The results are shown in Table 2.1. In the table, fLC is 

the resonance frequency of the inverter side LC filter, and fs is the sampling 

frequency. From the table, it can be seen that the non-passive range is dependent on 

both the LCL filter and the sampling frequency used.  

Table 2.1 Non-Passive Frequency Regions for the LCL Filtered Inverters, 

quoted from [118]  

Controlled Current Position of fLC Non-Passive Region 

Inverter Side Current - [fs/2, fs/6] 

Grid Side Current 
fLC > fs/6 [fs/6, fLC] 

fLC < fs/6 [fLC, fs/6] 

IS1 Yoc1

Ig1

IS2 Yoc2

Ig2

ISN YocN

IgN

...

-

VPCC

+

VSCp

ZS

Inverter #1 Inverter #2 Inverter #N

Figure 2-2. Impedance model of RES based power plant, quoted from [118]. 
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Then the paper proposes to use inverters with different LCL filters and sampling 

frequencies to cancel the negative real parts in the frequency domain. This suggests 

the system designer of the power plant to adopt inverters with different parameters 

in order to improve the system stability. Three cases where two different inverters 

are paralleled are studied in this paper: case 1), inverter side current control & grid 

side current control; case 2), grid side current control with different fLC; and case 3), 

grid side current control with different sampling frequencies. Both simulation and 

experimental results are obtained to support the effectiveness of the proposed 

method. The Nyquist plots of the admittance ratio Tm in the three cases are shown in 

Figure 2-3, where the encirclement of the critical point can be found with only one 

type of inverter and no encirclement can be observed with two types of inverters. 

The corresponding experimental results are shown in Figure 2-4. The results show 

that with only one type of inverter, the system is unstable; when two different 

inverters are connected, the system becomes stabilized. 
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Figure 2-3. Nyquist plot of the admittance ratio in the three cases, quoted from 

[118]. (a) case 1, (b) case 2, and (c) case 3.  
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Figure 2-4. Experimental results in the three cases, quoted from [118]. (a) case 1, (b) 

case 2, and (c) case 3.  

2.2. KEY CONTRIBUTIONS 

There are mainly two contributions in this chapter. First, the impedance based 

stability analysis method is experimentally verified. The impact of the grid 

inductance has been studied in many literatures, while the grid capacitance is seldom 

considered. In this chapter, the impact of the grid capacitance is also analyzed. 

Secondly, the passivity enhancement method is proposed and experimentally 

verified. The proposed method does not require any additional sensors as required in 

many active damping methods.  
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The contributions of this chapter lie the foundation to achieve research objective 1) 

in Chapter 1. 5. Even though the active damper is not considered, it is shown in this 

chapter that enhancing the passivity can be the operation target for the active damper. 
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3.1. BRIEF SUMMARY 

In this paper, the stability of grid connected inverters with LCL filters is improved 

using the series LC filtered active damper. The topology of the system studied in 

this paper is shown in Figure 3-1, quoted from [119]. In the figure, there is an LCL 

filtered Voltage Source Inverter (VSI) and an active damper composed of a series 

LC filter and a low power VSI. Since the series capacitor sustains the fundamental 

voltage, the required dc-link voltage of the active damper is greatly reduced. In 

previous studies, the active damper is controlled to mimic the behavior of a damping 

resistor, which is done by using a current controller tuned at resonance frequency in 

the system and neglecting the output admittance of the active damper itself [33]. 

However, the online detection of the resonance frequency and the tuning of the 

damping effort remain open issues [113]. 

The tuning method of the damping effort for the active damping is proposed and 

output admittance of the active damper itself is analyzed in this paper. First, the 

Norton equivalent circuits of the LCL filtered VSI is built, which is shown in Figure 

3-2(a) [119]. In the figure, iINV
* is the current reference, Gcl is the closed-loop gain of

the current control loop and Yoc is the output admittance. The grid impedance is Ls 

and Rs. The minimum value of the real part of the output admittance of the LCL 

filtered VSI Yoc is estimated with the largest magnitude of Yoc at 1/6 of the sampling 

frequency assuming that Yoc is pure real part. In fact this estimated damping effort is 

larger than the needed value since there is always an imaginary part in Yoc. The 

estimated value is then set to be the resistance that the active damper needs to mimic. 

Next, the impedance model of the active damper itself is built using the same 

method, which is shown in Figure 3-2(b). Since the current reference of the active 

damper is obtained by dividing the harmonic voltage with the damping resistance, 

the current source in the Norton equivalent circuit can be replaced with a virtual 

admittance. Hence, the total damping effort of the active damper comes not only 

from tracking the current reference but also from its own output admittance.  

Lg
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Vdc

LS
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VS ig

VPCC

RS Rlg LfRlf

La

ia

Ca

Vdca

Active damper

Rla

Grid-tied converterNon-ideal grid

iINV

        

VLC
Va

Figure 3-1. System topology studied, quoted from [119].  
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Figure 3-2. Impedance model of the LCL filtered VSI and the active damper, quoted 

from [119]. (a) LCL filtered VSI, and (b) active damper. 

In order to avoid the online detection of the resonance frequency, only the 

proportional controller is used as the current controller of the active damper. 

Without the resonant controller, there is no need to detect the resonance frequency 

while the open loop gain is not high at the resonance frequency. Hence the control 

bandwidth is limited. This imperfection of the closed-loop control introduces 

additional negative real part for the active damper. A simple first order low-pass 

filter is used to solve this problem and the impact of the closed-loop control is 

minimized above the control bandwidth. The resultant current control loop of the 

active damper is shown in Figure 3-3. In order to show the performance of the 
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Figure 3-3. Proposed current control loop with output admittance shaping, quoted 

from [119].  
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Table 3.1 Parameters of the Grid  Converter, quoted form [119] 

Parameter Value 

Electrical parameters 

Lfc 4.9 mH 

Rlf 0.2 Ω 

Cf 10 μF 

Lfg 1.8 mH 

Rlg 0.2 Ω 

fLC 718 Hz 

Control parameters 

fs 5 kHz 

Ts 200 μS 

Kp 20 

Table 3.2 Parameters of the Active Damper, quoted from [119] 

Parameter Value 

Electrical parameters 

La 1.8 mH 

Ca 10 μF 

Rla 0.1 Ω 

VPCC (RMS) 230 V 

Control parameters 

fsa 10 kHz 

Tsa 100 μS 

Kpa 4 

Kpa_dc 10 

Kia_dc 0.5 

proposed control method of the active damper, simulation and experiments are 

carried out with the parameters listed in Table 3.1 and Table 3.2, respectively. The 

Bode plots of the total admittance seen by the grid with / without the output 

admittance shaping method are shown in Figure 3-4(a) and  (b), respectively. 
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Figure 3-4. Bode plots of the admittance seen by the grid, quoted from [119]. (a) 

without output admittance shaping, and (b) with output admittance shaping method. 
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As it can be seen from Figure 3-4, without the low-pass filter, there is a non-passive 

region between 1.6 kHz and 3.4 kHz. The system is robust to inductive grid 

impedance but harmonic instability can be introduced by capacitive grid impedance. 

With the low-pass filter, the non-passive region is almost eliminated. The enhanced 

passivity improves the stability of the system regardless of the grid impedance.  

In the experiment, the system is first exposed to inductive grid impedance of 2.7 mH. 

The PCC voltage and grid current are unstable without the active damper, as is 

shown in Figure 3-5(a). When the active damper without the output admittance 

shaping method is connected, the system is stabilized as shown in Figure 3-5(b). 

When the grid impedance becomes capacitive, the system becomes unstable even 

with the active damper, as is shown in Figure 3-5(c). After enabling the output 

admittance shaping of the active damper, the system is stabilized, as it is shown in 

Figure 3-5(d). 
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Figure 3-5. Key experimental results, quoted from [119]. (a) harmonic instability of 

the LCL filtered VSI against inductive grid impedance, (b) stabilized system with 

active damper against inductive grid impedance, (c) harmonic instability against 

capacitive grid impedance without output admittance shaping method, and (d) 

stabilized system against capacitive grid impedance with the output admittance 

shaping method.  
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3.2. KEY CONTRIBUTIONS 

There are mainly two contributions in this chapter. First, the tuning method for the 

damping resistance of the active damper is proposed. The idea is to guarantee the 

passivity of the system with the active damper. The largest magnitude of the output 

admittance of the LCL filtered VSIs is chosen as the virtual damping resistance, 

which appears at 1/6 of the sampling frequency. Second, the current control loop of 

the active damper is simplified with a proportional current controller and a low-pass 

filter. With the low-pass filter, the output admittance of the active damper is re-

shaped above its current control bandwidth and the system is robust to both 

inductive and capacitive grid impedance.  

The contributions of this chapter achieve research objective 1) of using the series LC 

filtered VSI to stabilize the PE based power system. The working mechanism of the 

active damper is investigated and the control strategy is simplified.  
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4.1. BRIEF SUMMARY 

The switching harmonics attenuation is challenging for the high power Voltage 

Source Inverters (VSIs) with low switching frequencies [45], [48]. In this paper, an 

Active Trap Filter (ATF) is proposed based on the physical interpretation of the 

current controllers in its impedance model. The topology of the studied system is 

shown in Figure 4-1. In the figure, the ATF is composed of a series LC filter and a 

low power VSI and it is connected to the middle point between the inverter side and 

grid side inductors of the main VSI. The operation principle of the ATF is to provide 

a zero impedance path at the switching frequencies of the main VSI and the 

switching harmonics can be bypassed by the ATF. The unique feature of the ATF is 

that its impedance characteristic is achieved not by tracking certain current reference, 

but by utilizing the output impedance of the ATF itself.  

In order to understand the physical meaning of the current controllers in the 

impedance model, the current control loop and the Thevenin equivalent circuit of a 

normal L filtered VSI are shown in Figure 4-2(a) and (b), respectively. Based on 

Figure 4-2(a), the output current I can be obtained as  
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Figure 4-1. Topology of the high power voltage source inverter with the proposed 

active trap filter to reduced switching harmonics, quoted from [120].  
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Figure 4-2. Impedance model of L filtered VSI, quoted from [120] (a) current 

control loop, and  (b)) Thevenin equivalent circuit. 

 

Equation (4.1 ) leads to the impedance model shown in Figure 4-2(b), where the 

voltage source VS and the output impedance Zo can be calculated as  
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If the time delay in the power converter Gd(s) is neglected in (4.3), the impacts of 

the current controller on ZO are clear: 

 The Proportional (P) controller will introduce a virtual resistance.  

 The Integral (I) controller under rotating dq-frame and the Resonant (R) 

controller under the stationary frame will introduce a virtual capacitance. 

It should be noted that the integral or resonant controller has a phase shift of 90 

degrees above the resonance frequency, which is the origin of the capacitive output 

impedance. In this paper, the Quadrature Signal Generator (QSG) is used as the 

current controller due to its frequency characteristic of 90 degree’s phase shift and 

unit gain at the resonance frequency. Considering the time delay Gd(s), the QSG 

should compensate the additional phase lag introduced by Gd(s) at the resonance 

frequency. Instead of the standard QSG, the following modified QSG with phase 

compensation can be used.  
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where α is the compensated phase lag.  

 1.5 sT    (4.5) 
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With the modified QSG, the output impedance of the ATF can be calculated as  

        _
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oca LC d i QSGm i

i

Z s Z s G s K G s


     (4.6) 

Thus, the virtual capacitance can be introduced at the resonance frequency. With the 

virtual capacitance and the series LC filter of the ATF, series LC resonance or “short 

circuit” can be generated at the resonance frequency of the QSG. In order to bypass 

the switching harmonics of the main VSI, the QSG should be placed at each of the 

sideband harmonics of the switching frequency. The overall control system of the 

ATF is shown in Figure 4-3, where a dc-link control loop and the QSG bank can be 

observed. The frequency characteristic of the output impedance is shown in Figure 

4-4 where QSGs are placed at 2 kHz and 3 kHz. It can be seen from the figure that 

the output impedance approaches zero at the targeted frequencies.  
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Figure 4-3. Overall control structure of the active trap filter, quoted from [120] 
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Figure 4-4. Frequency characteristic of the output impedance of ATF when QSGs 

are used at 2 kHz and 3 kHz, quoted from [120].  
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The performance of the active trap filter is tested experimentally and compared with 

the passive trap filters. The waveform of the grid current without enabling the ATF 

is shown in Figure 4-5(a), when the ATF is enabled, the grid current is shown in 

Figure 4-5(b). Quote from [120]: “The amplitude of the switching harmonics up to 

around 8 kHz were reduced by nearly 4 times”. It should be noted that the sampling 

frequency of the ATF is 20 kHz, whose Nyquist frequency is 10 kHz. Using the 

conventional current control technique to control current at this high frequency is 

challenging since the current control bandwidth is usually 1/10 of the sampling 

frequency (in this case 1 kHz). The grid current with the passive trap filters tuned 

around the first sideband are shown in Figure 4-5(c) and (d), respectively. It can be 

seen that the passive trap filter attenuate one frequency component and higher order 

sideband harmonics are not attenuated. Also, there are some harmonic resonances 

around 1 kHz, which need passive damping resistance or active damping functions 

in the main VSI. The results show that the ATF has advantages over the passive trap 

filters such as more sidebands harmonics attenuated and less harmonic resonances.  
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                                  (a)                                                               (b) 
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  Passive filter current itp: 2 A/div
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                                  (c)                                                               (d) 

Figure 4-5. Performance of the proposed active trap filter and the passive trap 

filters, quoted from [120]. (a) grid current with passive trap filter tuned at 1.3 kHz, 

(b) grid current enabling the active trap filter, (c) grid current with passive trap 

filter tuned at 1.85 kHz, (d) grid current with passive trap filet tuned at 2.05 kHz.  
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4.2. KEY CONTRIBUTIONS 

The impedance modelling method has been intensively adopted in the stability 

analysis of grid connected converters. The main contribution of this chapter is the 

physical interpretation of the current controllers in the impedance model and using 

the virtual impedance introduced by the current controller for harmonic attenuation. 

The current controller show resistive and capacitive response to voltage disturbance. 

The response is independent of the current reference and the current reference can be 

set to zero. In this chapter, virtual capacitance is introduced with QSG at the 

sideband harmonics of the main VSI. Compared with the passive filtering techniques, 

the proposed method has the advantages of reduced passive trap branches and 

improved system stability. Compared with the conventional active power filtering 

techniques, the advantages of the proposed method are the reduced complexity of 

the controller and higher frequency range for harmonics compensation.  

This chapter contributes to achieve research objective 2) in Chapter 1.5. With the 

proposed method the series LC filtered VSI can be integrated into the high power 

VSI for switching harmonic attenuation.  
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5.1. BRIEF SUMMARY 

Due to the low switching frequency, the current control bandwidth of the high power 

Voltage Source Inverter (VSIs) is limited. The output current of the high power VSI 

can be distorted by the background harmonics in the grid voltage [45]. In this paper, 

a new control system is proposed for the Active Trap Filter so that it guarantees the 

sinusoidal output current of the main VSI even in the presence of grid harmonics. 

The topology of the studied system is shown in Figure 5-1. The system is composed 

of a high power VSI with low switching frequency and a series LC filtered Active 

Trap Filter (ATF). In order to derive the operation principles of the ATF, the 

impedance models of the system should be built. Since the low order harmonics in  
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Figure 5-1. System topology of high power VSI with series LC filtered active trap 

filter, quoted from [121].  
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Figure 5-2. Impedance model of the system in Figure 5-1 at the background 

harmonic frequencies, quoted from [121].  
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the grid voltage are below the Nyquist frequency of the high power VSI, the Norton 

equivalent circuits are developed for both the high power VSI and the ATF. The 

impedance model of the system is shown in Figure 5-2. It should be noted that the 

model is not valid at the switching harmonics of the high power VSI.  

Based on Figure 5-2, the harmonic component in the grid current can be obtained as  
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  (5.1) 

In order to make Ig_h equal to zero, the following equation should hold.  
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  (5.2) 

The above equation indicates that when the grid current is sinusoidal, the harmonic 

grid voltage is applied to only the output impedance of both the high power VSI and 

the ATF. Hence, the harmonic voltage can be virtually moved from the PCC point to 

the middle point between the two filter inductors. At the inverter side of the high 

power VSI, the harmonic current can be calculated as  

 _
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c h
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V
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Z
   (5.3) 

If the output impedance of the ATF Zoa at the low order harmonics can be viewed as 

infinite (open circuit), then the harmonic current flowing into the ATF can be 

calculated as  
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The equation shows that the ATF should generate the current with the opposite 

phase with the harmonics at the inverter side of the high power VSI. At the 

switching harmonics, the ATF should provide zero output impedance to bypass the 

switching ripple. At the fundamental frequency, the ATF should regulate the dc-link 

voltage. The resultant overall control structure of the ATF is shown in Figure 5-3. In 

the figure, there are three control loops, namely the ATF loop, the APF loop and the 

dc-link control loop. The three control loops should work in different frequency 

ranges in order not to interfere with each other. The closed-loop gain of the dc-link 

control loop can be calculated as  
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Figure 5-3. Overall control structure of the ATF, quoted from [121]. 
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are the natural frequency and damping ratio of the dc-link control loop, respectively. 

By setting the damping ratio ξ to the typical value of 0.707 and the bandwidth ωb_dc 

below the fundamental frequency, the control gains can be obtained as 
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Experiments are carried out to test the performance of the proposed control strategy. 

A programmable AC source is used as the grid voltage and the 13th harmonic is 

injected into the grid voltage. The grid voltage, grid current, inverter current of the 

high power VSI is shown in Figure 5-4 when the ATF loop is disconnected. As it 

can be seen, the grid current Ig contain both switching harmonics and the 13th 

harmonics. When the ATF is connected without enabling the APF loop, the 

experimental results are shown in Figure 5-5, where the grid current Ig is distorted 

with 13th harmonic and the ATF current Ia is heavily distorted with the switching 

harmonics. When both the APF loop and ATF loop are enabled, the experimental 

results are shown in Figure 5-6, where the grid current Ig is sinusoidal. The 

performance of the dc-link control loop is shown in Figure 5-7, where the dc-link 

voltage is stepped from 400 V to 200 V. The dynamic process takes about 0.8 s.  
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Time: 10 ms/div
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5 A/div
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Figure 5-4. Experimental results when ATF is disconnected, quoted from [121]. 
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Figure 5-5. Experimental results when APF loop is disabled, quoted from [121]. 
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Figure 5-6. Experimental results when both APF loop and ATF loop are enabled, 

quoted from [121]. 



CHPATER 5. PAPER 4 
 

48
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Figure 5-7. Performance of the dc-link control loop, quoted from [121]. 

 

5.2. KEY CONTRIBUTIONS 

The main contribution of this chapter is the systematic method to integrate the series 

LC filtered ATF with the high power VSIs. The impedance model of the system is 

first derived to get the operation target for the ATF. In order to guarantee a 

sinusoidal grid current, the output impedance of the ATF should be high at the low 

order harmonics. Then three control loops are developed for different frequency 

ranges. The ATF loop works at the sideband frequencies, the APF loop works at the 

low order harmonics and the dc-link control loop works below the fundamental 

frequency. Finally, the performance of the developed control system is verified 

experimentally. 

This chapter contributes to achieve research objective 2) in the introduction part. 

With the proposed method the series LC filtered VSI can be integrated into the high 

power VSI for low order harmonic attenuation. 
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6.1. BRIEF SUMMARY 

The Resistive-Active Power Filter (R-APF) has been widely used to dampen the low 

order harmonic resonances in the power grid and isolate the propagation of 

harmonic voltages [79]-[83]. Even though voltage sensorless control has been 

developed for normal voltage source inverter [107], the voltage sensorless control of 

the R-APF has been rarely reported. In this paper a single phase AC voltage 

sensorless R-APF is proposed. Without the AC voltage sensor, the isolation between 

the power stage and the control circuit of the converter can be improved, which may 

lead to increased system reliability. Also the system cost will be reduced. The 

topology of the series LC filtered R-APF is shown in Figure 6-1.  

For the conventional control of R-APF, the grid voltage needs to be measured for 

two purposes: 1) current reference generation and 2) grid synchronization [65]. The 

current reference is often calculated by dividing the harmonic voltage with the 

damping resistance. The grid synchronization is necessary for the dc-link voltage 

control. A typical control structure of the R-APF is shown in Figure 6-2. 

The proposed control structure of the series LC filtered R-APF is shown in Figure 6-

3. Instead of tracking certain current reference, the output impedance of the series 

LC filtered R-APF is utilized to provide the desired virtual resistance. Moreover, a 
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Figure 6-1. Topology of the single phase LC filtered R-APF, quoted from [122].  
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Figure 6-2. Typical control structure of the R-APF, quoted from [122]. 
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Figure 6-3. Structure of proposed AC voltage sensorless R-APF, quoted from [122]. 

fundamental grid voltage estimation method is proposed, so that only the output 

current of the R-APF needs to be measured.  

The output impedance synthesizing block is shown in Figure 6-4. It is composed of 

a virtual capacitance generation block, a virtual resistance generation block and a 

deadtime compensation block. The virtual capacitance is introduced by paralleled 

Quadrature Signal Generators (QSGs). In order to isolate the nearby harmonics, a 

comb-based pre-filter is adopted. Compared with the paralleled Second Order 

Generalized Integrator (SOGI) technique, the comb-filter is simple and is easy to 

tune [116]. The virtual resistance is introduced by a proportional controller with the 

damping resistance as the gain. In real applications, deadtime is inserted before the 

turn-on instant of the semiconductor devices in order to avoid short circuit. This 

deadtime will introduce low order distortion in the output voltage [40] and affect the 

virtual resistance emulation of the R-APF. In this paper, a square wave is injected 

into the voltage reference to compensate the deadtime effect. The structure of the 

deadtime compensation block is shown in Figure 6-5.   
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Figure 6-4. Structure of the output impedance synthesizing block, quoted from [122]. 
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Figure 6-5. Deadtime compensation block, quoted from [122].  



CHPATER 6. PAPER 5 
 

52
 

At the fundamental frequency, the output current of the R-APF is determined by the 

difference between the grid voltage and its output voltage. With the output current Ig 

and the output voltage Vo, the grid voltage can be estimated using the following 

KVL equation. 

 

       

 

output voltage voltage accross the LC filter
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  (6.1) 

The resultant dc-link voltage control block is shown in Figure 6-6. In the figure, the 

output current Ig is fed to a QSG tuned at the fundamental frequency. The output of 

the QSG is then multiplied with the impedance of the LC filter at the fundamental 

frequency, which is the voltage dropped on the series LC filter. The grid voltage is 

the sum of Voref and VLCe neglecting the distortion introduced by the Pulse Width 

Modulation (PWM) process. The output of the dc-link voltage regulator is then 

aligned to the quadrature signal of the estimated grid voltage. It should be noted that 

if the dc-link voltage of the R-APF is low, the output current Ig is naturally aligned 

to the quadrature of the grid voltage. 

In order to test the performance of the proposed sensorless control of the R-APF, 

experiments are carried out. A programmable AC source is used to provide the 

harmonics in the grid voltage at 5th and 7th harmonic. The waveforms of the grid 

voltage and the output current are shown in Figure 6-7 where the resistance of the R-

APF is set to 10 Ω. The harmonic components are then extracted in the Matlab 

environment using the fft and ifft function. The waveforms of the extracted harmonic 

voltage and current are shown in Figure 6-8. From the figure the desired the 

impedance can be observed. The same procedure has been done with the resistance 

set to 20 Ω. The impedance characteristic is summarized in Table 6.1. From the 

table it can be seen that the R-APF emulates the resistance with good accuracy.  

*

dcV

QSGf QSG

-

+
Kpdc

Vdc

gI LCeV PoCeV

orefV

-
+

odcV

Estimation of VPoC

 LC fZ j

u2

2

dcC

u2

2

dcC

Dc-link voltage regulator  

Figure 6-6. Dc-link voltage control loop of the sensorless R-APF, quoted from [122]. 
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Figure 6-7. Waveforms of the distorted grid voltage and the output current of the R-

APF, quoted from [122]. (a) grid voltage, (b) output current of the R-APF. 
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Figure 6-8. Extracted harmonic voltage and current, quoted from [122]. (a) 5th 

harmonic voltage and current, (b) 7th harmonic voltage and current.  

 

Table 6.1. Measured impedance characteristic of the R-APF, quoted from [122] 

R                                     h  5th   7th  

10 Ω 10.7∠13.5° 10.2∠18.9° 

20 Ω 20.6∠4.5° 18.5∠0° 

 

 

The performance of the dc-link control loop is shown in Figure 6-9, where the dc-

link voltage is changed from 300 V to 200 V. The waveform of Vdc is shown in 

Figure 6-9(a). In the steady state the tracking error is below 2 V. The dynamic 

process takes about 4 fundamental cycles. The real and estimated grid voltage are 

shown in Figure 6-9(b). In the steady state, there is little estimation error and during 

the transient process, there is small estimation error.  
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Figure 6-9. Performance of the dc-link voltage control loop, quoted from [122]. (a) 

waveform of Vdc and (b) estimation of the grid voltage. 

6.2. KEY CONTRIBUTIONS 

The key contribution of this chapter is the estimation method of the fundamental 

grid voltage for the series LC filtered R-APF. With the proposed fundamental 

voltage estimation method, the output of the dc-link regulator can be synchronized 

with the grid, enabling the AC voltage sensorless control of the R-APF. Moreover, 

incremental contributions are made to allow the R-APF to mimic damping resistance 

at multiple frequencies with a comb-based pre-filter. The deadtime effect is also 

compensated using a simple open-loop method. 

This chapter achieves research objective 3) in the introduction part. With the 

proposed method, the series LC filtered VSI can be used to dampen the LCC 

originated harmonics resonance in the PE based power system. 
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CHAPTER 7. CONCLUSIONS  

7.1. THESIS SUMMARY 

In this thesis, the three harmonic issues in the modern PE based power system are 

addressed using the impedance model of series LC filtered VSI. The series LC 

filtered VSI has been useful in the stabilisation of the PE based power sytem and 

low order harmonic resonance damping. The hypothesizes listed in Chapter 1.4 are 

verified and the research objectives listed in Chapter 1.5 are achieved using the 

output impedance of the series LC filtered VSI.  

To be more specific, the following researches have been done. 

1) Harmonic Stabilization with Improved Control of Series LC Filtered 

Active Damper 

The stability analysis regarding the passivity of the PE based power plant has been 

carried out in Chapter 2 and Chapter 3. In a PE based power system with multiple 

grid-connected VSIs, each VSI can be represented in the Norton equivalent circuit. 

The real-part of the output admittance is investigated in order to identify the non-

passive frequency region. It is shown that the system stability can be improved by 

enhancing the passivity of the system. The operation principle of the active damper 

is changed to enhance the passivity of the system, which allows a simple 

proportional current controller to be used. The online detection of the resonance 

frequency hence becomes unnecessary for the active damper.  

From the impedance point of view, an active damper is not the only choice for the 

passvity enhancement. As long as the real part of the output admittance is positive, 

the grid-connected VSI can be viewed as a generalized active damper. In this thesis, 

it is proved that the paralleled LCL filtered VSIs with different system parameters 

and control strategies can provide the damping function for each other. Three cases 

are studied where no active damping is applied to the VSIs. The system stability is 

improved with the combination of different VSIs. The non-passive region has been 

calculated analytically with simple expressions which can be used easily by 

engineers. Nevertheless, the numerical calculations can also be used to find the 

potential combinations of VSIs. Also the VSIs with an active damping funtion can 

be investigated in respect to the non-passivity region.  

2) Integration of Series LC Filtered VSI with High Power VSI 

The control system of the series LC filtered VSI has been developed in Chapter 4 

and Chapter 5, so that it can attenuate both the switching harmonics of the high 

power VSI and the low order harmonics introduced by the grid voltage distortion. In 
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the developed control system, special current controllers are designed based on the 

Quadrature Signal Generator (QSG) to provide zero output impedance at the 

sideband frequencies of the high power VSI. The developed series LC filtered VSI is 

denoted as “Active Trap Filter (ATF)”. Like the passive trap filters, the ATF 

bypasses the switching harmonics with a low impedance path. 

The impedance model of a high power VSI with an ATF is developed in different 

frequency ranges. The impact of the distorted grid voltage and the corresponding 

harmonic current distributions are analyzed based on the impedance model. The 

control targets and implementation are developed so that the ATF can guarantee a 

sinusoidal output current with low switching ripple even in the presence of 

background harmonics.  

3) AC Voltage Sensorless Control of Series LC Filtered R-APF 

Based on the output impedance shaping method of the series LC filtered VSI 

proposed in Chapter 4, the proposed R-APF emulates the virtual resistance without 

measuring the grid voltage in Chapter 6. In order to completely remove the AC 

voltage sensors, a fundamental grid voltage estimation method is proposed. With the 

proposed grid estimation method, the output of the dc-link regulator is aligned to the 

q-axis. Both the dc-link control and the resistance emulation can be achieved 

without any AC voltage sensor. 

7.2. RESEARCH CONTRIBUTIONS 

In this thesis, the three research objectives in Chapter 1.5 are achieved with 

proposed control strategies of the series LC filtered VSI from Chapter 2 to Chapter 

6. In Chapter 2 and 3, the series LC filtered VSI is used to stabilize the PE based 

power system, achieving research objective 1). In Chapter 4 and 5, new control 

method is proposed to integrate the series LC filtered VSI into the high power VSI 

for harmonic attenuation both at switching frequencies and low order harmonics, 

achieving research objective 2). In Chapter 6, new control strategy is proposed for 

the series LC filtered VSI to dampen the low order harmonic resonance in the PE 

based power system, achieving research objective 3). To be more specific, this work 

has the following contributions to the state of art: 

 Impedance based model of grid-connected VSIs is applied to the analysis of 

stability and passivity of the output admittance is investigated in Chapter 2 and 

3. A deeper understanding of the mechanism of the active damper is obtained. 

The operation principle of the active damper is changed from mimicking 

resistive behavior to the enhancement of passivity in Chapter 3. The benefits 

from this work include: 
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 The frequency detection of the harmonic resonance becomes no longer 

necessary for the active damper; 

 Normal LCL filtered VSIs with different parameters can provide the 

function of active damper to the PE based power system. 

 

 In this thesis, the output impedance of a current controlled VSI is first utilized 

for source-originated harmonic attenuation, such as the switching harmonics of 

a high power VSI or the harmonics in the grid voltage. Instead of minimizing 

the output admittance, the output admittance is designed to provide the desired 

impedance characteristics. By utilizing the output impedance, an accurate 

current tracking can be avoided, which overcome some challenges with this 

system. For example, the ATF can attenuate switching harmonics of a high 

power VSI up to 8 kHz with a sampling frequency of 20 kHz in Chapter 4. 

Tuning of the current controller using the traditional method would require 

complex calculation and has only been applied successfully on L filtered VSIs. 

What is more, the current reference can be set to zero, which reduces the 

requirement for load current / voltage measurement.  

 

 The possibility of using an impedance model for harmonic mitigation in a PE 

based power system has been verified. Three specific applications have been 

proved potentially viable at least in the lab. 

 

 For the low order harmonics, the AC voltage sensorless R-APF has been 

proposed in Chapter 6. Compared with the traditional R-APF, the proposed 

R-APF control does not need the AC voltage sensor, which brings some 

potential advantages such as improved reliability and reduced cost.  

 For the harmonic resonance damping, the series LC filtered active damper 

is improved with a simple P controller in Chapter 3. Compared with the 

existing control method of the active damper, the operation principle is 

changed from mimicking a resistor to enhancing the passivity. Thus the 

harmonic resonance frequency detection is not needed.  

 For the active harmonic attenuation of a high power VSI, the ATF is 

proposed in Chapter 4 and 5. The switching harmonics are mitigated by 

introducing low impedance path with impedance-oriented current controller. 

The proposed control method is easy to tune and implement. Also, the ATF 

is able to compensate the low order harmonics introduced by the grid 

distortion.  

 

7.3. FUTURE RESEARCH POSSIBILITIES 

Based on the research in this work, the following aspects can be investigated in the 

future 
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 Practical real-life applications of the series LC filtered VSI studied in this 

thesis. 

 The key component of the output impedance shaping method is the 

paralleled Quadrature Signal Generators (QSGs). Now the bandwidth of the 

QSG is tuned to achieve the tradeoff between the frequency selectivity and 

the robustness to frequency variation. The structure of the paralleled QSG 

can be improved to avoid this tradeoff.  

 The bandwidth of the control loops of the series LC filtered VSI are 

separated in the frequency domain. The dc-link control loop has low 

control bandwidth in order not to interfere with other control loop. The 

decoupling between the dc-link control loop and other control loops should 

be studied in order to improve the performance of the series LC filtered 

VSI. 

 The proposed output impedance shaping method can be applied to the 

control of the series LC filtered VSI in other applications, such as the 

inductive power transfer, where a similar topology is used and the 

resonance frequency is high.  

 Since the series LC filtered VSI requires very low dc-link voltage, low 

voltage devices such as Cool-Mos and GaN can be used to increase the 

switching frequency. The control performance of the proposed ATF and R-

APF can thus be improved. The multilevel topology can also be studied for 

medium voltage distribution network.  

 The protection of the series LC filtered VSI during transients and grid fault 

conditions. 

 The resonance frequency detection of the PE based power system. 
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