Bed with Integrated Personalized Ventilation for Minimizing Cross Infection

Nielsen, Peter V.; Jiang, Hao; Polak, Marcin

Published in:
Proceedings of Roomvent 2007

Publication date:
2007

Document Version
Publisher's PDF, also known as Version of record

Citation for published version (APA):
Chair with Integrated Personalized Ventilation for Minimizing Cross Infection

Peter V. Nielsen¹, Niels M. Bartholomaeussen¹, Ewa Jakubowska¹, Hao Jiang¹, Oli T. Jonsson¹, Karolina Krawiecka¹, Adam Mierzejewski¹, Sara J. Thomas¹, Katarzyna Trampczynska¹, Marcin Polak¹ and Mads Soennichsen²

¹Aalborg University. Denmark
²KE Fibertec AS, Denmark

Corresponding email: Peter V. Nielsen pvn@civil.aau.dk

1 Introduction

Personalized Ventilation (PV) has proven to be a very efficient system to protect people from cross infection because clean air is supplied direct to the breathing zone.

The idea behind the present PV system is to utilize the fact that the head or the body is in natural contact with surfaces as chairs, neck support pillows, pillows, clothing, etc., and those surfaces are designed also to be a supply opening of fresh air. A neck support, a supply opening covering the whole chair, and a version with two areas along both sides of the chair (seat straps), have been tested. The system can be used in aircraft cabins, trains, buses and offices.

2 Methods

The tests are made in a full-scale room with a breathing thermal manikin. N₂O is added to the supply flow giving a concentration in the room of 20 to 30 ppm. All the experiments are isothermal.

3 Results

Figure 2 shows the results for the neck support. An effectiveness larger than 80% is obtained for PV flow rates above 10 l/s (1.0 corresponds to inhalation of clean air, and 0.0 to inhalation of fully contaminated room air).

4 Conclusions

A neck support pillow in three different designs has been tested. The neck support has in general an effectiveness larger than 70% to 80%, and in special cases 95%. Fully integrated chair covers have also been tested, but more design work is necessary to make a final conclusion for this version of personalized ventilation.