Double-Quadrant State-of-Charge-Based Droop Control Method for Distributed Energy Storage Systems in Autonomous DC Microgrids

Lu, Xiaonan; Sun, Kai; Guerrero, Josep M.; Vasquez, Juan Carlos; Huang, Lipei

Published in:
IEEE Transactions on Smart Grid

DOI (link to publication from Publisher): 10.1109/TSG.2014.2352342

Publication date: 2015

Document Version
Early version, also known as pre-print

Link to publication from Aalborg University

Citation for published version (APA):

General rights
Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights.

? Users may download and print one copy of any publication from the public portal for the purpose of private study or research.
? You may not further distribute the material or use it for any profit-making activity or commercial gain
? You may freely distribute the URL identifying the publication in the public portal

Take down policy
If you believe that this document breaches copyright please contact us at vbn@aub.aau.dk providing details, and we will remove access to the work immediately and investigate your claim.
Double-Quadrant State-of-Charge Based Droop Control Method for Distributed Energy Storage Systems in Autonomous DC Microgrids

Xiaonan Lu, Member, IEEE, Kai Sun, Member, IEEE, Josep M. Guerrero, Senior Member, IEEE, Juan C. Vasquez, Member, IEEE, Lipei Huang

Abstract – In this paper, a double-quadrant state-of-charge (SoC) based droop control method for distributed energy storage system (DESS) is proposed to reach the proper power distribution in autonomous DC microgrids. In order to prolong the lifetime of the energy storage units (ESUs) and avoid the overuse of a certain unit, the SoC of each unit should be balanced and the injected/output power should be gradually equalized. Droop control as a decentralized approach is used as the basis of the power sharing method for distributed energy storage units (DESUs). In the charging process, the droop coefficient is set to be proportional to the \( n \)th order of SoC, while in the discharging process, the droop coefficient is set to be inversely proportional to the \( n \)th order of SoC. Since the injected/output power is inversely proportional to the droop coefficient, it is obtained that in the charging process, the ESU with higher SoC absorbs less power, while the one with lower SoC absorbs more power. Meanwhile, in the discharging process, the ESU with higher SoC delivers more power, and the one with lower SoC delivers less power. Hence, SoC balancing and injected/output power equalization can be gradually realized. The exponent \( n \) of SoC is employed in the control diagram to regulate the speed of SoC balancing. It is found that with larger exponent \( n \), the balancing speed is higher. MATLAB/Simulink model comprised of three ESUs is implemented, and the simulation results are shown to verify the proposed approach.

Index Terms - Distributed energy storage unit (DESU), droop control, DC microgrid, state-of-charge (SoC)

I. INTRODUCTION

With the development of modern electric power system, renewable energy and microgrid have gained more awareness nowadays [1]-[3]. Since the conventional electric grid is implemented based on AC system, AC microgrids have drawn more attention [4]-[8]. However, various sources and loads in a microgrid have DC couplings, e.g. photovoltaics (PVs), batteries, LEDs, etc. Hence, it is simpler and more efficient to connect them with DC-DC converters to form a DC microgrid. In contrast to AC microgrids, DC microgrids do not have the problems caused by harmonics and reactive power, and can operate with higher efficiency. Considering the above advantages, DC microgrid has been intensively studied recently [9]-[16]. The configuration of a typical DC microgrid is shown in Fig. 1 [13].

In order to connect the renewable energy sources and the loads, power electronics converters are usually employed as the interfaces [17]. Power sharing between different interfacing converters is a key problem in the control system design of microgrids [4]-[8], [11], [14]-[16]. Different approaches have been proposed in the literatures [4]-[8], [11], [13]-[16], [18]-[20], among them droop control and its variants as decentralized methods have been widely studied [4]-[8], [11], [13]-[16]. In a DC microgrid, droop control is achieved by reducing the DC voltage reference value as the load power increases. Hence, the output power of each interfacing converter can be automatically balanced by regulating the DC output voltage.

Although renewable energy sources have many advantages, their output power possesses the stochastic and intermittent properties. In order to solve these problems, the energy storage units (ESUs) should be employed to restrain the power fluctuation [21]. Considering the distributed connection of the sources and loads in a microgrid, distributed energy storage units (DESUs) are commonly used [11], [14]. An ESU is usually comprised of series-connected battery cells, and the whole ESU consisting of the above battery cells is connected to the common bus with power electronics interfacing converter. The control system of the ESUs is composed of two parts. They are battery management system (BMS) and power converter system (PCS), respectively [14]. The function of BMS is to monitor the status of each battery unit in an ESU and to balance the state-of-charge (SoC) of each cell. Meanwhile, the function of PCS is to control the output voltage and current, and also to reach the proper load power sharing.
In order to efficiently use the DESUs and prolong their service life, two requirements regarding SoC should be satisfied. First, the SoC of each cell in the battery string of an ESU should be balanced. Second, the SoC of the whole ESU should be balanced among different ESUs. The first requirement can be achieved by using the BMS, and the second can be achieved by using the PCS. Literatures have shown some work on the above requirements. For BMS, in [22], the intra-module equalizers are employed to balance the SoCs of different units in a battery string. In [23], the redundant cell is used, with which the balanced SoC can be obtained by dynamically disconnecting the cell whose SoC does not match the others’. In [24], the screening process is employed to improve the performance of SoC balancing in a string of battery cells. For PCS, in [25], a cascade H-bridge topology is employed and the SoC of each ESU is controlled directly to make them equal with each other among different ESUs. In [11], a gain-scheduling droop control method is modified by using fuzzy control, in order that the SoC and output power of each ESU is gradually balanced. In [14], the droop coefficient is calculated by using the SoC in the discharging process, so the output power of each unit is in proportion to the corresponding SoC.

This paper focuses on the control system of PCS. As aforementioned, the ESUs are dispersedly connected to the common bus in a microgrid. Hence, decentralized control scheme for the PCS is preferred. However, in [25], different ESUs are connected to the isolated DC terminals in the cascade H-bridges, and centralized control method is used to reach the SoC balancing. As a result, this method is suitable for the centralized application, such as battery chargers for hybrid electric vehicles, while it does not meet the requirement of microgrids. In [11], although the proposed method is realized based on the decentralized droop control method, the communication between different ESUs are needed to calculate the average energy. The approach proposed in [14] is achieved only based on the local information, e.g. SoC, output voltage, etc. However, different operation modes are not fully considered. Only the discharge process of the ESU is taken into account. In order to reach the SoC balancing in different operation modes, the feasibility of the proposed method should be further extended.

In this paper, aiming at PCS, the decentralized control system based on droop control is developed to balance the SoC of each ESU and equalize their injected/output power in an autonomous DC microgrid. In particular, in the charging operation mode, the droop coefficient is set to be proportional to the $n^{\text{th}}$ order of SoC, while in the discharging operation mode, the droop coefficient is set to be inversely proportional to the $n^{\text{th}}$ order of SoC. Hence, in both of the above operation modes, the SoC of each ESU can be gradually balanced, and the injected/output power is thereby equalized. It should be noticed that the exponent $n$ is employed in the above method to regulate the power sharing speed. It can be demonstrated that with larger exponent $n$, the SoC balancing and power sharing speed can be enhanced.

The following paper is summarized as follows. Section II shows the operation principle of the autonomous DC microgrids. Section III analyzes the double-quadrant SoC-based droop control method in detail. The principle of the proposed approach is explained and the stability analysis is performed. Meanwhile, the speed regulation of SoC balancing and power sharing is studied. The limitations of the parameters in the control scheme are also discussed. Section IV shows the simulation tests, which are used to validate the proposed control method. Finally, Section V summarizes the paper and draws the conclusion.

II. OPERATION PRINCIPLE OF AUTONOMOUS DC MICROGRIDS WITH DESUS

The configuration of an autonomous DC microgrid is shown in Fig. 2, which is comprised of three zones: (I) sources, (II) loads, and (III) DESUs. Zone I is formed by the distributed renewable energy sources, which operate in maximum power point tracking (MPPT) mode and output power into the common bus. Zone II is formed by the loads, in which the power is injected from the common bus. As mentioned above in Section I, considering the stochastic and intermittent property of the sources in Zone I and also the load variation in Zone II, DESUs should be employed in the DC microgrids, as shown in Zone III. When the power generated ($P_g$) in Zone I is higher than the power consumed ($P_{\text{load}}$) in Zone II, sufficient power is supplied in the system and the DESUs operate in the charging mode. On the other hand, when the power generated in Zone I is lower than the power consumed in Zone II, the power in the system is not enough to feed the loads. Hence, the DESUs operate in the discharging mode to match the power difference.

During the operation of DESUs, it is necessary to balance the SoC of each ESU and equalize the power. Hence, the overuse of a certain unit can be avoided and the lifetime of the energy storage system is prolonged. In particular, in the charging process, the fully discharged ESU is restarted and the droop coefficient in the control system for each ESU is set to be proportional to SoC$^n$. When the ESU reaches its maximum acceptable SoC during charging, it is disconnected to wait for...
the next discharging process. Meanwhile, in the discharging process, the fully charged ESU is restarted and the droop coefficient is set to be inversely proportional to the SoC\(^n\). When the ESU reaches its minimum SoC, it is disconnected to wait for the next charging process. The flow chart of the above operation principle for autonomous DC microgrids is shown in Fig. 3.

III. DOUBLE-QUADRANT SOC-BASED DROOP CONTROL METHOD

A. Principle of the proposed method

As aforementioned, the SoC balancing and injected/output power equalization should be achieved in both charging and discharging modes. The conventional droop curve in the first quadrant can be extended to obtain the double-quadrant droop curve. The part of the droop curve in the first quadrant represents the discharging process, and the part in the second quadrant represents the charging process. The overall diagram for the double-quadrant SoC-based droop control method is shown in Fig. 4. It is seen that in the charging mode, with higher SoC the injected power (absolute value) is lower, and with lower SoC the injected power (absolute value) is higher. In the discharging mode, with higher SoC the output power is higher, and with lower SoC the output power is lower.

The expression of droop control in DC microgrids can be shown as:

\[
v_{dci}^* = v_{dc}^* - m_i \cdot P_{oi}
\]

where \(v_{dci}^*\), \(m_i\) and \(P_{oi}\) are the reference of DC output voltage, droop coefficient and filtered power by the low-pass filter (LPF) of converter \(i\) respectively \((i = 1, 2, \ldots, k)\), \(v_{dc}^*\) is the reference of DC output voltage at no-load condition.

It should be noticed that \(P_{oi}\) is positive in the discharging process and negative in the charging process.

In order to meet the requirement of SoC balancing, in the charging operation mode, the droop coefficient is set to be:

\[
m_i = m_v \cdot \text{SoC}^n_i
\]

where \(m_v\) is the droop coefficient for charging process when SoC\(_1\) equals 100\%, \(n\) is the exponent of SoC which is involved to regulate the speed of SoC balancing.

The sizing of a DC cable can be found in [26] – [27]. It is shown that the line resistance of the DC cable should be designed to make the voltage drop across the cable less than 5% of the rated voltage regardless of the cable length. Fig. 5 shows the line resistance per unit length and the corresponding sectional area for different cable length at 20 °C and 90 °C. It is shown that with longer cable, the line resistance per unit length should be reduced accordingly.

Since the line resistance is designed to guarantee the acceptable voltage drop, it yields:

\[
v_{dc1} \approx \cdots \approx v_{dck} \approx v_{dcload}
\]

Considering that the ideal voltage controller is used, the actual DC output voltage is equal to its reference value. Combining (1) – (3), it is derived:
It is concluded from (4) that in the charging operation mode, if \( \text{SoC}_i > \text{SoC}_j \) (\( i, j = 1, 2, \ldots, k \)), then \( |P_{oi}| < |P_{oj}| \). It means that the increasing speed of \( \text{SoC}_i \) is lower than \( \text{SoC}_j \). Hence, \( \text{SoC}_i \) and \( \text{SoC}_j \) are gradually balanced. Meanwhile, the injected power is thereby equalized.

Meanwhile, in the discharging operation mode, the droop coefficient is set to be:

\[
m_i = \frac{m_d}{\text{SoC}_i^n}
\]

where \( m_d \) is the droop coefficient for discharging process when \( \text{SoC}_i \) equals 100%, \( n \) is the exponent of SoC which is involved to regulate the speed of SoC balancing.

As same as the condition in the charging process, the voltage drop across the power line can be neglected. Therefore, (3) is also satisfied. Combining (1), (3) and (5), it is reached:

\[
P_{oi} : P_{o2} : \cdots : P_{ok} = \frac{1}{\text{SoC}_1^n} : \frac{1}{\text{SoC}_2^n} : \cdots : \frac{1}{\text{SoC}_k^n}
\]

(4)

It is concluded from (6) that in the discharging operation mode, if \( \text{SoC}_i > \text{SoC}_j \) (\( i, j = 1, 2, \ldots, k \)), then \( P_{oi} > P_{oj} \). It means that the decreasing speed of \( \text{SoC}_i \) is higher than \( \text{SoC}_j \). Hence, \( \text{SoC}_i \) and \( \text{SoC}_j \) are gradually balanced. Meanwhile, the output power of ESU \( #i \) and ESU \( #j \) is equalized.

Here, the coulomb counting method is used to obtain the SoC of each ESU, which is shown below:

\[
\text{SoC}_i = \text{SoC}_{i+0} - \frac{1}{C_{oi}} \int i_{oii}\,dt
\]

(7)

where \( \text{SoC}_{i+0} \) is the initial \( \text{SoC}_i \) at the starting time, \( C_{oi} \) and \( i_{oii} \) are the capacity and output current of the ESU \( #i \).

Meanwhile, considering the power balancing in the input side and output side of the interfacing converter, it yields:

\[
P_{oi} \approx P_{oii} = v_{oii}i_{oii}
\]

(8)

where \( P_{oi} \) is the injected/output power of converter \( #i \) before low-pass filtering, \( v_{oii} \) is the output voltage of ESU \( #i \), \( P_{oii} \) and \( i_{oii} \) are the injected/output power and current, respectively.

Since the output voltage of the ESU almost keeps constant in a large range of SoC, it is assumed that \( v_{oii} \) is a constant value in (8). Hence, combining (7) and (8), it is derived:

\[
\text{SoC}_i = \text{SoC}_{i+0} - \frac{1}{C_{oi}v_{oii}} \int P_{oi}\,dt
\]

(9)

At the same time, considering the power matching in the system, it is reached:

\[
P_{\text{req}} = -(P_l - P_{\text{load}}) + \sum_{i=1}^{k} P_{oi}
\]

(10)

where \( P_{\text{req}} \) is the required power in the system which equals the difference of the total power supplied by the sources \( (P_l) \) and the total power needed by the loads \( (P_{\text{load}}) \), the negative sign is defined so that the power is positive during discharging and negative during charging.

Combining (9) – (10) and the proportion shown in (4) and (6), it yields that in the charging operation mode,

\[
\text{SoC}_i = \text{SoC}_{i+0} - \frac{P_{\text{req}}}{C_{oi}v_{oii}} \int \frac{1}{\text{SoC}_i^n}\,dt
\]

(11)

In the discharging operation mode,

\[
\text{SoC}_i = \text{SoC}_{i+0} - \frac{P_{\text{req}}}{C_{oi}v_{oii}} \int \sum_{j=1}^{k} \text{SoC}_j^n\,dt
\]

(12)

Taking the distributed energy storage system (DESS) with three ESUs as an example, the system parameters are shown in Table I. Here, the exponent \( n \) is selected as 6 as an example. By solving the equation set of (10) and (11), the numeric solutions of SoC in the charging operation mode can be obtained, as shown in Fig. 6 (a). Meanwhile, by solving the equation set of (10) and (12), the numeric solutions of SoC in the discharging operation modes can be obtained, as shown in Fig. 6 (b). It is seen in Fig. 6 (a) and (b) that the SoC of each ESU gradually becomes equal, which indicates the balanced SoC and equalization of injected/output power.

B. Stability analysis of the proposed method

The stability of the proposed method can be evaluated by using small signal analysis. In the charging mode, combining (1) – (2) and perturbing the result, it yields:

\[
\Delta v_{oi} = -m_d\text{SoC}_i^n \cdot P_{oi} - m_n\text{SoC}_i^{n-1}P_{oi} \cdot \text{SoC}_i
\]

(13)

Considering the LPF for the power, it is reached:

\[
P_{ai} = G_{lpf} \cdot P_{ai}
\]

(14)

Here, the first order LPF is used, which is

\[
G_{lpf} = \frac{\omega_c}{s + \omega_c}
\]

(15)

where \( \omega_c \) is the cutting frequency of the LPF.

Perturbing (9) and (14), it is derived:
Combining (13) and (16), it is obtained that:

\[
P_{ai} = \frac{\lambda_i}{m_i \cdot \text{SoC}^{n_i} (nP_{a} - \lambda_i \cdot \text{SoC})} \cdot V_{\text{dc}i}
\]

where

\[
\lambda_{i} = sC_{e} G_{q} V_{\text{oc}i}
\]

Meanwhile, for the load side, it can be calculated that

\[
P_{\text{load}} = \frac{V_{\text{dc}i}^{2}}{R_{\text{load}}}
\]

Hence, the small signal expression is derived as:

\[
P_{\text{load}} = \frac{2V_{\text{dc}i}^{2} V_{\text{dc}i}}{R_{\text{load}}}
\]

TABLE I

<table>
<thead>
<tr>
<th>Item</th>
<th>Symbol</th>
<th>Value</th>
<th>Unit</th>
</tr>
</thead>
<tbody>
<tr>
<td>Initial SoC of ESU #1</td>
<td>SoC1</td>
<td>0.6/0.9</td>
<td>V</td>
</tr>
<tr>
<td>Initial SoC of ESU #2</td>
<td>SoC2</td>
<td>0.5/0.8</td>
<td>V</td>
</tr>
<tr>
<td>Initial SoC of ESU #3</td>
<td>SoC3</td>
<td>0.4/0.7</td>
<td>V</td>
</tr>
<tr>
<td>Converter Output Voltage</td>
<td>V_{o}</td>
<td>600</td>
<td>V</td>
</tr>
<tr>
<td>Converter Input Voltage</td>
<td>V_{i}</td>
<td>200</td>
<td>V</td>
</tr>
<tr>
<td>Difference between Source</td>
<td>P_{\text{req}}</td>
<td>-3/3</td>
<td>kW</td>
</tr>
<tr>
<td>Power and Load Power</td>
<td>P_{\text{max}}</td>
<td>2.5</td>
<td>kW</td>
</tr>
<tr>
<td>Max. Power Rating of Each</td>
<td>ΔV_{\text{dc}i}^{\text{max}}</td>
<td>5%V_{\text{rated}}</td>
<td>V</td>
</tr>
<tr>
<td>Converter</td>
<td>ΔV_{\text{dc}i}^{\text{min}}</td>
<td>3.3%V_{\text{rated}}</td>
<td>mV</td>
</tr>
</tbody>
</table>

\[
\text{Similiar as the analysis in the charging process, in the discharging process, combining (1) and (5), and perturbing the result, it yields:}
\]

\[
m_{a} \cdot P_{ai} = n \cdot \text{SoC}_{i}^{m_{a}} (V_{\text{dc}i}^{m_{a}} - V_{\text{dc}i}) \cdot \text{SoC}_{i} - \text{SoC}_{i}^{m_{a}} \cdot V_{\text{dc}i}
\]

Combining (16) and (23), it is reached:

\[
\sum_{i=1}^{n} m_{a} \cdot \lambda_{i} \cdot n \cdot \text{SoC}_{i}^{m_{a}} (V_{\text{dc}i}^{m_{a}} - V_{\text{dc}i}) = 2V_{\text{dc}i}^{2} G_{q}^{2}
\]

Hence, by taking the system with two ESUs as an example, the characteristic equation can be obtained as:

\[
A_{i} \cdot s^{3} + B_{i} \cdot s^{2} + C_{i} \cdot s + D_{i} = 0
\]

\[
A_{i} = -C_{i}^{2} R_{\text{load}} \cdot \text{SoC}_{i} \cdot \text{SoC}^{2} V_{\text{dc}i}^{2} V_{\text{dc}i} \cdot \omega^{2} \cdot (\text{SoC}_{i}^{m_{a}} + \text{SoC}_{i}^{m_{a}})
\]

\[
+ C_{i} R_{\text{load}} \cdot \text{SoC}_{i} \cdot \text{SoC}_{i} \cdot n \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}^{2} + P_{a} \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}
\]

\[
B_{i} = -2P_{a}^{2} \cdot P_{a} \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}^{2} \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}^{2} m_{a} \omega
\]

\[
+ 2C_{i} R_{\text{load}} \cdot \text{SoC}_{i} \cdot \text{SoC}_{i} \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}^{2} V_{\text{dc}i} \cdot \omega^{2} \cdot (\text{SoC}_{i}^{m_{a}} + \text{SoC}_{i}^{m_{a}})
\]

\[
- C_{i}^{2} R_{\text{load}} \cdot \text{SoC}_{i} \cdot \text{SoC}_{i} \cdot V_{\text{dc}i}^{2} \cdot \omega^{2} \cdot (\text{SoC}_{i}^{m_{a}} + \text{SoC}_{i}^{m_{a}})
\]

\[
- 2C_{i}^{2} \text{SoC}_{i} \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}^{2} V_{\text{dc}i} \cdot \omega^{2} \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}^{2} m_{a} \omega
\]

\[
+ 2C_{i} \cdot \text{SoC}_{i} \cdot \text{SoC}_{i} \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}^{2} V_{\text{dc}i} \cdot \omega^{2} \cdot (P_{a} \cdot \text{SoC}_{i} V_{\text{dc}i}^{2} + P_{a} \cdot \text{SoC}_{i} V_{\text{dc}i}^{2} + P_{a} \cdot \text{SoC}_{i} V_{\text{dc}i}^{2})
\]

\[
C_{i} = 4P_{a}^{2} \cdot P_{a} \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}^{2} \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}^{2} m_{a} \omega^{2}
\]

\[
- n \cdot C_{i} R_{\text{load}} \cdot \text{SoC}_{i} \cdot \text{SoC}_{i} \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}^{2} V_{\text{dc}i} \cdot \omega^{2} \cdot (P_{a} \cdot \text{SoC}_{i} V_{\text{dc}i}^{2} + P_{a} \cdot \text{SoC}_{i} V_{\text{dc}i}^{2})
\]

\[
D_{i} = 2P_{a}^{2} \cdot P_{a} \cdot \text{SoC}_{i}^{m_{a}} V_{\text{dc}i}^{2} V_{\text{dc}i}^{2} m_{a} \omega^{2}
\]

\[
A_{i} \cdot s^{3} + B_{i} \cdot s^{2} + C_{i} \cdot s + D_{i} = 0
\]

Fig. 6. Numeric solutions of SoC (n = 6).

(a) Charging process. (b) Discharging process.
left half of s domain, which indicates that the system stability is guaranteed in both charging and discharging processes.

C. Speed regulation of SoC balancing

As mentioned in Section I, the exponent $n$ is employed in the proposed double-quadrant SoC-based droop control method to reach the speed regulation of SoC balancing and injected/output power equalization. Here, the variables $\varepsilon_{soc T}$ and $\varepsilon_{po T}$ are involved, which define the errors of SoC and injected/output power after time period $T$. The variables satisfy the following expressions:

$$
\varepsilon_{soc T} = \max_{i=1,2,\ldots,k} \{SoC_{i+T}\} - \min_{i=1,2,\ldots,k} \{SoC_{i+T}\} \tag{27}
$$

$$
\varepsilon_{po T} = \max_{i=1,2,\ldots,k} \{p_{oi+T}\} - \min_{i=1,2,\ldots,k} \{p_{oi+T}\} \tag{28}
$$

where $SoC_{i+T}$ and $p_{oi+T}$ are the SoC and injected/output power when $t = T$.

By using the same parameters as in Table I, the errors of SoC ($\varepsilon_{soc T}$) with different exponent $n$ are shown in Fig. 8 (a) and (b). It is found that in both charging and discharging process, the larger exponent $n$ is selected, the smaller final error of SoC can be reached, meaning that the speed of SoC balancing increases.

D. Saturation limiter used for starting process

During the starting process, with larger exponent $n$, the difference of initial $SoC^0$ becomes larger, which results in larger difference in the initial injected/output power. In order to avoid that the injected/output power exceeds the maximum acceptable power, a saturation limiter is employed. In particular, when the estimated injected/output power exceeds the upper limit, it is limited to the maximum power. The above objective can be reached by involving a power-controlled operation mode. In the starting process, the system initially operates in the voltage-controlled operation mode and the double-quadrant SoC based droop control method is used. If the estimated injected/output power exceeds the upper limits, the operation mode of the corresponding interfacing converter is switched from voltage-controlled mode to power-controlled mode. Meanwhile, the power reference value of the power-controlled operation mode is set to be the maximum acceptable value. When the estimated injected/output power becomes lower than the upper limits, the operation mode of the related converter is switched back from power-controlled mode to voltage-controlled mode. The difference between the voltage and power controlled operation modes is essentially different methods of generating the reference values for the inner current loop, as shown in Fig. 9. The flow chart for the selection of different operation modes in the starting process is shown in Fig. 10.

E. Limitations of the parameters used in the control diagram

The limitations of the parameters used in the double-quadrant SoC-based droop control method are studied in this subsection. In general, two constraints should be considered. They are SoC balancing speed and DC voltage deviation, respectively. For the first constraint, the SoC balancing should reach the desired speed. This is achieved by adjusting the value of exponent $n$. In particular, for the existing system parameters, by combining (10) and (11), or (10) and (12), the numeric solutions of SoC can be derived in the charging or discharging process, as shown in Fig. 6. Hence, $\varepsilon_{soc T}$ can be obtained within a preset time period $T$. The variable $\varepsilon_{soc T}$ should be lower than its maximum value by tuning the exponent $n$. Therefore, the required exponent $n$ can be reached to guarantee the desired SoC balancing speed. In the given system, the exponent $n$ is selected as $6$. It should be noticed that the exponent $n$ here is its minimum value. Theoretically, it can be larger to get a higher convergence speed. However, in a practical application, over-rapid charging or discharging may have negative impact on ESU. As a result, only the minimum value of exponent $n$ is selected.

For the second constraint, in order to ensure the normal operation of the system, the DC voltage deviation should be neither too large nor too small. If the DC voltage deviation is too large, the stability of the system cannot be guaranteed. Meanwhile, since droop control works with the DC voltage deviation, if it is too small, the performance of droop control is influenced. Hence, the following inequalities should be satisfied. Here, the exponent $n$ derived in the first step is used to keep the required SoC balancing speed.

---

**Fig. 7. Dominant poles of double-quadrant SoC-based droop control method. (a) Charging process. (b) Discharging process.**

**Fig. 8. Final errors of SoC with different exponent $n$.**
increases, as shown in Fig. 11 (b).

In the discharging process, the difference of the initial injected power becomes larger when the exponent n increases. At the same time, in the discharging process, the difference of the initial output power also becomes larger when the exponent n increases. 

In order to further reveal the relationship between the selection of different operation modes in the starting period, as shown in Fig. 11 (a), for example, assuming that 35% \( \leq \text{SoC} \leq 95\% \) and 0.2 kW \( \leq P_{o} \leq 2.5 \) kW, (29) and (30) can be solved. It is calculated that the feasible range of the initial droop coefficients in charging and discharging process is shown as \( 5.4 \times 10^{-3} \leq m_{c} \leq 6.5 \times 10^{-3}, 7.4 \times 10^{-6} \leq m_{d} \leq 8.8 \times 10^{-6} \) with the exponent \( n = 6 \).

Meanwhile, in Section III-D, the saturation unit is employed to limit the injected/output power during starting process. It can be regarded as a protective unit to avoid that the injected/output power exceeds the maximum acceptable value. In order to further reveal the relationship between the selection of exponent n and the initial power distribution, Fig. 11 is shown here. During the starting period, as shown in Fig. 11 (a), in the charging process, the difference of the initial injected power becomes larger when the exponent n increases. At the same time, in the discharging process, the difference of the initial output power also becomes larger when the exponent n increases, as shown in Fig. 11 (b).

In Fig. 11, Initial injected/output power with different exponent n.
(a) Charging process. (b) Discharging process.

IV. Simulation Validation

Simulation model comprised of three ESUs is implemented by using MATLAB/Simulink to validate the proposed double-quadrant SoC-based droop control method. Different cases are studied to test the feasibility of the proposed method.

Case I: Transferring between charging and discharging operation modes

The transferring between charging and discharging process is tested. In Fig. 12, the ESUs first operate in discharging mode, and then change to charging mode. During the discharging operation, \( \varepsilon_{\text{soc}} \) is reduced from 20% to 2.09% with the proposed SoC-based droop control method, and the \( \varepsilon_{\text{po}} \) is reduced from 1.28 kW to 0.23 kW. Then, in the charging period, the SoC is gradually balanced and the injected power is equalized. The DC output voltage waveform of converter I during the discharging and charging process is shown in Fig. 12 (c). It is seen that the DC voltage is limited within the acceptable range.

In Fig. 13, the ESUs first operate in charging mode, and then change to discharging mode. With the proposed SoC-based droop control method, \( \varepsilon_{\text{soc}} \) is reduced from 20% to 2.01% during the charging process, and the \( \varepsilon_{\text{po}} \) is reduced from 2.02 kW to 0.16 kW. In the following discharging process, the balanced SoC and equalized output power are gradually achieved. The DC output voltage waveform of converter I during the charging and discharging process is shown in Fig. 13 (c). It is seen that the DC voltage is also limited within the acceptable range.
Case II. Dynamic responses with ESU disconnection

The dynamic response with ESU disconnection is shown below. As shown in Fig. 14, all of the three ESUs operate in the charging mode. Since the SoC based droop control method is used, the SoCs are gradually balanced and the injected power is equalized. In the period of 0 ~ 15 s, it is seen that $\delta_{\text{soc}}$ changes from 20% to 6.23% and $\delta_{\text{po}}$ changes from 1.76 kW to 0.82 kW. At $t = 15$ s, ESU #1 is disconnected. ESU #2 and #3 continue absorbing power. The SoC and injected power still gradually become equal respectively. It is also seen that in the period of 15 s ~ 30 s, $\delta_{\text{soc}}$ changes from 0.98% to almost zero and $\delta_{\text{po}}$ changes from 0.11 kW to almost zero. At $t = 30$ s, ESU #1 is disconnected. Only ESU #3 remains working and continues absorbing power. It can be found that in the whole process with dynamic disconnection, the system keeps stable. The SoC based droop control method works properly.

In the discharging process, three ESUs are used together to deliver power, as shown in Fig. 15. In the period of 0 ~ 15 s, $\delta_{\text{soc}}$ changes from 20% to 12% and $\delta_{\text{po}}$ changes from 0.71 kW to 0.54 kW. At $t = 15$ s, ESU #1 is disconnected, ESU #2 and #3 continue delivering power. In the period of 15 s ~ 30 s, $\delta_{\text{soc}}$ changes from 6.4% to 2.3% and $\delta_{\text{po}}$ changes from 0.26 kW to 0.23 kW. At $t = 30$ s, ESU #2 is disconnected. Only ESU #3 remains in the system. It is found that during the whole discharging process with dynamic disconnecting of ESUs, the SoC based control system keeps stable.

Case III. Speed regulation with different exponent $n$

In order to show the speed regulation with different exponent $n$, the final errors of SoC for both charging and discharging process after the same time period are shown in Fig. 16. It is concluded that with higher exponent $n$, the final error of SoC becomes smaller. When the exponent $n$ changes from 2 to 6, the final error of SoC reduces from 6% to 0.7% in the charging process and it reduces from 4.3% to 0.2% in the discharging process. Meanwhile, similar results can be found in the final errors of injected/output power, as shown in Fig. 17. When the exponent $n$ changes from 2 to 6, the final error of injected power reduces from 0.24 kW to 0.04 kW in the charging process and it reduces from 0.13 kW to 0.04 kW in the discharging process. With larger exponent, the power equalization speed is enhanced.

Case IV. Saturation limits during starting process

The saturation limiter is employed to avoid that the injected/output power exceeds the maximum acceptable value. In order to see its effectiveness, the absolute value of the required power from the ESUs is increased to 5 kW. The waveforms of SoC and injected/output power in both charging and discharging process are shown in Fig. 18 and 19.

It is seen that in the charging process, for ESU #3, the injected power gets to its maximum limits. Hence, the control diagram of this converter changes from voltage-controlled mode to power-controlled mode. The injected power remains at its maximum value, which is 2.5 kW. Meanwhile, the other two ESUs operate at voltage-controlled mode with double-quadrant SoC-based droop control method. The error of SoC$_1$ and SoC$_2$ is reduced from 10% to 3.11%, and the error of injected power is reduced from 0.59 kW to 0.23 kW. At $t = 40$ s, the estimated injected power of ESU #3 becomes lower than the maximum value, so it changes back to voltage-controlled operation mode, and the required power is shared by all of the three converters. In the following 20 s, $\delta_{\text{soc}}$ (calculated among three ESUs) is reduced from 4.4% to 0.84%, and the output power is reduced from 0.87 kW to 0.19 kW.

In the discharging process, the output power of ESU #1 reaches its maximum value. Hence, it changes to power-controlled operation mode and the output power reference is set to the maximum acceptable value 2.5 kW. At the same time, the other two ESUs operate at voltage-controlled mode with double-quadrant SoC-based droop control method. The error of SoC$_1$ and SoC$_2$ is reduced from 10% to 3.52%, and the error of output power is reduced from 0.64 kW to 0.26 kW. At $t = 40$ s, the estimated output power of ESU #1 becomes lower than the maximum value, so it changes back to voltage-controlled operation mode, and the required power is shared by all of the three converters. In the following 20 s, $\delta_{\text{soc}}$ (calculated among three ESUs) is reduced from 4.43% to 0.84%, and the output power is reduced from 0.88 kW to 0.17 kW.

![Fig. 12. Mode transferring from discharging to charging (SoC balanced after the mode transferring). (a) Waveforms of SoC. (b) Waveforms of injected/output power. (c) Waveform of DC output voltage for converter I.](image-url)
Fig. 13. Mode transferring from charging to discharging (SoC balanced after the mode transferring).
(a) Waveforms of SoC. (b) Waveforms of injected/output power. (c) Waveform of DC output voltage for converter I.

Fig. 14. Charging process with dynamic disconnection of ESUs.
(a) Waveforms of SoC. (b) Waveforms of injected power.

Fig. 15. Discharging process with dynamic disconnection of ESUs.
(a) Waveforms of SoC. (b) Waveforms of output power.

Fig. 16. Final errors of SoC with different exponent n.

Fig. 17. Final errors of injected/output power with different exponent n.

Fig. 18. Effect of saturation limiter in the charging process.
(a) Waveforms of SoC. (b) Waveforms of injected power.

Fig. 19. Effect of saturation limiter in the discharging process.
(a) Waveforms of SoC. (b) Waveforms of output power.
V. CONCLUSION

In this paper, the SoC-based droop control method is proposed to reach the proper power sharing between different ESUs in autonomous DC microgrids. Both charging and discharging operation modes are taken into account. In the charging process, the droop coefficient is set to be proportional to the SoC, while in the discharging process, the droop coefficient is set to be inversely proportional to the SoC. It is demonstrated that with the proposed double-quadrant SoC-based droop control method, SoC balancing and injected/output power equalization can be achieved in both charging and discharging modes. The exponent $n$ is employed to adjust the balancing speed. It is found that with higher exponent $n$, the balancing speed is enhanced. Limits of the parameters in the control scheme are discussed by considering the boundaries employed by SoC balancing speed and DC voltage deviation. By selecting the reasonable parameters, the stability of the control system is ensured.

REFERENCES


Josep M. Guerrero (S’01-M’04-SM’08) received the B.S. degree in telecommunications engineering, the M.S. degree in electronics engineering, and the Ph.D. degree in power electronics from the Technical University of Catalonia, Barcelona, in 1997, 2000 and 2003, respectively. He was an Associate Professor with the Department of Automatic Control Systems and Computer Engineering, Technical University of Catalonia, teaching courses on digital signal processing, field-programmable gate arrays, microprocessors, and control of renewable energy. In 2004, he was responsible for the Renewable Energy Laboratory, Escola Industrial de Barcelona. Since 2011, he has been a Full Professor with the Department of Energy Technology, Aalborg University, Aalborg East, Denmark, where he is responsible for the microgrid research program. From 2012 he is also a guest professor at the Chinese Academy of Science and the Nanjing University of Aeronautics and Astronautics. From 2013, he is also a guest professor at the Control Science and Engineering College, Shandong University.

His research interests are oriented to different microgrid aspects, including power electronics, distributed energy-storage systems, hierarchical and cooperative control, energy management systems, and optimization of microgrids and islanded minigrids. Prof. Guerrero is an Associate Editor for the IEEE TRANSACTIONS ON POWER ELECTRONICS, the IEEE TRANSACTIONS ON INDUSTRIAL ELECTRONICS, and the IEEE Industrial Electronics Magazine, and an Editor for the IEEE TRANSACTIONS on SMART GRID. He has been Guest Editor of the IEEE TRANSACTIONS ON POWER ELECTRONICS Special Issues: Power Electronics for Wind Energy Conversion and Power Electronics for Microgrids; the IEEE TRANSACTIONS ON INDUSTRIAL ELECTRONICS Special Sections: Uninterruptible Power Supplies systems, Renewable Energy Systems, Distributed Generation, and Microgrids; and Industrial Applications and Implementation Issues of the Kalman Filter; and the IEEE TRANSACTIONS on SMART GRID Special Issue on Smart DC Distribution Systems. He was the chair of the Renewable Energy Systems Technical Committee of the IEEE Industrial Electronics Society. In 2014 he was awarded by Thomson Reuters as ISI Highly Cited Researcher.

Juan C. Vasquez (M’12) received the B.S. degree in Electronics Engineering from Autonoma University of Manizales, Colombia in 2004 where he has been teaching courses on digital circuits, servo systems and flexible manufacturing systems. In 2009, he received his Ph.D. degree from the Technical University of Catalonia, Barcelona, Spain in 2009 at the Department of Automatic Control Systems and Computer Engineering, from Technical University of Catalonia, Barcelona (Spain), where he worked as Post-doc Assistant and also teaching courses based on renewable energy systems. Currently, he is an Assistant Professor at Aalborg University in Denmark. His research interests include modeling, simulation, networked control systems and optimization for power management systems applied to Distributed Generation in AC/DC Microgrids.

Lipei Huang was born in Jiangsu, China, 1946. He received the B.E. and M.E. degrees in electrical engineering from Tsinghua University, Beijing, China, in 1970 and 1982, respectively, and the Ph.D. degree from Meiji University, Tokyo, Japan, in 1996. In 1970, he joined the Department of Electrical Engineering, Tsinghua University. Since 1994, he has been a Professor in the Department of Electrical Engineering, Tsinghua University. In 1997, he was a Visiting Scholar of Electrical Engineering at the Tokyo Institute of Technology, for three months, and at Meiji University, Kawasaki, Japan, for nine months. He joined the research projects of K. Matsuse Laboratory, Department of Electrical Engineering, Meiji University, Kawasaki, Japan, as a Visiting Professor in 1993.

He has authored more than 100 technical papers and holds 7 patents. His research interests are in power electronics and adjustable-speed drives. Prof. Huang received the Education Awards from the China Education Commission and Beijing People’s Government in 1997. From 2001 to 2003 he was a Delta Scholar.